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Dear Mr. Johnson: 

In accordance with Arizona Revised Statute, Section 40-360.02, Citizens 
Communications Company’s Ten Year Pian regarding planned transmission line and 
facilities is attached. 
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Vice President & Manager 
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Carl Dabelstein 
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Introduction 
The following ten-year plan pursuant to A.R.S 40-360.02 is submitted by Citizens 
Communications Company, Arizona Electric Division (Citizens). Included with this plan 
are transmission facilities planned for both the Mohave and Santa Cruz County service 
territories. 

In addition to addressing the transmission facilities planned for the Citizens service areas, 
this document also addresses a recent System Impact Study conducted by Western 
regarding a new Citizens Substation in Mohave County, improvements related to Santa 
Cruz County, and an updated Citizens Load Forecast. 

Citizens plans include several transmission projects in the next ten years. The majority of 
the system upgrades are planned for the Santa Cruz service territory, with only one 
planned facility upgrade, and one contingent project identified in the Mohave County 
region. Previously reported facilities that have been completed, canceled, or deferred 
beyond the upcoming ten-year period are not included. These plans are tentative 
information only, and pursuant to A.R.S. 40-360.02 (F) are subject to change. 

The following projects are proposed for the Mohave County Region: 

North Havasu 230/69kV Substation 

North Havasu - Griffith Transmission Line (contingent project) 

The following projects are proposed for the Santa Cruz County Region: 

Gateway 345/115 kV Substation 

Nogales 115kV Transmission Line #2 

Valencia 115 kV Substation Expansion 

In addition to planning Citizens transmission facilities, Citizens is actively involved in 
the following regional Arizona Transmission planning activities: 

Central Arizona Transmission Study (CATS) 

Central Arizona Transmission Study - High Voltage (CATS-HV) 

Joint Planning Agreement (JPA) with Western 
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Service Territories 
Following the short discussion of activities in the service territories are the maps of the 
planned facilities and schematic for several of the proposed projects. 

Mohave County 
In the summer of 2003, Citizens will install a new 230/69kV substation, North Havasu, 
connected approximately 10 miles north of the existing Black Mesa Substation. The 
Western Area Power Administration (“Western”) recently completed and provided a 
System Impact Study for the North Havasu substation to Citizens. The System Impact 
Study determined that that Citizens can serve its loads in the Lake Havasu area from the 
North Havasu substation with an interconnection to the Parker- Davis #1 230 kV line 
under normal operating conditions for all N- 1 conditions. Under certain operating 
conditions, specifically maximum generation at Hoover, Davis and Griffith power plants, 
zero generation at South Point and Parker power plants, Havasu Pumps on at maximum, 
regional wide peak load condition, and an outage of the Davis - Topock 230kV #2 line 
may overload the Davis - Topock 230kV #1 transmission line. Citizens believes that 
these simultaneous conditions during peak periods (including running the Havasu pumps 
on peak for the CAP) is not a credible condition, however Citizens is working with 
Western to develop operating nomograms that would reduce the loading on the Davis - 
Topock 230kV #1 transmission line under these conditions. Citizens is also reviewing 
the long-term requirements for the North Havasu substation and still considers the 
Griffith - North Havasu 230kV line as an alternative for consideration, and currently has 
a CEC (Order #88) for this line addition. 

Santa Cruz County 
Citizens long-term plan to continue to improve the reliability for the Santa Cruz service 
territory is to construct a redundant transmission line to Valencia substation from the new 
Gateway substation, per CEC Order #111. The current schedule for this line is pending 
the outcome of approval of TEP’s South-Gateway 345 kV line from the Department of 
Energy and the U.S. Forest Service. 

In the near term, Citizens is working on an agreement with Tucson Electric Power (TEP) 
to connect Citizens distribution system to the TEP distribution system to provide support 
under abnormal system conditions. 

Citizens has conducted a power flow study (attached as Appendix A from Power 
Engineers, Inc.) to review the Santa Cruz area load growth for the near and long term 
plans, and under various system conditions. Citizens and TEP are currently reviewing 
the suggested action plan from the power flow study to identify the opportunities to 
continue to improve the reliability for this region. 
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Reliability Must Run (RMR) Analysis 
Western had agreed to conduct the Mohave County RMR analysis based on the 
requirements of the ACC Second Biennial Transmission Assessment. At the time this 
10-Year Plan is due, Citizens had not received the results of the RMR analysis from 
Western to review or comment on the RMR Analysis for Mohave County. Citizens 
reserves the right to review and comment on these studies as they become available to 
Citizens. 

Citizens Load Forecast 
Attached, as Appendix B, is the latest Citizens load forecast for our service territory. 
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Mohave County 

Transmission Projects 
Project Designation North Havasu Substation 
Project Description Approximately three miles north of Lake Havasu City. 

230 kV, 69 kV, 20.8 kV 
80 MVA (with provision for expansion) 
400 feet x 400 feet 

1- 230/69 kV 80 MVA transformer 
1- 69/20.8 kV transformer (future) 
4- 69 kV circuit breaker bays (one initial) 

Associated bus, switches, fittings, structures and control 
room. 
Parker Davis #1 Transmission Line 
Griffith-North Havasu Transmission Line (future). 
The additional substation is expected to reinforce the Lake 
Havasu City 69 kV sub-transmission as well as improve 
service reliability. 

Voltage 
Capacity 
Size 
Equipment 

Transmission Source 

Purpose 

Schedule 
Construction Start Fall 2002 
Construction End July 2003 

Is Certificate Necessary None 
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Line Designation 
Project Description 

Griffith-North Havasu Transmission (contingent project) 

230 kV, 69 kV (double circuit) Voltage 
Capacity 300 MVA (thermal) 
Origin Griffith Substation 
Intermediate point(s) None 
Termination point North Havasu Substation 
Length (miles) Approximately 40 miles 

Routing West of and parallel to 1-40 to Gem Acres Interchange. 
Diagonal southeast to the Parker Davis line at Highway 95. 
Parallel to PD- 1 to North Havasu Substation site southeast 
of the Lake Havasu city airport. Routing to be within 
corridor as approved and described in CEC Order #88. 
Reinforce the existing transmission grid and provide 
interconnection between Citizens’ load centers in Mohave 
County. 

Purpose 

Schedule 
Construction Start Under Study 
Construction End Under Study 

Is Certificate Necessary CEC Ordered in Case 88, Issued July 2, 1997 
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Mohave County Service Territory Map 
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Santa Cruz County 

Transmission Projects 
Line Designation 
Size 

Nogales Transmission Line #2 

Voltage 115 kV 
Capacity 110 MVA (thermal) 
Point of Origin 
Point of Termination 
Length (miles) Approximately 3 

Citizens’ Gateway 345/115 kV substation (new) 
Citizens’ Valencia Substation (existing) 

Generally South and East from TEP’s proposed Gateway 
345 kV substation crossing Interstate 19 and traversing 
private ROW. Routing to be within the corridor as 
described in the CEC order issued in Case 11 1. 
The additional transmission line increases transmission 
system reliability and provides additional load serving 
capacity to Citizens’ Santa Cruz Service Area. 

Routing 

Purpose 

Schedule 
Construction Start Approximately 2004 
Construction End Approximately 8 months after Department of Energy and 

U.S. Forest Service Record of Decision for TEP’s South- 
Gateway 345 kV line. 

Is Certificate Necessary CEC Ordered in Case 11 1 

Citizens Arizona Electric IO-year Plan 2003-2012 Docket E-00000D-03-0047 9 



I 
1 
1 
I 
I 
I 
1 
I 
I 
I 
I 
I 
1 
I 
I 
I 
I 
I 
I 

Project Designation 
Project Description 

Gateway 345/115 kV Substation 
Located near Nogales, Arizona 
Operating voltages include: 345 kV, 115 kV, and 13.2 kV 
(future) 

Approximately 265 feet x 450 feet 
Two 345 kV power circuit breakers, three 115 kV power 
circuit breaker bays (one installed initially) and associated 
switches, bus, fittings, relay metering and communication 
equipment. 
TEP’s South-Gateway 345 kV line 
The proposed substation facilities provide an 
interconnection and source for Citizen’s second 
transmission line to Citizen’s Santa Cmz Service Area and 
a future distribution substation as provided for in CEC 
Case 111. 

Voltage 

Capacity 100 MVA 
Size 
Equipment 

Transmission Source 
Purpose 

~ 

Schedule 
Construction Start Approximately 2004 
Construction End Approximately 8 months after Department of Energy and 

U.S. Forest Service Record of Decision for TEP’s South- 
Gateway 345 kV line. 

Is Certificate Necessary None 
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Project Designation 
Project Description 

Valencia 115 kV Substation Expansion 
Located near Nogales, Arizona 
Operating voltages include 115 kV and 13.2 kV 

Approximately 200 feet x 200 feet 
Addition of two 115 kV line terminations, three 115 kV 
power circuit breakers, and associated switches, bus, 
fittings, relay metering and communication equipment. 
The proposed substation facilities provide an 
interconnection and source for Citizen’s second 
transmission line to Citizen’s Santa Cruz Service Area and 
a future distribution substation as provided for in CEC 
Case 111. 

Voltage 
Capacity 110 MVA (line capacity) 
Size 
Equipment 

Purpose 

Schedule 
Construction Start Approximately 2004 
Construction End Approximately 8 months after Department of Energy and 

U.S. Forest Service Record of Decision for TEP’s South- 
Gatewav 345 kV line. 

Is Certificate Necessary None 
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Schematic - Potential 115 kV upgrades Santa Cruz 
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Santa Cruz County Service Territory Map 
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Attached Appendices 
A. Power Engineers, Inc. Santa Cmz District Transmission System Action Plan 
B. Citizens Load Forecast performed by R.W. Beck 
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Citizens Communications Company 
Arizona Electric Division 

Santa Cruz District Transmission System 
Action Plan 

INTRODUCTION 

The Arizona Corporation Commission (ACC) Decision Number 64356 grants a 

Certificate of Environmental Compatibility (CEC) for Citizens Communications 

Company (Citizens) to construct a second 115kV transmission line to improve service 

reliability to customers in its Santa Cruz service area. Condition number 21 of the CEC 

order requires that “Citizens shall make the necessary system improvements to ensure 

continuity of service in the event of an outage on the new 115kV transmission 

approved herein and shall submit system improvement plans to the ACC Utilities 

Division six months from the date this Certificate of Environmental Compatibility is 

approved by the ACC”. 

t 

Under Citizens project development agreement with Tucson Electric Power Company 

(TEP) Citizens will obtain 1 O O M W  of transmission capacity from Saguaro to the Point of 

Delivery that serves its second transmission line (Gateway Substation). Citizens 

requested that POWER Engineers, Inc. (POWER) develop an action plan for the Santa 

Cruz District transmission system to increase the delivery capacity to 1 0 0 W  during an 

outage of the new 115 kV line. 

The existing 115kV transmission line is from Nogales Switchyard (near Tucson) to 

Valencia Substation (in Nogales); a distance of 53 miles. This line serves Citizens’ 

Kantor, Canez, Sonoi ta, and Valencia substations. 

A new 115kV transmission line will be constructed from a point of interconnection at 

TEP’s Gateway Substation to Citizens’ Valencia Substation. 
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This study’s results are based on power flow analyses that examined voltage levels and 

thermal capacity loading on the 115kV transmission system for both normal system 

configuration and for single contingency outages. 

I 
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EXECUTIVE SUMMARY 

The analysis of Citizens’ Santa Cruz District 115kV transmission system verifies the 

need for the new 115kV line from Gateway Substation to Valencia Substation. This line 

will allow Citizens to serve future loads and provide a source to the 115kV system if any 

single transmission line segment or the 345/115kV substation is out-of-service. 

The analysis also shows the need for system improvements prior to the energization of 

the Gateway Substation to Valencia Substation 115kV line. 

Two 115kV transmission system scenarios were examined with the power flow cases: 

Scenario 1 - Existing System without the Gateway Substation to Valencia 

Substation 115kV Line. 

Scenario 2 - Existing System with the addition of the Gateway Substation and 

Gateway to Valencia Substation 115kV Line. 

e 

Scenario 1 Summary 
Existing System without the Gateway Substation to Valencia Substation 115kV Line 

Scenario 1 power flow cases show that low voltage levels occur prior to the 115kV 

transmission lines becoming overloaded. Under normal system operation (all lines in- 

service) the thermal capacity ratings of the lines are capable of serving Santa Cruz 

District loads up to the l O O M W  level examined in the study. Transmission system 

voltage levels are below the planning criteria of 0.95 per unit with the existing load of 

57Mw. 

I 
I 
I 
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1 

The single contingency outages for Scenario 1 (the existing system) were examined by an 

overview of the 115kV system. The worst case outage is the Nogales Switchyard to 

Kantor Substation 115kV line. This outage would disconnect the Santa Cruz District 

115kV system from the transmission grid. Loss of the Nogales Switchyard to Kantor 

Substation line would require Citizens to serve load from the generators at the Valencia 

I 
I 
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Plant. These generators are not capable of serving Citizens’ entire load during peak 

periods. A loss of the other line sections (Kantor Substation to Canez Substation, Canez 

Substation to Sonoita Substation, or Sonoita Substation to Valencia Substation) would 

disconnect the load downline from the outage from the transmission grid. 

The Scenario 1 power flow cases show that with 60MW of Santa Cruz District Load the 

13.2kV distribution system voltage can not be maintained with the use of substation 

transformer de-energized taps set to the maximum boost position and 13.2kV voltage 

regulators . 

The 115kV line from Gateway Substation to Valencia Substation is being designed, 

however, this line is not expected to be in-service to serve the summer 2003 loads. 

Scenario 1 cases examined system improvements that can be made prior to the 

energization of the Gateway-Vdencia 115kV line. The improvements studied included 

re-conductoring the 410 ACSR line into Valencia Substation and adding capacitors a 

Valenci a or S onoi ta substations . 

The power flow cases indicate that re-conductoring the 4/0 ACSR line into Valencia 

Substation does not make a significant improvement on system voltage levels. 

Capacitor banks at either Valencia or Sonoita substations will improve system voltages. 

Adding 25Mvar of capacitance at either Valencia or Sonoita will allow 65-7OMW of load 

to be served while maintaining the planning criteria minimum voltage level of 0.950 per 

unit. 

The planning criteria for the maximum step-voltage change for the addition or removal of 

capacitor banks is 5%. The power flow cases show that the addition of capacitance at 

Valencia and Sonoita substations needs to be brought on-line in blocks of lOMvar or less 

to keep the voltage from rising more than 5%. 
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The Valencia Substation transformers start to become overloaded with about 80MW of 

Santa Cruz District load. Construction of a new 115-13.2kV substation near Gateway 

Substation will be used to relieve loading on the Valencia Substation transformers when 

this load level is reached. 

Scenario 2 Summary 
Existing System with the addition of the Gateway Substation and Gateway to 
Valencia Substation 115kV Line 

Scenario 2 examines the system for normal system operation (all lines in-service) and for 

single contingency outages (one 115kV transmission line out-of-service). The acceptable 

voltage range is 0.95 to 1.05 per unit for normal system operation and 0.92 to 1.10 per 

unit for single contingency outages. 

The Scenario 2 power flow cases show that the system can serve up to lOOMW of load 

under normal system operation and for the single contingency outages and remain within 

the planning criteria voltage levels. 

With 25Mvar of capacitance at Valencia and Sonoita substations the 115kV system can 

serve up to lOOMW of Santa Cruz District Load for the worst case single contingency 

outage (Gateway Substation to Valencia Substation line out) and be within the planning 

criteria minimum voltage of 0.920 per unit. 

Action Plan 

The following is a recommended action plan which is in addition to the construction of 

the Gateway Substation to Valencia Substation 115kV line. 

0 Budget for and install a combination of 25Mvar of switched capacitors on the 

115kV bus at Valencia and Sonoita substations before the summer of 2003. Limit 

the size of each switched bank to less than lOMvar and provide for both automatic 

voltage control and manual control by dispatcher using the SCADA system. 
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Adding 25Mvar of capacitor banks to the 115kV system will allow 65-7OMW of 

load to be served within the planning criteria minimum voltage level of 0.950 per 

unit (all lines in-service). 

0 Budget for and install a combination of an additional 25Mvar of switched 

capacitors on the 115 kV bus at Valencia and Sonoita substations once the Santa 

Cruz District Load reaches 70MW. Limit the size of each switched bank to less 

than IOMvar and provide for both automatic voltage control and manual control 

by dispatcher using the SCADA system. A total of 50Mvar of capacitor banks on 

the 115kV system will allow 1 O O M W  of load to be served within the planning 

criteria minimum voltage level of 0.920 per unit (single contingency outage). The 

worst case single contingency outage is the Gateway Substation to Valencia 

Substation 115kV line. 
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SYSTEM ANALYSIS 

The Heavy Summer 2003 (2003 HS3-SA) Western Systems Coordinating Council 

(WSCC) power flow database was provided by Citizens. This is the base case developed 

and used in Phase 11 of the Central Arizona Transmission Study. This database included 

TEP’s proposed 345kV transmission line from South Substation to Gateway Substation, 

the 345-1 15kV Gateway Substation, and Citizens’ new 115kV line from Gateway 

Substation to Valencia Substation. 

This database was modified to divide the 8.4-mile long 115kV transmission line from 

Sonoita Substation to Valencia Substation into two sections: The first section is 3.6-miles 

long with 559.5 AAAC conductor from Sonoita Substation to where the conductor 

changes to 4/0 ACSR. The second section is 4.8-miles long with 4/0 ACSR from the 

conductor change to Valencia Substation. 

: *  

The 115-13.2kV transformers at Kantor, Canez, Sonoita, and Valencia substations were 

added to the model using their nameplate impedances. The Santa Cruz District load was 

added at 13.2kV at a power factor of 0.98 lagging. This loading is based on peak loads at 

Nogales Switchyard on June 14 and 18,2002. 

Planning Criteria 

The following planning criteria were used in the power flow analysis. 

With a radial transmission line the acceptable voltage range for planning purposes 

is 0.95 to 1.05 per unit with the system intact. At 115kV this is approximately 

109kV to 121kV. 

With two or more sources and a looped transmission system serving the load area 

the acceptable voltage range for planning purposes is 0.92 to 1.10 per unit with a 

critical element out (single contingency outage). At 115kV this is approximately 

106kV to 126kV. 

e 
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Maximum line loading is 100% of the conductor’s thermal ampacity rating. 

Maximum transformer loading is 100% of its highest nameplate rating. 

Maximum step-voltage change with the addition or removal of capacitor banks is 

5%. 

Kantor 

Canez 

Sonoita #1 
Sonoita #2 
Valencia #1 
Valencia #2 

Substation Transformers and ll5kV Transmission Lines 

115-13.2kV 10/12.5MVA 8.70 
8.70 

115-13.2kV 10/12 T W A  (modeled same a q  

Kantor) 
115-13.2kV 12/16/20MVA 7.26 
115-13.2kV 1 2/ 1 6/20MVA 7.35 
115-13.2kV 12/16/20MVA 7.28 
115-13.2kV 12/16/20MYA 7.24 

Tables 1 and 2 provide a summary of the substation transformers and the 115kV 

transmission lines that were examined. 

TABLE 1 - SUBSTATION TRANSFORMERS 

I 1 Impedance %Z Transformer I Voltage(kV) 1 MVA Rating 

HLY 23-366 (6/28/02) 120921-01 8 
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Length Conductor Structure 1 (miles) 1 Type 1 Type 
Line Section 

TABLE 2 -115kV TRANSMISSION LINES 

Ampacity 
Rating 

I I I 1 Thermal 

Del Bac Substation to 
Nogales Switchyard 
Adams Substation to 
Nogales Switchvard 

... 

... 

(amperes) 

603* 

... ... 803" 

... ... 

v , 
Nogales Switchyard - 

Kantor Substation 
Kantor Substation to 

Canez Substation 

559.5 Steel Pole 663"" 

559S H-Frame 663"" 

27*7 AAAC 

13S AAAC 
Canez Substation to 
Sonoita Substation 

Sonoita Substation to 
Conductor Change 

H-Frame 663** 559.5 

559S H-Frame 663** 

3.3 AAAC 

- , 3*6 AAAC 

Therma 
Rating 

at 
115kV 
W A )  

120 

160 

132 

132 

132 

. 132 

'' 68' 

I ,  

- 
Conductor Change to 
Valencia Substation 

Gateway Substation to 
Valencia Substation 132 

4.8 4/0ACSR H-Frame 340" ** ' 

3S AAAC 559*5 Steel Pole 663** 

Notes: 
* Thermal ampacity ratings for the Del Bac Substation to Nogales Switchyard and 

Adams Substation to Nogales Switchyard were obtained from the WSCC database. 

** The thermal ampacity rating for the 559.5 AAAC conductor is from the Southwire 

Handbook. 

*** The thermal ampacity rating for the 410 ACSR conductor is from the Westinghouse 

Transmission and Distribution Reference book. 
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Power Flow Cases 

Power flow cases were run for the normal system (all lines in-service) and with single 

contingency outages (one transmission line segment out-of-service) after the Gateway 

Substation to Valencia Substation 115kV line is in-service. 

The base case power flows were run using the Heavy Summer 2003 database. The initial 

Santa Cruz District peak load was considered to be about 57MW. To increase load to 

intermediate levels and to the peak load of lOOMW a growth factor was applied to the 

Santa Cruz District loads and the power flow cases were run to examine the system 

voltages and loadings. 

Computer Model Verification Cases 

Two power flow cases were run to verify the computer model. These cases represented 

the existing system without the Gateway Substation to Valencia Substation 115kV line 

in-service. These cases examined the system during peak loading on June 14 and 18, 

2002. 

Case 00 

Peak load at Nogales Switchyard on June 14, 2002 was 50.9Mw. Citizens SCADA 

system showed the 115kV voltage at Valencia Substation at 102 to 104kV. The 

computer model calculated the voltage to be 104kV (0.905 per unit). 

Case OOA 

Peak load at Nogales Switchyard on June 18, 2002 was 57.3MW. Citizens SCADA 

system showed the 115kV voltage at Valencia Substation at 99 to 102kV. The computer 

model calculated the voltage to be 102kV (0.889 per unit). 
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These cases verify that the calculated voltage from the computer model matches the 

actual voltage recorded by the SCADA system for 115kV voltages at Valencia 

Substation. 

The 115kV voltage levels at Valencia Substation are below the minimum planning 

criteria of 109kV (0.95 per unit). Citizens is able to maintain adequate voltage at the 

13.2kV bus of the distribution substations by using the 115-13.2kV transformers de- 

energized taps (+/- 5%) and 13.2kV voltage regulators (+/- 10%). However, this is not 

considered acceptable for planning purposes and system improvements need to be made 

to serve existing and future loads. 

HLY 23-366 (6/28/02) 120921-01 11 



POWER FLOW SCENARIOS 

Two scenarios were examined with the power flow cases: 

Scenario 1 - Existing System without the Gateway Substation to Valencia 

Substation 115kV Line. 

Scenario 2 - Existing System with the addition of the Gateway Substation and 

Gateway to Valencia Substation 115kV Line. 

0 

SCENARIO 1 
Existing System without the Gateway Substation to Valencia Substation ll5kV Line 

Case S1-CO1 

The Santa C r u ~  Distr ict T.oud :It Nogales Switchyard is about 6OMW. The 60MW load is 

a 5% increase over the June 18, 2002 peak load of 57MW. The 115kV voltage at 

Valencia Substation is 100.2kV (0.871 per unit). The Santa Cruz District losses are 

9.21MW or about 15%. 

The Nogales Switchyard to Kantor Substation and the 4/0 ACSR line into Valencia 

Substation are the heaviest loaded 115kV Iines at about 50% of their thermal capacity 

ratings. 

Case S1-CO1 shows that at 60MW of load the 13.2kV voltage at Sonoita and Valencia 

substations can no longer be maintained with the use of the transformer de-energized taps 

and voltage regulators. Additional voltage support will need to be provided by running 

one or more of the Valencia Plant generators. 

Case S1-CO2 

This is Case S1-CO1 with the 4/0 ACSR conductor into Valencia Substation re- 

conductored with 559.5 AAAC. The Santa Cruz District Load at Nogales Switchyard is 
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60MW. The 115kV voltage at Valencia Substation is 100.9kV (0.878 per unit). The 

Santa Cruz District losses are 9.01MW or about 15%. 

The Nogales Switchyard to Kantor Substation line is the heaviest loaded 115kV line at 

about 50% of its thermal capacity ratings. The re-conductored line into Valencia 

Substation is about 25% loaded. 

Case S1-C02 shows that re-conductoring the 4/0 ACSR line into Valencia Substation 

improves the voltage from 0.871 to 0.878 per unit (about a 1% increase) and improves 

losses from 9.21 to 9.01MW (about 0.33% reduction). 

Re-conductoring the 4/0 ACSR line into Valencia Substation with 559.5 AAAC does not 

make a significant improvement on system voltage levels. 

Case S1-C03 

This is Case S1-CO1 with a 25Mvar capacitor bank added at Valencia Substation. The 

Santa Cruz District Load at Nogales Switchyard is 60MW. The 115kV voltage at 

Valencia Substation is 115.4kV (1.003 per unit). The Santa Cruz District losses are 

8.49MW or about 14%. 

The Nogales Switchyard to Kantor Substation line is loaded to about 45% of its thermal 

capacity rating. The 4/0 ACSR line into Valencia Substation is the heaviest loaded 

115kV line at about 50% of its thermal capacity rating. 

Case S1-C03 shows that adding the 25Mvar of capacitance at Valencia Substation 

improves the 115kV voltage to acceptable levels for 60MW of Santa Cruz District load. 

The voltage increase at Valencia Substation with the addition of the 25Mvar of 

capacitance is about 15%. A maximum voltage change of 5% is the planning criteria for 

the addition or removal of capacitor banks. Adding 25Mvar of capacitance would require 

the banks to be switched in Mvar blocks that do not change the voltage by more than 5%. 
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Case Sl-CO3A 

This is Case S1-CO1 with a 10Mvar capacitor bank added at Valencia Substation. The 

Santa Cruz District Load at Nogales Switchyard is 60MW. The 115kV voltage at 

Valencia Substation is 106.0kV (0.921 per unit). The Santa Cruz District losses are 

8.69MW or about 14%. 

The Nogales Switchyard to Kantor Substation line and the 4/0 ACSR line into Valencia 

Substation are loaded to about 45% of their thermal capacity ratings. 

Case Sl-CO3A shows that adding lOMvar of capacitance at Valencia Substation 

improves the 115kV voltage about 5.8%. The planning criteria is for a maximum voltage 

change with the addition or removal of capacitor banks of 5%. Adding capacitance will 

require the banks to be switched in less than lOMvar blocks in order to keep the voltaEe ' %  " 

change to 5% or less. 

Case Sl-CO3B 

This is Case S1-CO1 with a 15Mvar capacitor bank added at Valencia Substation. The 

Santa Cruz District Load at Nogales Switchyard is 60MW. The 115kV voltage at 

Valencia Substation is 109.OkV (0.948 per unit). The Santa Cruz District losses are 

8.54MW or about 14%. 

The Nogales Switchyard to Kantor Substation line and the 4/0 ACSR line into Valencia 

Substation are loaded to about 45% of their thermal capacity ratings. 

Case Sl-CO3B shows that adding 15Mvar of capacitance at Valencia Substation 

improves the 115kV voltage about 2.8% from Case SI-C03A (with 10Mvar of 

capacitance). The planning criteria is for a maximum voltage change with the addition or 

removal of capacitor banks of 5%. Adding capacitance in blocks of 5Mvar will keep the 

voltage change to less than 5%. 
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Case S1-CO3C 

1 

1 

This is Case S1-CO1 with a 20Mvar capacitor bank added at Valencia Substation. The 

Santa Cruz District Load at Nogales Switchyard is 60MW. The 115kV voltage at 

Valencia Substation is 112.lkV (0.975 per unit). The Santa Cruz District losses are 

8.47MW or about 14%. 

The Nogales Switchyard to Kantor Substation line and the 410 ACSR line into Valencia 

Substation are loaded to about 45% of their thermal capacity ratings. 

Case S1-CO3C shows that adding the 20Mvar of capacitance at Valencia Substation 

improves the 115kV voltage about 2.8% from Case Sl-CO3B (with 15Mvar of 

capacitance). The planning criteria is for a maximum voltage change with the addition or 

3 .removal of capacitor banks of 5%. Adding capacitance in blocks of SMvar- will keep the 

voltage change to less than 5%. 

Case S1-C03, the addition of 25Mvar at Valencia Substation, shows that the 5Mvar 

increase from Case S1-CO3C improves the 115kV voltage about 2.8%. 

Case S1-CO4 
\ 

This is Case S1-C03 (with 25Mvar of capacitance at Valencia Substation) with the 410 

ACSR conductor into Valencia Substation re-conductored with 559.5 AAAC. The Santa 

Cruz District Load at Nogales Switchyard is 60MW. The 115kV voltage at Valencia 

Substation is 115.9kV (1.008 per unit). The Santa Cruz District losses are 8.33MW or 

about 14%. 

The Nogales Switchyard to Kantor Substation line is the heaviest loaded 115kV line at 

about 45% of its thermal capacity rating. The re-conductored line into Valencia 

Substation is about 25% loaded. 
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Case S1-C04 shows that re-conductoring the 4/0 ACSR line into Valencia Substation 

improves the voltage from 1.003 to 1.008 per unit (about a 0.5% increase) and improves 

losses from 8.49 to 8.33MW (about 0.27% reduction). 

Re-conductoring the 4/0 ACSR line into Valencia Substation with 559.5 AAAC does not 

make a significant improvement on system voltage levels. 

Case S1-C05 

This is Case S1-CO1 with a 25Mvar capacitor bank added at Valencia Substation and the 

Santa Cruz District Load at Nogales Switchyard increased to 80MW. The 115kV voltage 

at Valencia Substation is 104.OkV (0.904 per unit). The Santa Cruz District losses are 

11.20MW or about 14%. 

The Nogales Switchyard to Kantor Srihtntion and the 4/0 ACSR i n t o  Valencia 

Substation 115kV lines are loaded to about 60% of their thermal capacity ratings. The 

transformers at Valencia Substation are close to 100% loaded. Construction of a new 

115-13.2kV substation near Gateway Substation will be used to relieve loading on the 

Valencia Substation transformers. 

Case S1-C05 shows that adding the 25Mvar of capacitance at Valencia Substation 

improves the 115kV voltage but at 80MW of load these voltage levels are below the 0.95 

per unit planning criteria. The 13.2kV voltage levels can be maintained for up to 80MW 

of Santa Cruz District Load with the use of de-energized transformer taps and voltage 

regulators. 

Case S1-C06 

This is Case S1-CO1 with 25Mvar capacitor banks added at Valencia and Sonoita 

substations and the Santa Cruz District Load at Nogales Switchyard increased to 80MW. 

The 115kV voltage at Valencia Substation is 122.3kV (1.064 per unit). The Santa Cruz 

District losses are 11.OOMW or about 14%. 
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The Nogales Switchyard to Kantor Substation and the 410 ACSR into Valencia 

Substation 115kV lines are loaded to about 60% of their thermal capacity ratings. The 

transformers at Valencia Substation are close to 100% loaded. Construction of a new 

115-13.2kV substation near Gateway Substation will be used to relieve loading on the 

Valencia Substation transformers. 

Case S1-C06 shows that adding 25Mvar of capacitance at Valencia and Sonoita 

substations improves the 115kV voltage but at 80MW of load these voltage levels are 

above the 1.05 per unit planning criteria. The voltage increase with the addition of 

25Mvar of capacitance at Sonoita Substation is about 18%. A maximum voltage change 

of 5% is the planning criteria for the addition or removal of capacitor banks. Adding 

25Mvar of capacitance would require the banks to be switched in Mvar blocks that do not 

change the voltage by more than 5%. 

Case S1-C07 

This is Case S1-CO1 with 25Mvar capacitor banks added at Valencia and Sonoita 

substations and the Santa Cruz District Load at Nogales Switchyard increased to 95MW. 

The 115kV voltage at Valencia Substation is 109.2kV (0.950 per unit). The Santa Cruz 

District losses are 13.34MW or about 14%. 

The Nogales Switchyard to Kantor Substation and the 4/0 ACSR into Valencia 

Substation 115kV lines are loaded to about 70% of their thermal capacity ratings. The 

transformers at Valencia Substation are loaded greater than 100%. Construction of a new 

115-13.2kV substation near Gateway Substation will be used to relieve loading on the 

Valencia Substation transformers. 

Case S1-C07 shows that adding 25Mvar of capacitance at Valencia and Sonoita 

substations allows up to 95MW to be served within the planning criteria minimum 

voltage of 0.950 per unit. 
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Case S1-COS 

This is Case S1-C03 with a 25Mvar capacitor bank added at Valencia Substation with the 

Santa Cruz District Load at Nogales Switchyard is increased until a 0.950 per unit 

voltage is reached at one of the 115kV buses at Kantor, Canez, Sonoita, or Valencia 

substations. This voltage minimum was reached at about 71MW. The 115kV voltage at 

Valencia Substation is 109.2kV (0.950 per unit). The Santa Cruz District losses are 

9.89MW or about 14%. I 

1 
1 
I 
I 

The Nogales Switchyard to Kantor Substation line and the 4/0 ACSR line into Valencia 

Substation are loaded to about 55% of their thermal capacity ratings. 

Case S 1-C08 shows that adding the 25Mvar of capacitance at Valencia Substation allows 

up to 71MW to be served within the planning criteria minimum voltage of 0.950 per unit. 

Case S1-C09 

This is Case SI-COl with a 25Mvar capacitor bank added at Sonoita Substation. The 

Santa Cruz District Load at Nogales Switchyard is 60MW. The 115kV voltage at 

Valencia Substation is 113.8kV (0.990 per unit). The Santa Cruz District losses are 

8.43MW or about 14%. 

The Nogales Switchyard to Kantor Substation line and the 4/0 ACSR line into Valencia 

Substation are loaded to about 45% of their thermal capacity ratings. 

Case SI-CO9 shows that adding 25Mvar of capacitance at Sonoita Substation improves 

the 115kV voltage to acceptable levels for 60MW of Santa Cruz District Load. However, 

the voltage increase at Sonoita and Valencia substations is about 13%. A maximum 

voltage change of 5% is the planning criteria for the addition or removal of capacitor 

banks. Adding 25Mvar of capacitance would require the banks to be switched in Mvar 

blocks that do not change the voltage by more than 5%. 
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Case Sl-CO9A 

This is Case S1-CO1 with a lOMvar capacitor bank added at Sonoita Substation. The 

Santa Cruz District Load at Nogales Switchyard is 60Mw. The 115kV voltage at 

Valencia Substation is 105.4kV (0.917 per unit). The Santa Cruz District losses are 

8.72MW or about 14%. 

The Nogales Switchyard to Kantor Substation line and the 4/0 ACSR line into Valencia 

Substation are loaded to about 45% of their thermal capacity ratings. 

Case Sl-CO9A shows that adding lOMvar of capacitance at Sonoita Substation improves 

the 115kV voltage about 5.0%. The planning criteria is for a maximum voltage change 

with the addition or removal of capacitor banks of 5%. Adding capacitance will require 

the banks to be switched in lOMvar or less blocks in order to keep the voltage change to 

5% or less. 

Case Sl-CO9B 

This is Case S1-CO1 with a 15Mvar capacitor bank added at Sonoita Substation. The 

Santa Cruz District Load at Nogales Switchyard is 60MW. The 115kV voltage at 

Valencia Substation is 108.lkV (0.940 per unit). The Santa Cruz District losses are 

8.56MW or about 14%. 

The Nogales Switchyard to Kantor Substation line and the 410 ACSR line into Valencia 

Substation are loaded to about 45% of their thermal capacity ratings. 

Case SI-C09B shows that adding 15Mvar of capacitance at Sonoita Substation improves 

the 115kV voltage about 2.5% from Case Sl-CO9A (with 10Mvar of capacitance). The 

planning criteria is for a maximum voltage change with the addition or removal of 

capacitor banks of 5%. Adding capacitance in blocks of 5Mvar will keep the voltage 

change to less than 5%. 
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Case S1-CO9C 

U 
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This is Case S1-CO1 with a 20Mvar capacitor bank added at Sonoita Substation. The 

Santa Cruz District Load at Nogales Switchyard is 60MW. The 115kV voltage at 

Valencia Substation is 110.9kV (0.965 per unit). The Santa Cruz District losses are 

8.46MW or about 14%. 

The Nogales Switchyard to Kantor Substation line and the 4/0 ACSR line into Valencia 

Substation are loaded to about 45% of their thermal capacity ratings. 

Case S1-CO9C shows that adding 20Mvar of capacitance at Sonoita Substation improves 

the 115kV voltage about 2.5% from Case Sl-CO9B (with 15Mvar of capacitance). The 

planning criteria is for a maximum voltage change with the addition or removal of 

capacitor banks of 5%. Adding capacitance in blocks of 5Mvar will keep the voltage 

change to less than 5%. 

Case SI-CO9, the addition of 25Mvar at Sonoita Substation, shows that the 5Mvar 

increase from Case S1-CO9C improves the 115kV voltage about 2.6%. 

Case S1-ClO 

This is Case S1-CO9 with a 25Mvar capacitor bank added at Sonoita Substation with the 

Santa Cruz District Load at Nogales Switchyard is increased until a 0.950 per unit 

voltage is reached at one of the 115kV buses at Kantor, Canez, Sonoita, or Valencia 

substations. This voltage minimum was reached at about 68MW. The 115kV voltage at 

Valencia Substation is 109.3kV (0.950 per unit). The Santa Cruz District losses are 

9.50MW or about 14%. 

The Nogales Switchyard to Kantor Substation line and the 4/0 ACSR line into Valencia 

Substation are loaded to about 50% of their thermal capacity ratings. 
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Case S1-ClO shows that adding the 25Mvar of capacitance at Sonoita Substation allows 

up to 68MW to be served within the minimum voltage criteria of 0.950 per unit. 

Case S1-C11 

This is Case S1-CO1 with a 25Mvar capacitor bank added at Sonoita Substation and the 

Santa Cruz District Load at Nogales Switchyard increased to 8OMW. The 115kV voltage 

at Valencia Substation is 102.5kV (0.892 per unit). The Santa Cruz District losses are 

11.26MW or about 14%. 

The Nogales Switchyard to Kantor Substation and the 410 ACSR into Valencia 

Substation 115kV lines are loaded to about 60% of their thermal capacity ratings. The 

transformers at Valencia Substation are about 100% loaded. Construction of a new 115- 

13.2kV substation near Gateway Substation will be used to relieve loading on the 

Valencia Substation transformers. 

Case SI-C11 shows that addmg 25Mvar of capacitance at Sonoita Substation improves 

the 115kV voltage but at 80MW of load these voltage levels are below the 0.95 per unit 

planning criteria. The 13.2kV voltage levels can be maintained for up to 80MW of Santa 

Cruz District load with the use of de-energized transformer taps and voltage regulators. 

Scenario 1 Summary 

Existing System without the Gateway Substation to Valencia Substation 115kV Line 

Scenario 1 power flow cases show that low voltage levels occur prior to the 115kV 

transmission lines becoming overloaded. Under normal system operation (all lines in- 

service) the thermal capacity ratings of the lines are capable of serving Santa Cruz 

District loads up to the l O O M W  examined. Transmission system voltage levels are below 

the planning criteria of 0.95 per unit with the existing load of 57MW. 

The single contingency outages for Scenario 1 (the existing system) were examined by an 

overview of the 115kV system. The worst case outage is the Nogales Switchyard to 
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Kantor Substation 115kV line. This outage would disconnect the Santa Cruz District 

115kV system from the transmission system grid. Loss of the Nogales Switchyard to 

Kantor Substation line would require Citizens to serve load from the generators at the 

Valencia Plant. These generators are not capable of serving Citizens’ entire load during 

peak periods. A loss of the other line sections (Kantor Substation to Canez Substation, 

Canez Substation to Sonoita Substation, or Sonoita Substation to Valencia Substation) 

would disconnect the load downline from the outage from the transmission grid. 

The Scenario 1 power flow cases show that with 60Mw of Santa Cruz District Load the 

13.2kV distribution system voltage can not be maintained with only the use of substation 

transformer de-energized taps (+I- 5%) and 13.2kV voltage regulators of (+I- 10%). 

The 115kV line from Gateway Substation to Valencia Substation is being designed, 

however, this line is not expected to be in-service for serving the sumrner 2003 loads. 

Scenario 1 cases examined system improverhetlts that can be made prior to the 

energization of the Gateway-Valencia 115kV line. The improvements studied included 

re-conductoring the 4/0 ACSR line into Valencia Substation and adding capacitors at the 

Valencia or Sonoita substations. 

The power flow cases indicate that re-conductoring the 4/0 ACSR line into Valencia 

Substation does not make a significant improvement on system voltage levels. 

Capacitor banks at either Valencia or Sonoita substations will improve system voltages. 

Adding 25Mvar of capacitance at either Valencia or Sonoita will allow 65-7OMW of load 

to be served within the planning criteria minimum voltage level of 0.950 per unit. 

The power flow cases show that the addition of capacitance at Valencia or Sonoita needs 

to be brought on-line in blocks of lOMvar or less to keep the voltage from rising more 

than 5%. The planning criteria maximum voltage change with the addition or removal of 

capacitor banks is 5%. 
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The Valencia Substation transformers start to become overloaded with about 80MW of 

Santa Cruz District load. Construction of a new 115-13.2kV substation near Gateway 

Substation will be used to relieve loading on the Valencia Substation transformers when 

this load level is reached. 
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115kV Line 
TABLE 3 - SCENARIO 1 

Description 
Santa Cruz District 
Load 

60MW Load 

60MW Load 
4/0 ACSR re- 
conductored with 
559.5 AAAC 
60MW Load 
25Mvar added at 
Valencia at 115kV 

Exis ti 
Case 

s1- 
COl 

s1- 
c02 

s1- 
C03 

s1- 
C03A 

s1- 
C03B 

s1- 
C03C 

SI- 
C04 

s1- 
C05 

s 1- 
C06 

Lowest 115kV 
Voltage 
(LocationNoltage) 

Valencia Substation 
100.2kV (0.871 pu) 

Valencia Substation 
100.9kV (0.878 pu) 

Sonoita Substation 
115.2kV (1.002 pu) 

60MW Load 
lOMvar added at 
Valenciii a t  115kV 

5.8% 
60MW Load 
15Mvar added at 
Valencia at 115kV 
Increases voltage 

Increases voltage 

Valencia Substation 
106.0kV (0.921 pu) 

, :: 

Valencia Substation 
109.OkV (0.948 pu) 

2.8% from 1OMvar 
60MW Load Valencia Substation 
20Mvar added at 
Valencia at 115kV 
Increases voltage 
2.8% from 15Mvar 
60MW Load 
410 ACSR re- 
conduc tored with 

25Mvar added at 
559.5AAAC - 

112.lkV (0.975 pu) 

Sonoita Substation 
11 5.4kV ( 1.004 pu) 

Valencia at 115kV 
80MW Load 

HLY 23-366 (6/28/02) 120921-01 24 

Valencia Substation 

Heaviest Loaded 
115kV Line 
(LineLoading) 

25Mvar added at 
Valencia at 115kV 
80MW Load 
25Mvar added at 
Valencia and Sonoita 
at 115kV 

4/0 ACSR into 
Valencia Sub. 
50% Loaded 
Nogales 
S witchyard-Kantor 
Substation 
50% Loaded 

104.0kV (0.904 pu) 

Kantor Substation 
120.5kV (1.048 pu) 

4/0 ACSR into 
Valencia Sub. 
50% Loaded 
Nogales 
Switchy ard-Kantor 
Substation 
45% Loaded 

Nogales 
Switch yard-Kantor 
Substatiion 
45% Loaded 

4/0 ACSR line into 
Valencia Sub. 
45% Loaded 

Nogales 
Swi tchy ard-Kantor 
Substation 
45% Loaded 

4/0 ACSR into 
Valencia Sub. 
60% Loaded 
Nogales 
switch yard-Kantor 
Substation 
60% Loaded 

Santa 
Cruz 
District 
Losses 
9.21MW 

9.01MW 

8.49MW 

8.69MW 

8.54MW 

8.47MW 

8.33MW 

1 1.20Mw 

1 1 .ooMw 



Case 

2.5% from lOMvar I 

60MW Load ~ 

s1- 
C07 

Sl-  
C08 

Sl-  
cog 

s1- 
C09A 

Valencia Substation 
108.lkV (0.940 pu) 

S l -  
C09B 

51- 
309c 

$1- 
:lo 

Heaviest Loaded 
115kV Line 
(LineLoading) 

Nogales 
switch yard-Kantor 
Substation 
70% Loaded 
410 ACSR line into 
Valencia Sub. 
55% Loaded 

Nogales 
S witch yard-Kantor 
Substation 
45% Loaded 
410 ACSR line into 
Valencia Sub. 
50% Loaded 

U O  ACSR line into 
Valencia Sub. 
45% Loaded 

1./0 ACSR line into 
Valencia Sub. 
15% Loaded 

C/O ACSR line into 
Jalencia Sub. 
5% Loaded 

MO ACSR line into 
Jalencia Sub. 
15% Loaded 

;l- 
:11 

Santa 
Cruz 
District 
Losses 
13.34MW 

9.89MW 

8.43MW 

8.72MW 

8.56MW 

8.46MW 

9.50MW 

11.26MW 

Description 
Santa Cruz District 
Load 

[ncreases voltage 
2.5% from 15Mvar 
58MW Load 
15Mvar added at 
Sonoita at 115kV 
Load added until 
roltage is 0.95 pu 
3 O M W  Load 
!5Mvar added at 
Sonoita at 115kV 

95MW Load 
25Mvar added at 
Valencia and Sonoita 

Valencia Substation 
109.3kV (0.950 pu) 

Valencia Substation 
102.5kV (0.892 pu) 

at 115kV 
71MW Load 
25Mvar added at 
Valencia at 115kV 
Load added until 
voltage is 0.95 pu 
60MW Load 
25Mvar added at 
Sonoita at 115kV 

60MX Load 
lOMvar added at 
Sonoita 
hcrewses voltaoe 5% 
60MW Load 
15Mvar added at 
S onoi ta 
Increases voltage 

2OMvar added at 
Sonoita 

Lowest 115kV 
Voltage 
(LocationNoltage) 

Valencia Substation 
109.2kV (0.950 pu) 

Valencia Substation 
109.2kV (0.950 pu) 

Valencia Substation 
113.8kV (0.990 pu) 

Valencia Substation 
105.4kV (0.917 pu) 

Valencia Substation 
L 10.9kV (0.965 pu) 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
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SCENARIO 2 

Existing System with the addition of the Gateway Substation and Gateway to 

Valencia Substation 115kV Line 

Case S2-CO1 - All Lines In-Service 

The Santa Cruz District Load is 60MW. The 60MW load is about a 5% increase over the 

June 18, 2002 peak load of 57MW. The ll5kV voltage at Valencia Substation is 

115.7kV (1.006 per unit). The Santa Cruz District losses are 6.89MW or about 11%. 

The Nogales Switchyard to Kantor Substation is the heaviest loaded 115kV line at about 

30% of its thermal capacity rating. 

Case S2-CO1 shows that the 115kV system can serve up to 60MW of Santa Cruz,District 

Load without overloading lines and maintaining 115kV voltage levels with the addition 

of the new line Gateway Substation to Valencia Substation. 

Case S2-CO1A - Outage NogaIes Switchyard to Kantor Substation Line 

Case S2-CO1 with an outage of the Nogales Switchyard to Kantor Substation line. The 

Santa Cruz District load is 60MW. The voltage at Valencia Substation is 115.5kV (1.004 

per unit) and the voltage at Kantor Substation is 113.9kV (0.990 per unit). 

The heaviest loaded lines are the Gateway Substation to Valencia Substation and the 4/0 

ACSR line into Valencia Substation at about 45% of their thermal capacity ratings. 

Case SZCOlA shows that the system with the addition of the Gateway Substation to 

Valencia Substation line can adequately serve up to 60MW of Santa Cruz District load 

with an outage of the Nogales Switchyard to Kantor Substation 115kV line. 
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Case S2-CO1B - Outage Gateway Substation to Valencia Substation Line 

, 

1 Case S2-CO1 with an outage of the Gateway Substation to Valencia Substation 115kV 

line. The Santa Cruz District load is 60MW. This case is the same as Scenario 1, Case 

01 (Sl-C01). 

I 
I 

Case S2-CO1B shows that the system can not adequately maintain voltage with an outage 

of the Gateway Substation to Valencia Substation 115kV line. As shown with the 

Scenario 1 cases adding capacitor banks at Valencia or Sonoita substations will improve 

the voltage. 

Case S2-CO1C - Outage 410 ACSR Line into Valencia Substation 

Case S2-CO1 with an outage of the 410 ACSR line into Valencia Substation. The Santa 

Cruz District load is 60hW. The voltage at Valencia Substation is llG.lkV~(1.010 per 

t) and the voltage at Sonoita Substation is 113.0kV (0.982 per unit). 

The heaviest loaded lines are the Gateway Substation to Valencia Substation and the 

Nogales Switchyard to Kantor Substation at about 22% of their thermal capacity ratings. 

Case S2-COlC shows that the system with the addition of the Gateway Substation to 

Valencia Substation line can adequately serve up to 60MW of Santa Cruz District load 

with an outage of the 4/0 ACSR line into Valencia Substation. 

Case S2-CO2 - All Lines In-Service 

The Santa Cruz District Load is 1OOMW. The 115kV voltage at Valencia Substation is 

115.4kV (1.003 per unit). The 115kV voltage at Sonoita Substation is 114.3kV (0.994 

per unit). The Santa Cruz District losses are 8.38MW or about 8%. 

The Nogales Switchyard to Kantor Substation and Gateway Substation to Valencia 

Substation are the heaviest loaded 115kV lines at about 45% of their thermal capacity 
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ratings. The transformers at Valencia Substation are loaded greater than 100%. 

Construction of a new 115-13.2kV substation near Gateway Substation will be used to 

relieve loading on the Valencia Substation transformers. 

Case S2-C02 shows that the 115kV system can serve up to lOOMW of Santa Cruz 

District Load without overloading transmission lines and can maintain adequate voltage 

levels with the addition of the new line Gateway Substation to Valencia Substation. 

Case S2-CO2A - Outage Nogales Switchyard to Kantor Substation Line 

Case S2-C02 with an outage of the Nogales Switchyard to Kantor Substation line. The 

Santa Cruz District load is 1OOMW. The voltage at Valencia Substation is 114.7kV 

(0.997 per unit) and the voltage at Kantor Substation is 111.5kV (0.970 per unit). 

The heaviest loaded lines arc the Gateway Substation to Valencia Substation and the 4/0 

ACSR line into Valencia Substation" at about 80% of their thermal capacity ratings. 

Case S2-CO2A shows that the system with the addition of the Gateway Substation to 

Valencia Substation line can adequately serve up to l O O M w  of Santa Cruz District load 

with an outage of the Nogales Switchyard to Kantor Substation 115kV line. 

Case S2-CO2B - Outage 410 ACSR Line into Valencia Substation 

Case S2-C02 with an outage of the 4/0 ACSR line into Valencia Substation. The Santa 

Cruz District load is 1 O O M W .  The voltage at Valencia Substation is 116.4kV (1.012 per 

unit) and the voltage at Sonoita Substation is 105.7kV (0.919 per unit). 

The heaviest loaded lines are the Gateway Substation to Valencia Substation and the 

Nogales Switch yard to Kantor Substation at about 40% of their thermal capacity ratings. 

Case S2-CO2B shows that the system with the addition of the Gateway Substation to 

Valencia Substation line can adequately serve up to l O O M W  of Santa Cruz District load 
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with an outage of the 410 ACSR line into Valencia Substation. The 115kV voltage at 

Sonoita Substation is at the planning criteria minimum of 0.92 per unit. 

Case S2-C03 - All Lines In-Service 

This is Case S2-C02 with the Santa Cruz District Load increased until a 0.950 per unit 

voltage is reached at one of the 115kV buses at Kantor, Canez, Sonoita, or Valencia 

substations. This voltage minimum was reached at about 160MW. The 115kV voltage at 

Sonoita Substation is 109.4kV (0.951 per unit). The Santa Cruz District losses are 

1 1.75MW or about 7%. 

The Gateway Substation to Valencia Substation line is loaded to about 85% of its thermal 

capacity rating. At about 80MW the Valencia Substation transformers start to become 

overloaded and at 160MW all the substation transformers are overloaded. Construction 

of a new 115-13.2kV subs ay Substation will he used t o  relieve loading 

on the overloaded transformers. 

Case S2-C03 shows that with the second 115kV line from Gateway Substation to 

Valencia Substation that about 160MW can be served within the planning criteria 

minimum voltage of 0.950. This is under normal operating conditions without any 

system outages. 

Case S2-CO3A - Outage Nogales Switchyard to Kantor Substation Line 

Case S2-C02 with an outage of the Nogales Switchyard to Kantor Substation line and the 

Santa Cruz District load increased until a 0.920 per unit voltage is reached at one of the 

115kV buses at Kantor, Canez, Sonoita, or Valencia substations. The 0.920 per unit 

voltage is the planning criteria voltage with a single contingency outage. This voltage 

minimum is reached at about 138MW. The voltage at Kantor Substation is 105.8kV 

(0.920 per unit). 

I 
I 
I 
I 
I 
I 
I 
I 
1 
I 
I 
I 
I 
I 
1 
I 
I 
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The heaviest loaded lines are the Gateway Substation to Valencia Substation and the 4/0 

ACSR line into Valencia Substation at about 115% of their thermal capacity ratings. At 

about 80MW the Valencia Substation transformers start to become overloaded and at 

138MW all the substation transformers are overloaded. Construction of a new 115- 

13.2kV substation near Gateway Substation will be used to relieve loading on the 

overloaded transformers. 

Case S2-CO3A shows that the system with the addition of the Gateway Substation to 

Valencia Substation line can adequately serve up to 138MW of Santa Cruz District load 

with an outage of the Nogales Switchyard to Kantor Substation 115kV line. The 

Gateway Substation to Valencia Substation and the 4/0 ACSR line into Valencia 

Substation become overloaded and substation transformers are overloaded. 

Case S2-CO3A1- Outage Nogdes Switchyard to Kantor Substation Line 

Case S2-CO3A with the’ loads reduced until the Gateway Substation to Valencia 

Substation and the 4/0 ACSR line into Valencia Substation at loaded to about 100% of 

their thermal capacity ratings. 

Case S2-CO3Al shows that the system with the addition of the Gateway Substation to 

Valencia Substation line can adequately serve up to 125MW of Santa Cruz District load 

with an outage of the Nogales Switchyard to Kantor Substation 115kV line without 

overloading the Gateway Substation to Valencia Substation line and the 4/0 ACSR line 

into Valencia Substation. 

Case S2-CO3B - Outage 4/0 ACSR Line into Valencia Substation 

Case S2-C02 with an outage of the 4/0 ACSR line into Valencia Substation and the Santa 

Cruz District load increased until a 0.920 per unit voltage is reached at one of the ll5kV 

buses at Kantor, Canez, Sonoita, or Valencia substations. The 0.920 per unit voltage is 

the planning criteria voltage with a single contingency outage. This voltage minimum is 

reached at about 1OOMW. As is shown in Case S2-CO2B. 
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Case S2-C04 - Outage Gateway Substation to Valencia Substation Line I 
I 
I 

25Mvar Capacitance Added at Valencia and Sonoita Substations 

This is Case S2-CO1B with 25Mvar capacitor banks added at Valencia and Sonoita 

substations and the Gateway Substation to Valencia Substation 115kV line outaged. The 

Santa Cruz District Load is increased to 1OOMW. The 115kV voltage at Valencia 

Substation is 105.2kV (0.915 per unit). The Santa Cruz District losses are 14.16MW or 

about 14%. 

The Nogales Switchyard to Kantor Substation and the 410 ACSR into Valencia I 
I 
I 
I 
I 

Substation 115kV lines are loaded to about 75% of their thermal capacity ratings. The 

transformers at Valencia Substation are loaded greater than 100%. Construction of a new 

115-13.2kV substation near Gateway Substation will be used to relieve loading on the 

Valencia Substation transformers. 

Case S2-C04 shows that adding 25Mvar of capacitance at Valencia and Sonoita 

substations allows up to lOOMW to be served within the planning criteria minimum 

voltage of 0.920 per unit for a single contingency outage. 

Scenario 2 Summary I 
Vdencia Substation 115kV Line I 
Existing System with the addition of the Gateway Substation and Gateway to 

I 
I 

The Scenario 2 power flow cases show that the system can serve up to lOOMW of load 

under normal system operation (all lines in-service) and for the single contingency 

outages within the planning criteria minimum voltage levels. 

I 
I 

The system has low voltage levels with an outage of the Gateway Substation to Valencia 

Substation with 60Mw of load without the addition of capacitors. The Scenario 1 cases 

are the system with the Gateway Substation to Valencia Substation line out-of-service. 
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As shown in the Scenario 1 cases adding capacitor banks at Valencia or Sonoita 

substations will improve the system voltage. 

Up to 160MW of Santa Cruz District load can be served with all lines in-service. At 

about 80MW the Valencia Substation transformers start to become overloaded and at 

160MW all the substation transformers are overloaded. Construction of a new 115- 

13.2kV substation near Gateway Substation will be used to relieve loading on the 

overloaded transformers. 

Up to 138MW of Santa Cruz District load can be served with an outage of the Nogales 

Switchyard to Kantor Substation 115kV line. The Gateway Substation to Valencia 

Substation and the 410 ACSR line into Valencia Substation become overloaded. The 

substation transformers are also overloaded. Up to 125MW of load can be served 

without overloading the Gateway Substation to Valencia Substation line and the 410 

ACSR line into Valencia Substation for an outage of the Nogales Switchyard to Kantor 

Substation line. 
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TABLE 4 - SCENARIO 2 

Existing System with the Addition of the Gateway Substation and Gateway to 
Valencia Substation 115kV Line 

Gateway 
Substation- 
Valencia 
Substation 
45% Loaded 
Gateway 
Substation- 
Valencia 
Substation 
30% Loaded 
Vogales 
Switchyard-Kantor 
Substation , 

Case 

s2- 
COl 

s2- 
COlA 

s2- 
COlB 

s2- 
COlC 

s2- 
c02 

s2- 
C02A 

S2- 
202B 

Description 
Santa Cruz District 
Load 

60MW Load 

60MW Load 
Outage Nogales 
Switchyard to Kantor 
Substation Line 

60MW Load 
Outage Gateway 
Substation to 
Valencia Substation 
Line (Same as Case 
s1-C01) 
60MW Load 
Outage 410 ACSR 
line into Valencia 
Subs tation 

lOOMW Load 

lOOMW Load 
Outage Nogales 
Switchyard to Kantor 
Substation Line 

l O O M W  Load 
Outage 410 ACSR 
line into Valencia 

Lowest 115kV 
Voltage 
(LocationNol t age) 

Sonoita Substation 
115.4kV (1.004 pu) 

Kantor Substation 
113.9kV (0.990 pu) 

Valencia Substation 
100.2kV (0.871 pu) 

Sonoita Substation 
113.0kV (0.982 pu) 

Sonoita Substation 
114.3kV (0.994 pu) 

Kantor Substation 
111.5kV (0.970 pu) 

105.7kV (0.919 pu) 

Heaviest Loaded 
115kV Line 
(Lindoading) 

Nogales 
Switch yard-Kantor 
Substation 
30% Loaded 
Gateway 
Substation- 
Valencia 
Substation 
45% Loaded 
4/0 ACSR into 
Valencia 
Subs tation 
50% Loaded 

Gateway 
Substation- 
Valencia 
Substation 
22% Loaded 

I kO%Loaded 

Santa 
Cruz 
District 
Losses 
6.89MW 

5.81MW 

9.21MW 

5.12MW 

3.38MW 

1.09MW 

1.02MW 
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Case 

s2- 
C03 

s2- 
C03A 

s2- 
C03A1 

&S2: 
C03B 

s2- 
CO4 

Description 
Santa Cruz District 
Load 

~ 

159MW Load 
Load added until 
voltage is 0.95 pu 

138MW Load 
Outage Nogales 
Switchyard to Kantor 
Substation Line 
Load added until 
voltage 0.92 pu 
125MW Load 
Outage Nogales 
Switchyard to Kantor 
Substation Line 
Load added until 
lines 100% 
lOOMW Load 
Outage 4/0 ACSR 
line into Valencia 
Substation 
Load added untiI 
voltage 0.92 pu 
(Case S2-CO2B) 
1OOMW Load 
25Mvar Capacitors 
at Valencia and 
Sonoita Substations 
Outage Gateway 
Substation to 
Valencia Substation 
Line 

.~ ~ 

Lowest 115kV 
Voltage 
(LocationNoltage) 

Sonoita Substation 
109.4kV (0.951 pu) 

Kantor Substation 
105.8kV (0.920 pu) 

Kantor Substation 
11 1.4kV (0.968 pu) 

Sonoita Substation 
105.7kV (0.919 pu) 

Valencia Substation 
105.2kV (0.915 pu) 

Heaviest Loaded 
115kV Line 
(LineLoading) 

Gateway 
Substation- 
Valencia 
Substation 
85% Loaded 
Gateway 
Substation- 
Valencia 
Substation 
115% Loaded 

Gateway 
Substation- 
Valencia 
Substation 
100% Loaded 

Nogdes 
S witch yard-Kantor 
Substation 
40% Loaded 

Nogales 
S wi tchyard-Kantor 
Substation 
75% Loaded 

Santa 
Cruz 
District 
Losses 
11.75Mw 

9.21MW 

8.21MW 

-- -- 

8';02rn 

14.16MW 

I 
I 
1 
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APPENDIX A- Computer Model Verification Cases 
Power Flow Diagrams 
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** t-flow ** Page 1 [citizens santa cruz\revised 6-18-O2\base case\case00\03hs3sa~OO.savl Wed Jun 19 15:12:55 2002 

WESTERN SYSTEMS COORDiNATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE ~ ~- 
--From- --NAME-- --KV-- ---To-- --NAME-- --KV-- CK 
16703 VALENCIA 115.00 16709 VALNCIAI 13.20 1 
16703 VALENCIA 115.00 16710 VALNCIA2 13.20 1 
16101 GREENLEE 345.00 16104 SPRINGR 345.00 1 
16700 KANTOR 115.00 19221 NOGALES 115.00 1 
16703 VALENCIA 115.00 16712 SONOITA 115.00 1 
16701 CANEZ 115.00 16706 CANEZ 13.20 1 
16700 KANTOR 115.00 16705 KANTOR 13.20 1 

16708 SONOITA2 13.20 1 
16707 SONOITAI 13.20 1 

16702 SONOITA 115.00 
16702 SONOITA 115.00 
16700 KANTOR 115.00 
14350 ADAMS 115.00 
16103 SOUTH 345.00 
16701 CANEZ 115.00 
16105 VAIL 345.00 
16101 GREENLEE 345.00 
19047 DEL BAC 115.00 
16702 SONOITA 115.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
19047 DEL BAC 115.00 
16105 VAIL 345.00 
16101 GREENLEE 345.00 

115.00 
345.00 
345.00 

19047 DEL BAC 
16103 SOUTH 
16103 SOUTH 
16313 GW.3WP 
16108 GATEWAY 
16313 GW.3WP 
14350 ADAMS 

100.00 
345.00 
100.00 
115.00 

. - - p - - -  - 
12.2 
12.2 

-361.7 
-49.6 
-24.3 
4.9 
4.9 
7.3 
7.3 

--Q--- - 
3.8 
3.8 
53.3 
-15.2 
-7.6 
1.3 
1.3 
2.0 
2.0 

-MVA-- 
12.7 
12.7 
365.6 
51.8 
25.5 
5.0 
5.0 
7.6 
7.6 

-AMPS- - 
70.7 
70.7 
586.7 
275.8 
141.4 
27.4 
26.8 
41.4 
41.4 

-%rate- - 
63.7 
63.7 
47.9 
41.6 
41.6 
40.3 
40.3 

37.8 
37.8 

rate-- unit 
20.0 Mva 
20.0 Mva 

1246.7 Amp 
662.7 Amp 
340.0 Amp 
12.5 Mva 
12.5 Mva 
20.0 Mva 
20.0 Mva 

-Af -At -Ar - 2 f  -Zt -Zo -Ptoss 
14 14 14 10 10 10 0.C 
14 14 14 10 10 10 -0.0 
14 14 14 10 160 160 6.3 
14 14 14 10 10 10 1.3 
14 14 14 10 10 10 0.1 
14 14 14 10 10 10 0.0 
14 14 14 10 10 10 -0.0 
14 14 14 10 10 10 0.0 
14 14 14 10 IO 10 0.0 

16701 CANEZ 115.00 1 44.7 13.9 46.8 249.1 37.8 662.7 Amp 14 14 14 10 10 10 - 0 : 5  
19221 NOGALES 115.00 1 
16306 SO.3WP2 100.00 1 
16702 SONOITA 115.00 1 
16308 VAIL.3WP 100.00 1 
16105 VAIL 345.00 1 
19221 NOGALES 115.00 1 
16712 SONOITA 115.00 1 
16107 WESTWING 345.00 1 
16105 VAIL 345.00 1 
19064 TUCSON 115.00 1 
17005 BICKNELL 345.00 1 
17010 GREEN-AE 345.00 1 
19201 BLACKMTN 115.00 1 
16108 GATEWAY 345.00 2 
16108 GATEWAY 345.00 1 
16704 GATEWAY 115.00 1 
16313 GW.3WP 100.00 1 
16711 GATEWAY 15.00 1 
17001 APACHE 115.00 1 

60.1 
242.2 
39.3 
166.6 
220.8 
-7.8 
24.6 
-71.9 
-170.4 

1 .8 
-119.0 
-89.1 
6.0 
0.0 
0.0 
0.0 
0.0 
0.0 

-91.5 

-3.9 
28.4 
11.6 
82.2 
-70.1 
26.6 
7.5 
29.9 
68.9 
-18.9 
31.3 
21 -2 
-7.8 
-63.6 
-63.6 
0.0 
0.0 
0.0 
-5.5 

60.2 
243.9 
40.9 
185.7 
231.7 
27.7 
25.7 
77.8 
183.8 
18.9 
123.1 
91.6 
9.8 
63.6 
63.6 
0.0 
0.0 
0.0 
91.6 

302.0 
387.9 
223.0 
296.4 
371.7 
138.1 
140.5 
123.8 
292.3 
94.4 
196.4 
146.9 
48.7 
101.2 
101.2 
0.0 
0.0 
0.0 

459.7 

37.6 803.3 Amp 
36.4 672.0 Mva 
33.7 662.7 Amp 
27.9 672.0 Mva 
24.8 1499.4 Amp 
23.6 602.5 Amp 
21.3 662.7 Amp 
20.6 1124.6 Amp 
19.4 1548.0 Amp 
15.7 602.5 Amp 
15.2 1365.1 Amp 
10.8 1365.1 Amp 
8.1 602.5 Amp 
6.5 1548.0 Amp 
6.5 1548.0 Amp 
0.0 100.0 Mva 
0.0 100.0 Mva 
0.0 100.0 Mva 
0.0 0.0 Amp 

14 14 14 10 10 140 
14 14 14 10 160 160 
14 14 14 10 10 10 
14 14 14 10 160 160 
14 14 14 10 10 160 
14 14 14 10 10 140 
14 14 14 10 10 10 
14 14 14 10 160 160 
14 14 14 10 10 160 
14 14 14 10 191 191 
14 14 14 10 10 170 
14 14 14 10 170 170 
14 14 14 10 140 140 
14 14 4 10 10 160 
14 14 4 10 10 160 
14 14 14 10 10 161 
14 14 14 10 10 161 
14 14 14 10 10 161 
14 14 14 10 170 191 

. ._ 
1.3 
0.1 
0.1 
0.0 
2.6 
0.0 
0.0 
0.5 
0.2 
0.0 
0.1 
0.0 
0.0 
0.0 
0.0 
-0.0 
0.0 
0.0 
1.2 
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** t-flow ** Page 1 [citizens santa cruz\revised 6-18-02\base case\case00a\03hs3sa~OOa.savl Wed Jun 19 15:27:34 2002 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
--From- --NAME-- - - K V - -  - - -To--  --NAME-- - - K V - -  CK - - - P - - -  - - - 0 - - -  - -MVA- -  -AMPS-- -%rate- - r a t e - -  unit - A f  - A t  - A r  -2f - 2 t  -20  LOSE 

14 14 14 I O  IO i n  16703 VALENCIA 115.00 
16703 VALENCIA 115.00 
16101 GREENLEE 345.00 
16700 KANTOR 115.00 
16703 VALENCIA 115.00 
16701 CANEZ 115.00 
16700 KANTOR 115.00 
16700 KANTOR 115.00 
16702 SONOITA 115.00 
16702 SONOITA 115.00 
14350 ADAMS 115.00 
16701 CANE2 115.00 
16103 SOUTH 345.00 
16105 VAIL 345.00 
16101 GREENLEE 345.00 
19047 DEL BAC 115.00 
16702 SONOITA 115.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
19047 DEL BAC 115.00 
16105 VAIL 345.00 
16101 GREENLEE 345.00 
19047 DEL BAC 115.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
16313 GW.3UP 100.00 
16108 GATEWAY 345.00 
14350 ADAMS 115.00 
16313 GW.3WP 100.00 

16709 VALNCIAI 13.20 1 
16710 VALNCIAZ 13.20 1 
16104 SPRINGR 345.00 1 
19221 NOGALES 115.00 1 
16712 SONOITA 115.00 1 
16706 CANEZ 13.20 1 
16705 KANTOR 13.20 1 
16701 CANEZ 115.00 1 
16708 SONOITAZ 13.20 1 
16707 SONOITAI  13.20 1 
19221 NOGALES 115.00 1 
16702 SONOITA 115.00 1 
16306 SO.3WP2 100.00 1 
16308 VAIL.3WP 100.00 1 
16105 V A I L  345.00 1 
19221 NOGALES 115.00 1 
16712 SONOITA 115.00 1 
16107 WESTWING 345.00 1 
16105 V A I L  345.00 1 
19064 TUCSON 115.00 1 
17005 BICKNELL 345.00 1 
17010 GREEN-AE 345.00 1 
19201 BLACKMTN 115.00 1 
16108 GATEWAY 345.00 2 
16108 GATEWAY 345.00 1 
16704 GATEWAY 115.00 1 
16313 GW.3WP 100.00 1 
17001 APACHE 115.00 1 
16711 GATEWAY 15.00 1 

13.6 
13.6 

-362.3 
-55.6 
-27.3 

5.5 
5.5 

50.1 
8.2 
8.2 

61.8 
44.0 

242.3 
166.5 
220.9 

-3.0 
27.5 

-72.8 
-169.6 

-1.4 
-118.0 
-88.2 

4.4 
0.0 
0.0 

-0.0 
0.0 

-93.2 
0.0 

4.0 
3.9 

53.5 
-16.4 
-7.9 

1.3 
1.3 

15.1 
2.0 
2.0 

-2.5 
12.2 
28.5 
82.2 

-70.0 
28.4 

7.9 
30.0 
68.8 

-20.0 
31.2 
21 .o 
-8.4 

-63.6 
-63.6 

0.0 
0.0 

-6.9 
0.0 

14.2 
14,2 

366,3 
58.0 
28.4 

5.6 
5.6 

52.4 
8.4 
8.4 

61.9 
45.7 

244.0 
185.7 
231.8 
28.6 
28.7 
78.7 

183.1 
20.1 

122.1 
90.7 
9.5 

63.6 
63.6 

0.0 
0.0 

93.5 
0.0 

80.1 
80.1 

587.8 
312.4 
160.2 
31 .O 
30.2 

282.3 
46.8 
46.8 

311.0 
252.6 
388.1 
296.3 
371.9 

159.4 
125.2 
291.2 
100.4 
194.8 
145.5 
47.3 

101.2 
101.2 

0.0 
0.0 

469.9 
0.0 

142.8 

70.9 20.0 Mva 
70.9 20.0 Mva 
48.0 1246.7 Amp 
47.1 662.7 Amp 
47.1 340.0 Amp 
44.8 12.5 Mva 
44.8 12.5 Mva 
42.8 662.7 Amp 
42.1 20.0 Mva 
42.0 20.0 Mva 
38.7 803.3 Amp 
38.2 662.7 Amp 
36.4 672.0 Mva 
27.9 672.0 Mva 
24.8 1499.4 Amp 
24.4 602.5 Amp 
24.1 662.7 A n p  
20.7 1124.6 Amp 
19.4 1548.0 Amp 
16.7 602.5 Amp 
15.1 1365.1 Amp 
10.7 1365.1 Amp 
7.9 602.5 Amp 
6.5 1548.0 Amp 
6.5 1548.0 Amp 
0.0 100.0 Mva 
0.0 100.0 Mva 
0.0 0.0 Amp 
0.0 100.0 Mva 

14 14 14 i o  io i0  
14 14 14 10 160 160 
14 14 14 10 10 10 
14 14 14 10 10 10 
14 14 14 10 10 10 
14 14 14 10 10 10 
14 14 14 10 10 10 
14 14 14 10 10 10 
14 14 14 10 10 10 
14 14 14 10 10 140 
14 14 14 10 10 10 
14 14 14 10 160 160 
14 14 14 10 160 160 
14 14 14 10 10 160 
14 14 14 10 10 140 
14 14 14 10 10 10 
14 14 14 10 160 160 
14 14 14 10 10 160 
14 14 14 10 191 191 
14 14 14 10 10 170 
14 14 14 10 170 170 
14 14 14 10 140 140 
14 14 4 10 10 160 
14 14 4 10 10 160 
14 14 14 10 10 161 
14 14 14 10 10 161 
14 14 14 10 170 191 
14 14 14 10 10 161 

-0.c 
-0.C 
6.2 
1.7 
0.2 

-0.c 
0.c 
0.6 
0.c 

-0.c 
1.4 
0. I 
0.1 
0.c 
2.6 
0.0 
0.0 
0.5 
0.2 
0.0 
0.1 
0.0 
0.0 
0.0 
0.0 
0.0 

-0.0 
1.3 
0.0 



* *  t-zone * *  Page 1 [citizens santa cruz\revised 6-18-02\base 
case\case00a\03hs3sa~OOa.savl 
T h u  Jun 20  11:06:43 2002 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
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APPENDIX B- Scenario 1 Power Flow Cases 
Power Flow Diagrams 

HLY 23-366 (6/28/02) 120921-01 
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I 
1 

1 
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h'hlE 

c 4  t- 

I t  



16703 VALENCIA 115.00 
16703 VALENCIA 115.00 
16703 VALENCIA 115.00 
16700 KANTOR 115.00 
16101 GREENLEE 345.00 
16701 CANE2 115.00 
16700 KANTOR 115.00 
16700 KANTOR 115.00 
16702 SONOITA 115.00 
16702 SONOITA 115.00 
16701 CANE2 115.00 
14350 ADAMS 115.00 
16103 SOUTH 345.00 
16105 V A I L  345.00 
19047 DEL BAC 115.00 
16702 SONOITA 115.00 
16101 GREENLEE 345.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
19047 DEL BAC 115.00 
16105 V A I L  345.00 
16101 GREENLEE 345.00 
19047 DEL BAC 115.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
16313 GW.3WP 100.00 

14350 ADAMS 115.00 
16313 GW.3WP 100.00 

16108 GATEWAY 345.00 

16709 VALNCIAI  13.20 1 
16710 VALNCIA2 13.20 1 
16712 SONOITA 115.00 1 
19221 NOGALES 115.00 1 
16104 SPRINGR 345.00 1 
16706 CANE2 13.20 1 
16705 KANTOR 13.20 1 
16701 CANE2 115.00 1 
16708 SONOITA2 13.20 1 
16707 SONOITAI 13.20 1 
16702 SONOITA 115.00 1 
19221 NOGALES 115.00 1 
16306 SO.3WP2 100.00 1 
16308 VAIL.3WP 100.00 1 
19221 NOGALES 115.00 1 
16712 SONOITA 115.00 1 
16105 V A I L  345.00 1 
16107 WESTWING 345.00 1 
16105 V A I L  345.00 1 
19064 TUCSON 115.00 1 
17005 BICKNELL 345.00 1 
17010 GREEN-AE 345.00 1 
19201 BLACKMTN 115.00 1 
16108 GATEWAY 345.00 I 
16108 GATEWAY 345.00 2 
16704 GATEWAY 115.00 1 
16313 GW.3WP 100.00 1 
17001 APACHE 115.00 1 
16711 GATEWAY 15.00 1 

14.2 
14.2 
-28.4 
-58.0 
-362.6 

5.7 
5.7 
52.4 

8.5 
45.9 
62.4 
242.4 
166.4 

28.7 
221 .o 
-73.1 
-169.3 
-2.9 

-117.6 
-87.9 
3.7 
0.0 
0.0 
0.0 
0.0 

-93.8 
0.0 

8.5 

-0.8 

4.6 
4.6 
-9.2 
-19.2 
53.5 
1.5 
1.5 

2.3 
2.3 
14.2 
-0.9 

17.8 

28.4 
82.2 
30.9 
9.3 

-69.9 
29.9 
68.8 
-21.7 
31.3 
20.9 
-9.2 
-63.6 
-63.6 
0.0 
0.0 

0.0 
-8.5 

14.9 85.9 
14.9 85.9 
29.8 171.9 

366.5 588.2 
61.1 334.2 

5.9 33.1 
5.9 32.1 
55.3 302.2 
8.8 50.0 

48.1 270.5 
62.4 314.4 

8.8 50.0 

244.1 388.2 
185.6 296.3 

231.8 372.0 

182.8 290.7 

30.9 155.2 
30.2 171.0 

79.0 125.7 

21.9 109.9 
121.7 194.2 
90.4 145.1 
9.9 49.9 
63.6 101.2 
63.6 101.2 
0.0 0.0 
0.0 0.0 
94.2 474.5 
0.0 0.0 

** t - f low ** Page  1 [ c i t i z e n s  s a n t a  c r u z \ r e v i s e d  6-18-O2\scenario01\caseOl\O3hs3sa~sl 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 

--MVA-- -AMPS-- - % r a t e -  
74.6 
74.6 
50.6 
50.4 

47.0 
46.9 

44.1 
44.1 

--Frm- --NAME-- - - K V - -  - - -To--  --NAME-- - -KV- -  CK - - - D - - -  ---Q--- 

48.  I 

45.8 

40:9 
39.1 
36.4 
27.8 
26.4 
25.9 

20.7 
19.3 

15.1 
10.7 
8.3 
6.5 
6.5 
0.0 
0.0 
0.0 
0.0 

24.8 

18.2 

-cO1 .savl 

- ra te- -  unit 
20.0 Mva 
20.0 Mva 
340.0 Amp 
662.7 Amp 
1246.7 Amp 
12.5 Mva 
12.5 Mva 
662.7 Amp 
20.0 Mva 
20.0 Mva 
662.7 Amp 
803.3 Amp 
672.0 Mva 
672.0 Mva 
602.5 Amp 
662.7 Amp 
1499.4 Amp 
1124.6 Amp 

602.5 Amp 
1365.1 Amp 
1365.1 Amp 
602.5 Amp 

1548.0 Amp 
100.0 Mva 
100.0 Mva 
0.0 Amp 

100.0 Mva 

1548.0 ~ m p  

1548.0 ~ m p  

wed J u n  19 

- A f  - A t  - A r  
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
11 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 4 
14 14 4 
14 14 14 
14 14 14 
14 14 14 
14 14 14 

15:57:13 2002 

- 2 f  - 2 t  -20 -PLoss 
10 10 10 -0.c 
10 10 10 0.c 
10 10 10 0.2 
10 10 10 1.9 
10 160 160 6.4 
10 10 10 -0.0 
10 10 10 0.0 
10 10 10 0.7 
10 10 10 -0.0 
10 10 10 -0.0 
10 ID 10 0.1 
10 10 140 1.4 
10 160 160 0.1 
10 160 160 0.0 
10 10 140 0.0 
10 10 10 0.0 
10 10 160 2.6 
10 160 160 0.5 
10 10 160 0.2 
10 191 191 0.0 
10 10 170 0.1 
10 170 170 0.0 
10 140 140 0.0 
10 10 160 0.0 
10 10 160 0.0 
10 10 161 -0.0 
10 10 161 0.0 
10 170 191 1.3 
10 10 161 0.0 

1 
1 
1 
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WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
Zone --------Zone name--------------- Loss mw - 
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a 

nB 
J' 

I 



I 
II 
I 
I 
I 
I 
8 
I 
I 

4 

E "  
dEi 



** t - f low ** P a g e  1 [ c i t i z e n s  s a n t a  c r u z \ r e v i s e d  6-18-02\scenario01\case02\03hs3sa~sl-c02.~avi 

-KV- - CK . 
16703 VALENCIA 115.00 
16703 VALENCIA 115.00 
16700 KANTOR 115.00 
16101 GREENLEE 345.00 
16701 CANEZ 115.00 
16700 KANTOR 115.00 
16700 KANTOR 115.00 
16702 SONOITA 115.00 
16702 SONOITA 115.00 
16701 CANEZ 115.00 
14350 ADAMS 115.00 
16103 SOUTH 345.00 
16105 V A I L  345.00 
19047 DEL BAC 115.00 
16703 VALENCIA 115.00 
16702 SONOITA 115.00 
16101 GREENLEE 345.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
19047 DEL BAC 115.00 
16105 V A I L  345.00 
16101 GREENLEE 345.00 
19047 DEL BAC 115.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
16313 GW.3WP 100.00 

14350 ADAMS 115.00 
16313 GU.3WP 100.00 

16108 GATEWAY 345.00 

16709 VALNCIAI  13.20 1 
16710 VALNCIAZ 13.20 1 
19221 NOGALES 115.00 1 
16104 SPRINGR 345.00 1 
16706 CANE2 13.20 1 
16705 KANTOR 13.20 1 
16701 CANE2 115.00 1 
16708 SONOITAZ 13.20 1 
16707 SONOITA1 13.20 1 
16702 SONOITA 115.00 1 
19221 NOGALES 115.00 1 
16306 SO.3WP2 100.00 1 
16308 VAIL.3WP 100.00 1 
19221 NOGALES 115.00 1 
16712 SONOITA 115.00 1 
16712 SONOITA 115.00 1 
16105 V A I L  345.00 1 
16107 WESTWING 345.00 1 
16105 V A I L  345.00 1 
19064 TUCSON 115.00 1 
17005 BICKNELL 345.00 1 
17010 GREEN-AE 345.00 1 
19201 BLACKMTN 115.00 1 
16108 GATEWAY 345.00 2 
16108 GATEWAY 345.00 I 
16704 GATEWAY 115.00 1 
16313 GW.3WP 100.00 1 
17001 APACHE 115.00 1 
16711 GATEWAY 15.00 1 

. - - p - - -  -. 
14.2 
14.2 
-57.9 
-362.6 

5.7 
5.7 
52.2 

45.7 
62.4 
242.4 
166.4 
-1 .o 

221 .o 
-73.1 
-169.3 

8.5 
8.5 

-28.4 
28.5 

-2.8 

4.6 
4.5 

-19.0 
53.5 
1.5 
1.5 
17.6 
2.3 
2.3 
14.1 
-1 .o 
82.2 
30.7 
-9.1 
9.2 

-69.9 
29.9 
68.8 
-21.6 

28.4 

--MVA-- 
14.9 
14.9 
60.9 
366.5 
5.9 
5.9 
55.1 

47.9 
62.4 
244.1 

8.8 
8.8 

185.6 
30.8 
29.8 

231 .a 
182.8 
21 .a 

30.0 

79.0 

-AMPS- - 
85.3 
85.3 

588.2 
332.6 

33.0 
32.0 
300.7 
49.9 
49.9 
269.1 
314.1 

296.3 
154.3 
170.5 
169.7 
372.0 
125.7 
290.7 
109.2 

388.2 

- % r a t e -  . 
74.5 
74.5 
50.2 
48.1 
47.0 
46.9 
45.6 
44.1 
44.1 
40.7 
39.1 
36.4 

26.3 
25.7 
25.7 

20.7 
19.3 

27. a 

24.8 

18.1 

- r a t e - -  unit 
20.0 Mva 
20.0 Mva 
662.7 Amp 
1246.7 Amp 
12.5 Mva 
12.5 Mva 

662.7 Amp 
20.0 Mva 
20.0 Mva  
662.7 Amp 
803.3 Amp 
672.0 Mva 
672.0 Mva 
602.5 Amp 
662.7 Amp 
662.7 Amp 
1499.4 Amp 
1124.6 Amp 
1548.0 ~ m p  
602.5 AmD 

Wed J u n  19 

- A f  - A t  - A r  
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 

16:01:09 2002 

-2 f  -2 t  -zo -Ploss 
10 10 10 -0.c 
10 10 10 0.c 
10 10 10 1.9 

10 10 10 -0.0 
10 10 10 -0.0 

10 160 160 6.4 

IO 10 10 0.7 
10 10 10 -0.0 
10 10 10 -0.0 
10 10 10 0.1 
10 10 146 1.4 
10 160 160 0.1 
10 160 160 0.0 
10 10 140 0.0 
10 10 IO 0.0 
10 10 10 0.0 
10 10 160 2.6 
10 160 160 0.5 
10 10 160 0.2 
IO 191 191 n n 

1 
1 
1 

-117.6 31.2 121.7 194.3 15.1 1365.1 Amp 14 14 14 IO IO 170 0.1 
-88.0 20.9 90.4 145.1 10.7 1365.1 Amp 14 14 14 10 170 170 
3.8 -9.2 9.9 49.7 8.3 602.5 Amp 14 14 14 lo 140 140 k: 1 
0.0 -63.6 63.6 101.2 6.5 1548.0 ~ m p  14 14 4 IO io 160 0.0 
0.0 -63.6 63.6 101.2 6.5 1548.0 ~ m p  14 14 4 IO IO 160 0.0 
0.0 0.0 0.0 0.0 0.0 100.0 Mva 14 14 14 10 10 161 0.0 
0.0 0.0 0.0 0.0 0.0 100.0 Mva 14 14 14 10 10 161 

-93.8 -8.4 94.1 474.1 0.0 0.0 Amp 14 14 14 10 170 191 1 
0.0 0.0 0.0 0.0 0.0 100.0 Mva  14 14 14 10 10 161 0.0 



I 
I 
1 
1 
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I 
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** t - f l o w  ** P a g e  1 [ c i t i z e n s  s a n t a  c r u z \ r e v i  

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
- - F r o m -  --NAME-- - - K V - -  ---To-- --NAME-- - - K V - -  CK 
16703 VALENCIA 115.00 16709 VALNClAl  13.20 1 
16703 VALENCIA 115.00 16710 VALNCIA2 13.20 1 
16703 VALENCIA 115.00 16712 SONOITA 115.00 1 
16101 GREENLEE 345.00 16104 SPRINGR 345.00 1 
16701 CANEZ 115.00 16706 CANEZ 13.20 1 
16700 KANTOR 115.00 16705 KANTOR 13.20 1 
16700 KANTOR 115.00 19221 NOGALES 115.00 1 
16702 SONOITA 115.00 16708 SONOITA2 13.20 1 
16702 SONOITA 115.00 16707 SONOITAI 13.20 1 
14350 ADAMS 115.00 19221 NOGALES 115.00 1 
16700 KANTOR 115.00 16701 CANEZ 115.00 1 
16103 SOUTH 345.00 16306 SO.3WP2 100.00 1 
16701 CANEZ 115.00 16702 SONOITA 115.00 1 
16105 VAIL  345.00 16308 VAIL.3WP 100.00 1 
16702 SONOITA 115.00 16712 SONOITA 115.00 1 
16101 GREENLEE 345.00 16105 V A I L  345.00 1 
16103 SOUTH 345.00 16107 WESTUING 345.00 1 
16103 SOUTH 345.00 16105 V A I L  345.00 1 
16105 V A I L  345.00 17005 BICKNELL 345.00 1 
19047 DEL BAC 115.00 19221 NOGALES 115.00 1 
16101 GREENLEE 345.00 17010 GREEN-AE 345.00 1 
19047 DEL BAC 115.00 19064 TUCSON 115.00 1 

16103 SOUTH 345.00 16108 GATEWAY 345.00 2 
19047 DEL EAC 115.00 19201 BLACKMTN 115.00 1 
16313 GU.3WP 100.00 16704 GATEWAY 115.00 1 
16108 GATEWAY 345.00 16313 GW.3WP 100.00 1 
14350 ADAMS 115.00 17001 APACHE 115.00 1 
16313 GW.3WP 100.00 16711 GATEWAY 15.00 1 

16103 SOUTH 345.00 16108 GATEWAY 345.00 I 

1 s e d  6-18-02\scenario01\caseO3\O3hs3sa~sl-c03.savl T h u  J u n  20 11:53:46 2002 

- - - p - - -  . 
14.2 
14.2 
-28.4 

5.7 
5.7 

-57.8 
8.5 

63.7 
52.1 
242.3 

166.2 

220.7 
-73.1 
-169.2 
-117.6 

-362.8 

8.5 

45 .a 
28.7 

-2.8 
-87.4 
-1.5 
0.0 
0.0 
4.3 
-0.0 
0.0 

-95.1 
0.0 

. 
4.1 
4.1 
16.9 
53.9 
1.4 
1.4 

2.2 
2.1 

-11.8 
-9.9 

-12.5 

-17.0 
-70.6 
30.4 

8.5 

28.6 

82.7 

68.4 
29.8 
11.9 
20.9 
-9.0 
-63.7 
-63.7 
-2.9 
-0.0 
0.0 
2.4 
0.0 

.-MVA-- . 
14.8 
14.8 
33.1 

5.9 
5.9 

366.8 

58.4 
8.8 
8.8 
64.8 
53.1 
244.0 
47.5 

33.3 
231.7 
79.2 
182.5 
121.3 
12.3 

9.1 
63.7 
63.7 
5.2 
0.0 
0.0 
95.1 
0.0 

185.6 

89.9 

.AMPS-- . 
73.9 
73.9 
165.4 

29.3 
588.5 

29.2 

44.0 
44.0 
322.2 
265.0 
387.9 

296.2 
167.0 

125.9 
290.2 
193.5 
60.0 
144.2 
44.6 
101.2 
101.2 
25.4 
0.0 
0.0 

473.2 
0.0 

291 .a 

238. o 

371 .a 

. % r a t e -  
73.9 
73.9 
48.9 
48.1 
46.8 
46.8 
44.2 
43.9 
43.9 
40.1 
40.0 
36.4 
35.9 
27.9 
25.2 

20.7 
19.3 
15.0 
10.6 
10.6 
7.4 
6.5 
6.5 
4.2 
0.0 
0.0 
0.0 
0.0 

24.8 

- r a t e - -  unit 
20.0 Mva 
20.0 Mva 
340.0 Amp 
1246.7 12.5 Amp Mva  

12.5 Mva 
662.7 Amp 
20.0 Mva 
20.0 Mva 
803.3 ~ m p  
662.7 Amp 
672.0 Mva 
662.7 Amp 
672.0 Mva 
662.7 Amp 

1124.6 Amp 
1548.0 Amp 
1365.1 Amp 
602.5 Amp 
1365.1 Amp 
602.5 Amp 
1548.0 Amp 

602.5 Amp 
100.0 Mva 
100.0 Mva 

0.0 Amp 
100.0 Mva 

1499.4 Amp 

1548.0 ~ m p  

- A f  - A t  - A r  - 2 f  - Z t  -20 - P l o s :  
14 14 14 10 10 10 
14 14 14 10 10 10 -::{I 
14 14 14 10 160 160 6.1 
14 14 14 10 10 10 O.( 
14 14 14 10 10 10 
14 14 14 10 10 10 !:! 1 
14 14 14 10 10 10 0.t 
14 14 14 10 10 10 0.t 
14 14 14 10 10 140 1.5 
14 14 14 10 10 10 
14 14 14 10 160 160 
14 14 14 10 10 10 0.1 
14 14 14 10 160 160 0.C 
14 14 14 10 10 10 0.C 
14 14 14 10 10 160 2.t 
14 14 14 10 160 160 
14 14 14 IO 10 160 
14 14 14 10 10 170 0.1 1 
14 14 14 10 10 140 0.C 
14 14 14 10 170 170 0.C 
14 14 14 10 191 191 
14 14 4 10 10 160 0":; I 
14 14 4 10 10 160 0.0 
14 14 14 10 140 140 0.0 

14 14 14 10 10 161 
14 14 14 10 170 191 -!:! I 
14 14 14 10 10 161 0.0 

14 14 14 10 10 10 0.; 

14 14 14 10 10 161 -0.0 

1 



I 

1 

* *  t-zone * *  Page 1 [citizens santa cruz\revised 6-18- 
02\scenario01\case01a\O3hs3sa~sl-cO3.sav] 
Thu Jun 20 11:13:41 2002 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
Zone --------Zone name-..------------- 
10 SANTfi CRUZ 8.49 

Loss-rnw 

I 



- - - - -  I 

S.8- 
0 -0- 

I 
1 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
1 



I 
I 
I 
I 
1 
I 
I 
I 
I 
I 
1 
I 
I 
1 
I 
1 
I 
I 
1 

I 



** t - f l o w  ** P a g e  1 [citizens s a n t a  c r u z \ r e v i  

16703 
16703 
16101 
16701 
16700 
16700 
16703 
16702 
16702 
16700 
14350 
16701 
16103 
16105 
16101 
16702 
16103 
19047 
16103 
16105 
19047 
16101 
19047 
161 03 
16103 
16313 
16108 
14350 
16313 

VALENCIA 
VALENCIA 
GREENLEE 
CANE2 
KANTOR 
KANTOR 
VALENCIA 
SON01 TA 
SON01 TA 
KANTOR 
ADAMS 
CANE2 
SOUTH 
V A I L  
GREENLEE 
SON01 TA 
SOUTH 
DEL BAC 
SOUTH 
V A I L  
DEL BAC 
GREENLEE 
DEL BAC 
SOUTH 
SOUTH 
GW. 3WP 
GATEWAY 
ADAMS 
GW. 3WP 

115.00 
115.00 
345.00 
115.00 
115.00 
115.00 
115.00 
115.00 
115.00 
115.00 
115.00 
115.00 
345.00 
345 .OO 
345.00 
115.00 
345.00 
115.00 
345.00 
345 .OO 
115.00 
345.00 
115.00 
345.00 
345 -00 
100.00 
345.00 
115.00 
100.00 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
- -From-  --NAME-- - - K V - -  - - -To- -  --NAME-- 

1 16709 VALNCIAI  
1 16710 VALNCIAZ 
1 16104 SPRINGR 

16706 CANE2 
' 16705 KANTOR 

19221 NOGALES 
16712 SONOITA 
16708 SONOITAZ 
16707 SONOlTAl 
16701 CANE2 
19221 NOGALES 
16702 SONOITA 
16306 SO.3WP2 
16308 VAIL.3WP 
16105 V A I L  
16712 SONOITA 
16107 WESTWING 
19221 NOGALES 
16105 V A I L  
17005 BICKNELL 
19064 TUCSON 
17010 GREEN-AE 
19201 BLACKMTN 
16108 GATEWAY 
16108 GATEWAY 
16704 GATEUAY 
16313 GU.3WP 
17001 APACHE 
1671 1 GATEWAY 

- -KV- -  CK 
13.20 1 
13.20 1 
345.00 1 
13.20 1 
13.20 1 
115.00 1 
115.00 1 
13.20 1 
13.20 1 
115.00 1 
115.00 1 
115.00 1 
100.00 1 
100.00 1 
345.00 1 
115.00 1 
345.00 1 
115.00 1 
345.00 1 
345.00 1 
115.00 1 
345.00 1 
115.00 1 
345.00 1 
345.00 2 
115.00 1 
100.00 1 
115.00 1 
15.00 1 

sed 6-18- 

- - - p - - -  - 
14.2 
14.2 

-362.7 
5.7 
5.7 

-57.8 
-28.4 
8.5 
8.5 
52.2 
62.8 
45.8 
242.3 
166.4 
220.9 
28.6 
-73.1 
-1.8 

-169.3 
-117.6 
-2.2 
-87.8 
4.0 
0.0 
0.0 
0.0 
0.0 

-94.2 
0.0 

--GI--- - 
4.4 
4.4 
53.7 
1.5 
1.5 
-9.4 
-0.3 
2.2 
2.2 
7.9 
-5.0 
4.9 
28.5 
82.4 
-70.2 
0.2 
30.1 
23.8 
68.7 
30.7 
-17.0 
20.9 
-6.9 
-63.6 
-63.6 
0.0 
0.0 
-4.4 
0.0 

-MVA-- 
14.9 
14.9 
366.6 
5.9 
5.9 
58.6 
28.4 
8.8 
8.8 
52.8 
63.0 
46.1 
244.0 
185.6 
231.8 
28.6 
79.0 
23.9 
182.7 
121.6 
17.1 
90.2 
8.0 
63.6 
63.6 
0.0 
0.0 
94.3 
0.0 

-AMPS-- 
80.9 
80.9 
588.3 
31.5 
30.9 
309.1 
154.7 
47.5 
47.5 
278.4 
315.9 
247.8 
388.1 
296.3 
371.9 
154.7 
125.7 
118.8 
290.6 
194.0 
85.1 
144.8 
39.5 
101.2 
101.2 
0.0 
0.0 

472.8 
0.0 

- % r a t e -  
74.3 
74.3 
48.1 
46.9 
46.9 
46.6 
45.5 
44.0 
44.0 
42.1 
39.3 
37.4 
36.4 
27.8 
24.8 
23.3 
20.7 
20.4 
19.3 
15.0 
14.1 
10.7 
6.6 
6.5 
6.5 
0.0 
0.0 
0.0 
0.0 

- r a t e - -  unit 
20.0 Mva 
20.0 Mva 

1246.7 Amp 
12.5 Mva 
12.5 Mva 

662.7 Amp 
340.0 Amp 
20.0 Mva 
20.0 Mve 
662.7 Amp 
803.3 Amp 
662.7 Amp 
672.0 Mva 
672.0 Mva 
1499.4 Amp 
662.7 Amp 
1124.6 Amp 
602.5 Amp 
1548.0 Amp 
1365.1 Amp 
602.5 Amp 
1365.1 Amp 
602.5 Amp 
1548.0 Amp 
1548.0 Amp 
100.0 Mva 
100.0 Mva 

0.0 Amp 
100.0 Mva 

Wed Jun 26 16:12:41 2002 

- A f  - A t  - A r  - 2 f  -2t -20 -PLosa 
14 14 14 10 10 10 -0.t 
14 14 14 IO i n  i n  n r 
14 
14 
14 
14 
14 
14 

14 
14 
14 
14 
14 
14 

i4 
14 
14 
14 
14 
14 

io 160 
10 10 
10 10 
10 10 
10 10 
10 10 

. -  
160 
10 
10 
IO 
10 
10 

-.. 
6.1 
0.t 
0.t 
1 .t 
0.2 
0.t 

14 14 14 10 10 10 -0.t  
14 14 14 10 10 10 0.t  
14 14 14 10 10 140 1.5 
14 14 14 10 10 10 0.1 
14 14 14 10 160 160 0.1 
14 14 14 10 160 160 0.C 
14 14 14 10 10 160 2.t 
14 14 14 10 10 10 0.C 
14 14 14 10 160 160 0.5 
14 14 14 IO 10 140 0.C 
14 14 14 10 10 160 0.2 
14 14 14 10 10 170 0.1 
14 14 14 IO 191 191 n r 
14 
14 
14 
14 
14 
14 
14 
14 

14 
14 
14 
14 
14 
14 
14 
14 

14 10 
14 10 
4 10 
4 10 
14 10 
14 10 
14 10 
14 10 

170 
140 
10 
10 
10 
10 
170 
10 

I io 
140 
160 
160 
161 
161 
191 
161 

-_ -  
0.c 
0.0 
0.0 
0.0 
-0.0 
-0.0 
1.3 
0.0 

1 
1 
1 

1 
1 
1 
1 
1 
1 
I 

m 



I 
I 
I 
1 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
i 
I 

* *  t-zone * *  Page 1 [citizens santa cruz\revised 6-18- 
02\scenario01\case03a\O3hs3sa~sl-cO3a.savl 
Wed Jun 26 16:13:00 2002 



b ' €9 -  k 
k - L -  
-68- 

E' 
.n 0 -  

i I  
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0 -  

i 
a 

S'EL- 
0 *o- 

I 
I 
I 
I 
I 



I 
I 
I 
I 
I 
1 
I 
I 
1 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

2-g 
5- 

s * E l c  
0 -0- 

4p - -  



I ** t-flow ** Page 1 [c i t izens santa cruz\revised 6-18-02\scenario0l\caseO3b\03hs3sa~sl-c03b.~avl Wed Jun 26 16:43:41 2002 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
- -From-  --NAME-- - -KV- -  - - -To--  --NAME-- - - K V - -  CK - - - P - - -  - - - Q - - -  --MVA-- -AMPS-- -%rate- - ra te - -  u n i t  - A f  - A t  - A r  - Z f  - 2 t  -20 -pLoss 

16703 VALENCIA 115.00 16709 VALNCIA I  13.20 1 14.2 4.3 14.8 78.5 74.1 20.0 Mva 14 14 14 10 10 10 
16703 VALENCIA 115.00 16710 VALNCIA2 13.20 1 14.2 4.3 14.8 78.5 74.1 20.0 Mva 14 14 14 10 10 10 
16101 GREENLEE 345.00 16104 SPRINGR 345.00 1 -362.7 53.8 366.7 588.3 48.1 1246.7 Amp 14 14 14 10 160 160 6.4 
16701 CANEZ 115.00 16706 CANEZ 13.20 1 5.7 1.4 5.9 30.8 46.9 12.5 Mva 14 14 14 10 10 10 -0.c 
16700 KANTOR 115.00 16705 KANTOR 13.20 1 5.7 1.4 5.9 30.4 46.9 12.5 Mva 14 14 14 10 10 10 -0.c 
16700 KANTOR 115.00 19221 NOGALES 115.00 1 -57.8 -3.9 57.9 300.1 45.3 662.7 Amp 14 14 14 10 10 10 1.5 
16703 VALENCIA 115.00 16712 SONOITA 115.00 1 -28.4 4.9 28.8 152.6 45.0 340.0 Amp 14 14 14 10 10 10 
16702 SONOITA 115.00 16708 SONOITA2 13.20 'I 
16702 SONOITA 115.00 16707 SONOITAI 13.20 1 8.5 2.2 8.8 46.3 44.0 20.0 Mva 14 14 14 10 10 10 -0.0 
16700 KANTOR 115.00 16701 CANEZ 115.00 1 52.1 2.4 52.2 270.3 40.8 662.7 Amp 14 14 14 10 10 10 0.6 
14350 ADAMS 115.00 19221 NOGALES 115.00 1 63.1 -7.2 63.5 317.4 39.5 803.3 Amp 14 14 14 10 10 140 1.5 
16103 SOUTH 345.00 16306 SO.3WP2 100.00 1 242.3 28.5 244.0 388.0 36.4 672.0 Mva 14 14 14 10 160 160 
16701 CANEZ 115.00 16702 SONOITA 115.00 1 
16105 VAIL  345.00 16308 VAIL.3WP 100.00 1 166.3 82.5 185.6 296.2 27.9 672.0 Mva 14 14 14 10 160 160 0.0 
16101 GREENLEE 345.00 16105 VAIL 345.00 1 220.8 -70.3 231.8 371.9 24.8 1499.4 Amp 14 14 14 10 10 160 2.6 
16702 SONOITA 115.00 16712 SONOITA 115.00 1 28.6 -5.0 29.1 153.1 23.1 662.7 Amp 14 14 14 10 10 10 0.0 
16103 SOUTH 345.00 16107 WESTWING 345.00 1 -73.1 30.2 79.1 125.7 20.7 1124.6 AKp 14 14 14 10 160 160 
16103 SOUTH 345.00 16105 VAIL 345.00 1 -169.3 68.6 182.7 290.5 19.3 1548.0 Amp 14 14 14 10 10 160 
19047 DEL BAC 115.00 19221 NOGALES 115.00 1 
16105 VAIL 345.00 17005 BICKNELL 345.00 1 -117.6 30.4 121.5 193.9 15.0 1365.1 Amp 14 14 14 10 10 170 0.1 
19047 DEL BAC 115.00 19064 TUCSON 115.00 1 -2.0 -14.4 14.6 72.0 12.0 602.5 Amp 14 14 14 10 191 191 0.0 
16101 GREENLEE 345.00 17010 GREEN-AE 345.00 1 -87.7 20.9 90.1 144.6 10.6 1365.1 Amp 14 14 14 10 170 170 

0.0 -63.6 63.6 101.2 6.5 1548.0 Amp 14 14 4 10 10 160 16103 SOUTH 345.00 16108 GATEWAY 345.00 1 
16103 SOUTH 345.00 16108 GATEWAY 345.00 2 0.0 -63.6 63.6 101.2 6.5 1548.0 Amp 14 14 4 10 10 160 0.0 
19047 DEL BAC 115.00 19201 BLACKMTN 115.00 1 4.1 -5.6 7.0 34.4 5.7 602.5 Amp 14 14 14 10 140 140 0.0 
16313 GW.3WP 100.00 16704 GATEWAY 115.00 1 0.0 -0.0 0.0 0.0 0.0 100.0 Mva 14 14 14 10 10 161 0.0 
16108 GATEWAY 345.00 16313 GW.3WP 100.00 1 0.0 0.0 0.0 0.0 0.0 100.0 Mva 14 14 14 10 10 161 -0.0 

16313 GW.3WP 100.00 16711 GATEWAY 15.00 1 0.0 0.0 0.0 0.0 0.0 100.0 Mva 14 14 14 10 10 161 A:: I 

8.5 2.2 8.8 46.3 44.0 20.0 Mva 14 14 14 10 10 10 -::; 1 
45.8 -0.4 45.8 240.6 36.3 662.7 Amp 14 14 14 10 10 10 ::; I 
-2.2 20.1 20.2 99.7 17.2 602.5 Amp 14 14 14 10 10 140 0.0 1 

I 
14350 ADAMS 115.00 17001 APACHE 115.00 1 -94.5 -2.2 94.5 472.5 0.0 0.0 Amp 14 14 14 10 170 191 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

* *  t-zone * *  Page 1 [citizens santa cruz\revised 6-18- 
02\scenario01\case03b\O3hs3sa~sl-cO3b.sav] 
Wed Jun 26 16:43:58 2002 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
Zone --------Zone name--------------- Loss mw 
10 SANTA CRUZ 8.54- 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 



16703 
16703 
16101 
1670 1 
16700 
16703 
16700 
16702 
16702 
16700 
14350 
161 03 
16701 
16105 
16101 
16702 
16103 
16103 
16105 
19047 
16101 
19047 
16103 
16103 
19047 
16313 
16108 
14350 
16313 

VALENCIA 
VALENCIA 
GREENLEE 
CANE2 
KANTOR 
VALENCIA 
KANTOR 
SONOITA 
SONOI TA 
KANTOR 
ADAMS 
SOUTH 
CANE2 
V A I L  
GREENLEE 
SONOITA 
SOUTH 
SOUTH 
V A I L  
DEL BAC 
GREENLEE 
DEL BAC 
SCUT H 
SOUTH 
DEL BAC 
GW.3WP 
GATEWAY 
ADAMS 
GW .3UP 

115.00 
115.00 
345 -00 
115.00 
115.00 
115.00 
115.00 
115.00 
115.00 
115.00 
115.00 
345.00 
115.00 
345 .OO 
345 .OO 
115.00 
345.00 
345.00 
345.00 
115.00 
345 .OO 
115.00 
345 .OO 
345.00 
115.00 
100.00 
345 -00 
115.00 
100.00 

I ** t-flow ** P a g e  1 [ c i t i z e n s  s a n t a  c r u z \ r e v i s e d  6-18-02\scenario0l\caseO3c\O3hs3sa~sl-c03c.savl Wed J u n  26 16:49:59 2002 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
- -From-  --NAME-- - - K V - -  - - - T o - -  --NAME-- - -KV- -  CK - - - p - - -  ---Q--- --MVA-- -AMPS-- - % r a t e -  - r a t e - -  unit - A f  - A t  - A r  - 2 f  - 2 t  -20 -PLos: 

14 14 14 10 10 10 -:::I 
14 14 14 10 160 160 6.L 

14 14 14 10 10 10 -0.t 
14 14 14 10 10 10 0.; 
14 14 14 10 10 10 
14 14 14 10 10 10 -:::I 

7&-0 20.0 Mva 14 14 14 10 10 10 

14 14 14 IO IO IO 0.r 

14 14 14 10 10 10 -0.t 
14 14 14 10 10 10 0.6 

I 

16709 
16710 
16104 
16706 
16705 
16712 
19221 
16708 
16707 
16701 
19221 
16306 
16702 
16308 
16105 
16712 
16107 
16105 
17005 
19221 
17010 
19064 
16108 
16108 
1920 1 
16704 
16313 
17001 
16711 

VALNCIAI  
VALNC I A 2  
SPRINGR 
CANE2 
KANTOR 
SONOI TA 
NOGALES 
SONOI TA2 
SON01 T A I  
CANE2 
NOGALES 
so. 3wP2 
SONOI TA 
VA I L -3WP 
V A I L  
SONOITA 
WESTWING 
V A I  L 
BICKNELL 
NOGALES 
GREEN-AE 
TUCSON 
GAT E WAY 
GATEUAY 
BLACKMTN 
GATEWAY 
GU.3WP 
APACHE 
GATEWAY 

13.20 1 
13.20 1 
345.00 1 
13.20 1 
13.20 1 
115.00 1 
115.00 1 
13.20 1 
13.20 1 
115.00 1 
115.00 1 
100.00 1 
115.00 1 
100.00 1 
345.00 1 
115.00 1 
345.00 1 
345.00 1 
345.00 1 
115.00 1 
345.00 1 
115.00 1 
345 .OO 2 
345.00 1 
115.00 1 
115.00 1 
100.00 1 
115.00 1 
15.00 1 

14.2 
14.2 

-362.7 
5.7 
5.7 

-28.4 
-57.8 
8.5 
8.5 
52.1 
63.3 
242.3 
45.8 
166.3 
220.8 
28.7 
-73.1 
-169.3 
-117.6 
-2.5 
-87.6 
-1.7 
0.0 
0.0 
4.2 
0.0 
0.0 

-94.7 
0.0 

4.2 
4.2 
53.8 
1.4 
1.4 
10.6 
2.1 
2.2 
2.2 
-3.5 
-9.5 
28.6 
-6.1 
82.6 
-70.4 
-10.7 
30.3 
68.5 
30.1 
16.1 
20.9 
-11.8 
-63.7 
-63.7 
-4.3 
0.0 
0.0 
0.1 
0.0 

14.8 
14.8 
366.7 
5.9 
5.9 
30.3 
57.8 
8.8 
8.8 
52.2 
64.0 
244.0 
46.2 
185.6 
231.7 
30.6 
79.1 
182.6 
121.4 
16.3 
90.0 
11.9 
63.7 
63.7 
6.0 
0.0 
0.0 
94.7 
0.0 

76.2 
76.2 
588.4 
30.0 
29.8 
156.1 
294.2 
45.2 
45.2 
265.7 
319.5 
387.9 
237.1 
296.2 
371.8 
157.1 
125.8 
290.3 
193.7 
80.1 
144.4 
58.6 
101.2 
101.2 
29.6 
0.0 
0.0 

472.6 
0.0 

7L:O 20.0 Mva 
48:i 124617 Amp 
46.8 12.5 Mva 
46.8 12.5 Mva 
46.1 340.0 Amp 
44.4 662.7 Amp 
44.0 20.0 Mva 
43.9 20.0 Mva 
40.1 662.7 Amp 
39.8 803.3 Amr, 
36.4 672.0 Mva 
35.8 662.7 Amp 
27.9 672.0 Mva 
24.8 1499.4 Amp 
23.7 662.7 Amp 
20.7 1124.6 Amp 
19.3 1548.0 Amp 
15.0 1365.1 Amp 
14.0 602.5 Amp 
10.6 1365.1 Amp 
9.7 602.5 Amp 
6.5 1548.0 Amp 
6.5 1548.0 Amp 
4.9 602.5 Amp 
0.0 100.0 Mva 
0.0 100.0 Mva 
0.0 0.0 Amp 
0.0 100.0 Mva 

14 14 14 IO IO 140 1.5 .- 

14 14 14 10 160 160 
14 14 14 10 10 10 
14 14 14 10 160 160 0.C _ _ _  
14 14 14 10 10 160 2.6 
14 14 14 io IO 10 n.r 
14 
14 
14 
14 
14 
14 
14 
14 
14 

14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 4 
14 4 
14 14 

10 160 160 
10 10 160 
10 10 170 
10 10 140 
10 170 170 
10 191 191 
10 10 160 
10 10 160 
10 140 140 

- _ -  
0.5 
0.2 
0.1 
0.c 
0.c 
0.0 
0.0 
0.0 
0.0 

I 
I 

14 14 14 10 10 161 -0.0 
14 14 14 10 10 161 
14 14 14 10 170 191 -?:! [ 
14 14 14 10 10 161 0.0 

I 
I 
I 
I 
I 
1 
1 
I 
I 
I 
I 



I 
I 
I 
I 
I 
I 
I 
I 
I 
1 
I 
I 
I 
I 
I 
I 
I 

* *  t-zone * *  Page 1 [citizens santa cruz\revised 6-18- 
02\scenario01\case03c\03hs3sa~s1-~03c.sav] 
Wed Jun 26 16:50:15 2002 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
Zone --------Zone name--------------- Loss mw - 
10 SANTA CRUZ 8.47 

I 
I 



- - - - -  

I 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 



I 
I 
I 
I 
I 
I 
I 
1 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 



16101 GREENLEE 345.00 
16701 CANE2 115.00 
16700 KANTOR 115.00 
16700 KANTOR 115.00 
16702 SONOITA 115.00 
16702 SONOITA 115.00 
14350 AOAMS 115.00 
16700 KANTOR 115.00 
16103 SOUTH 345.00 
16701 CANEZ 115.00 
16105 VAIL 345.00 
16702 SONOITA 115.00 
16703 VALENCIA 115.00 
16101 GREENLEE 345.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
16105 V A I L  345.00 
16101 GREENLEE 345.00 
19047 DEL EAC 115.00 
19047 DEL EAC 115.00 
16103 SWTH 345.00 
16103 SWTH 345.00 
19047 DEL BAC 115.00 
16313 GW.3WP 100.00 
16108 GATEWAY 345.00 
14350 AOAMS 115.00 
16313 GU.3WP 100.00 

16104 SPRINGR 345.00 1 
16706 CANEZ 13.20 1 
16705 KANTOR 13.20 1 
19221 NOGALES 115.00 1 
16708 SONOITA2 13.20 1 
16707 SONOlTAl 13.20 1 
19221 NOGALES 115.00 1 
16701 CANEZ 115.00 1 
16306 SO.3WP2 100.00 1 
16702 SONOITA 115.00 1 
16308 VAIL.3WP 100.00 1 
16712 SONOITA 115.00 1 
16712 SONOITA 115.00 1 
16105 VAIL 345.00 1 
16107 WESTWING 345.00 1 
16105 VAIL 345.00 1 
17005 EICKNELL 345.00 1 
17010 GREEN-AE 345.00 1 
19221 NOGALES 115.00 1 
19064 TUCSON 115.00 1 
16108 GATEWAY 345.00 1 
16108 GATEWAY 345.00 2 
19201 ELACKMTN 115.00 1 
16704 GATEWAY 115.00 1 
16313 GW.3WP 100.00 1 
17001 APACHE 115.00 1 
16711 GATEWAY 15.00 1 

14.2 
14.2 

-362.8 
5.7 
5.7 

-57.6 
8.5 
8.5 

63.6 
52.0 

242.3 
45.7 

166.2 
28.5 

-28.4 
220.7 
-73.1 

-169.2 
-117.6 
-87.4 
-2.9 
-1.4 
0.0 
0.0 
4.3 
0.0 
0.0 

-95.0 
0.0 

I ** t-flow ** Page 1 [c i t izens santa cruz\revised 6-18-02\scenario01\case04\03hs3sa~sl-c04.~avl Thu Jun 20 11:56:18 2002 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED EASE CASE 
--From- --NAME-- --KV-- - - -To - -  --NAME-- - - K V - -  CK ---P--- ---Q--- - -MVA--  -AMPS-- -%rate- - ra te - -  u n i t  - A f  -At - A r  -2f -2t -20 -Ptosr 

73.9 20.0 Mva 14 14 14 10 10 10 -:::! 
48.1 1246.7 Amp 14 14 14 10 160 160 6.L 
46.8 12.5 Mva 14 14 14 10 10 10 -D.C 

16703 VALENCIA 115.00 16709 VALNCIA I  13.20 1 73.6 73.9 20.0 Mva 14 14 14 10 10 10 
16703 VALENCIA 115.00 16710 VALNCIA2 13.20 1 

4.1 
4.1 

53.9 
1.4 
1.4 
8.9 
2.2 
2.1 

-12.0 
-10.3 
28.6 

-12.8 

-17.3 
17.2 

-70.6 
30.4 
68.4 
29.8 
20.9 
11.7 
-8.8 

-63.7 
-63.7 
-2.9 
0.0 
0.0 
2.6 
0.0 

82.7 

14.8 
14.8 

5.9 
5.9 

58.3 
8.8 
8.8 

64.8 
53.0 

244.0 
47.5 

185.6 
33.4 
33.2 

231.7 
79.2 

182.5 
121.3 
89.9 
12.1 
8.9 

63.7 
63.7 

5.2 
0.0 
0.0 

95.1 
0.0 

366. a 
73.6 

588.5 
29.3 
29.2 

291 .O 
43.9 
43.9 

322.1 
264.3 
387.9 
237.4 
296.2 
167.0 
165.3 
371.8 
125.8 
290.2 
193.5 
144.2 
58.9 
43.7 

101.2 
101.2 
25.3 
0.0 
0.0 

472.9 
0.0 

46.8 
.44.1 
43.9 
43.9 
40.1 
39.9 
36.4 
35.8 
27.9 
25.2 
25.1 
24.8 
20.7 
19.3 
15.0 
10.6 
10.5 
7.3 
6.5 
6.5 
4.2 
0.0 
0.0 
0.0 
0.0 

12.5 Mva 
662.7 Amp 

20.0 Mva 
20.0 Mva 

803.3 Amp 
672.0 662.7 Amp Mva 

662.7 Amp 
612.0 Mva 
662.7 Amp 
662.7 Amp 

1499.4 Amp 
1124.6 A n p  
1548.0 Amp 
1365.1 Amp 
1365.1 Amp 
602.5 Amp 
602.5 Amp 

1548.0 Amp 
1548.0 Amp 
602.5 Amp 
100.0 Mva 
100.0 Mva 

0.0 Amp 
100.0 Mva 

14 14 14 10 10 10 
14 14 14 10 10 10 
14 14 14 10 10 10 
14 14 14 10 10 10 
14 14 14 10 10 140 
14 14 14 10 10 10 
14 14 14 10 160 160 
14 14 14 10 I O  10 
14 14 14 10 160 160 
14 14 14 10 10 10 
14 14 14 10 10 10 
14 14 14 10 10 160 
14 14 14 10 160 160 
14 14 14 10 10 160 
14 14 14 10 10 170 
14 14 14 10 170 170 
14 14 14 10 10 140 
14 14 14 10 191 191 
14 14 4 10 10 160 
14 14 4 10 10 160 
14 14 14 10 140 140 
14 14 14 10 10 161 
14 14 14 10 10 161 
14 14 14 10 170 191 
14 14 14 10 10 161 

- _ _  
0.c 

0.c 
1.5 
0.6 

0.0 
0.0 

0.1 
0.0 
0.0 

0.0 
0.0 
0.0 

0.0 

I 
I 
I 
I 
I 
1 
I 
I 
I 
I 
I 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
1 
I 
I 
I 
I 
I 
I 
I 
1 

* *  t-zone * *  Page 1 [citizens santa cruz\revised 6-18- 
02\scenario01\case02a\O3hs3sa~sl-cO4.sav~ 
Thu Jun 20 11:27:32 2 0 0 2  

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
Zone --------Zone - name--------------- Los 6-mw 
10 SANTA CRUZ 8.33 
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** t-fLow ** P a g e  1 [c:\psLf\pf-stab\citizens 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVE0 BASE CASE 
- -From-  --NAME-- - - K V - -  - - -To--  --NAME-- - - K V - -  CK . 
16703 VALENCIA 115.00 16709 VALNCIAI  13.20 1 
16703 VALENCIA 115.00 16710 VALNCIA2 13.20 1 
16700 KANTOR 115.00 19221 NOGALES 115.00 1 
16703 VALENCIA 115.00 16712 SONOITA 115.00 1 
16701 CANEZ 115.00 16706 CANE2 13.20 1 
16700 KANTOR 115.00 16705 KANTOR 13.20 1 
16702 SONOITA 115.00 16708 SONOITAZ 13.20 1 
16702 SONOITA 115.00 16707 SONOITAI 13.20 1 
16700 KANTOR 115.00 16701 CANEZ 115.00 1 
16701 CANE2 115.00 16702 SONOITA 115.00 1 
16101 GREENLEE 345.00 16104 SPRINGR 345.00 1 
14350 ADAMS 115.00 19221 NOGALES 115.00 1 
16103 SOUTH 345.00 16306 SO.3UP2 100.00 1 
16702 SONOITA 115.00 16712 SONOITA 115.00 1 
16105 V A I L  345.00 16308 VAIL.3UP 100.00 1 
16101 GREENLEE 345.00 16105 V A I L  345.00 1 
19047 DEL BAC 115.00 19221 NOGALES 115.00 1 
16103 SOUTH 345.00 16107 WESTWING 345.00 1 
16103 SOUTH 345.00 16105 V A I L  345.00 1 
19047 DEL BAC 115.00 19064 TUCSON 115.00 1 
16105 V A I L  345.00 17005 BICKNELL 345.00 1 
16101 GREENLEE 345.00 17010 GREEN-AE 345.00 1 

16103 SOUTH 345.00 16108 GATEWAY 345.00 1 
19047 DEL BAC 115.00 19201 BLACKMTN 115.00 1 
16108 GATEWAY 345.00 16313 GU.3WP 100.00 1 
16313 GU.3WP 100.00 16704 GATEWAY 115.00 1 
14350 ADAMS 115.00 17001 APACHE 115.00 1 
16313 GU.3WP 100.00 16711 GATEWAY 15.00 1 

16103 SOUTH 345.00 16108 GATEWAY 345.00 2 

I s a n t a  c r u z \ r e v i s e d  6-18-02\scenario01\case05\03hs3sa~s1-~05.sav1 Thu Jun 20 1: 

. - - p - - -  
18.4 
18.4 
-75.4 
-36.8 
7.4 
7.4 
11.0 
11.0 
68.1 
59.6 

-364.7 
68.2 
242.6 
37.3 
166.0 
221.2 
12.0 
-75.7 
-167.0 
-11.6 
-114.6 
-85.2 
0.0 
0.0 
-0.5 
0.0 
0.0 

-99.6 
0.0 

6.4 
-7.2 
7.5 
2.1 
2.0 
3.2 
3.1 
5.2 
-0.2 
54.3 
-2.8 
28.5 
-7.1 

-70.1 
25.8 
30.4 

82.7 

68.3 
-18.2 
30.1 
20.2 
-63.6 
-63.6 
-7.6 
0.0 
0.0 
-6.6 
0.0 

- -MVA--  
19.5 
19.5 
75.8 
37.6 
7.6 
7.6 
11.5 
11.5 

59.6 
368.7 
68.2 
244.3 
37.9 
185.4 
232.1 

81.6 
180.4 
21.6 
118.5 

63.6 
63.6 
7.6 
0.0 
0.0 
99.8 
0.0 

68.3 

28.5 

87.6 

-AMPS-- - % r a t e -  
108.2 97.5 
108.2 97.5 
407.7 61.5 
208.5 61.4 
42.0 61.1 
41.1 61.1 
63.3 57.4 
63.2 57.4 
367.3 55.5 
327.1 49.4 
591.6 48.3 

388.6 36.4 
209.1 31.6 
296.0 27.8 
372.4 24.8 
142.6 24.3 
129.7 20.9 
286.9 19.1 
108.0 17.9 
189.1 14.7 
140.6 10.3 
101.2 6.5 
101.2 6.5 
38.2 6.3 
0.0 0.0 
0.0 0.0 

502.4 0.0 
0.0 0.0 

343.5 42.8 

- r a t e - -  unit 
20.0 Mva 
20.0 Mva 

662.7 Amp 
340.0 Amp 
12.5 Mva 
12.5 Mva 
20.0 Mva  
20.0 Mva 
662.7 Amp 
662.7 Amp 
1246.7 Amp 

672.0 Mva 
662.7 Amp 
672.0 Mva 
1499.4 Amp 
602.5 Amp 
1124.6 Amp 
1548.0 Amp 
602.5 Amp 
1365.1 Amp 
1365.1 Amp 
1548.0 Amp 
1548.0 Amp 
602.5 Amp 
100.0 Mva 
100.0 Mva  

0.0 Amp 
100.0 Mva 

803.3 ~ m p  

- A f  - A t  - A r  - 2 f  
14 14 14 10 
14 14 14 10 
14 14 14 10 
14 14 14 10 
14 14 14 10 
14 14 14 10 
14 14 14 10 
14 14 14 10 
14 14 14 10 
14 14 14 10 
14 14 14 10 
14 14 14 10 
14 14 14 IO 
14 14 14 10 
14 14 14 10 
14 14 14 10 
14 14 14 10 
14 14 14 10 
14 14 14 10 
14 I4 14 10 
14 14 14 10 
14 14 14 10 
14 14 4 10 
14 14 4 10 
14 14 14 10 
14 14 14 10 
14 14 14 10 
14 14 14 10 
14 14 14 10 

- 2 t  -20 
10 10 
10 10 
10 10 
10 10 
10 10 
10 10 
10 10 
10 10 
10 10 
10 10 
160 160 
10 140 
160 160 
10 10 
160 160 
10 160 
10 140 
160 160 
10 160 
191 191 
10 170 
170 170 

10 160 
10 160 
140 140 
10 161 
10 161 
170 191 
10 161 

-Plos: 

2.S 
0.2 
0.C 

-0.c 
1 .I 
0.2 

K 

2: 

;:; I 
0.1 
0.1 
0.c 

0.0 
0.1 

0.0 
0.0 
-0.0 

::: I 



I 
I 
I 

* *  t-zone * *  Page 1 [c:\pslf\pf-stab\citizens santa cruz\revised 6-18- 
02\scenario0i\case05\O3hs3sa~sl-cO5.sav] 
Thu Jun 20 13:27:26 2002 
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** t-f low ** P a g e  1 [c:\pslf\pf-stab\citizens 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
- -From-  --NAME-- - -KV- -  - - - T o - -  --NAME-- - - K V - -  CK . 
16703 VALENCIA 115.00 16709 VALNCIAl  13.20 1 
16703 VALENCIA 115.00 16710 VALNCIA2 13.20 1 
16700 KANTOR 115.00 16705 KANTOR 13.20 1 
16701 CANEZ 115.00 16706 CANEZ 13.20 1 
16700 KANTOR 115.00 19221 NOGALES 115.00 1 
16702 SONOITA 115.00 16708 SONOITA2 13.20 1 
16702 SONOITA 115.00 16707 SONOITAI 13.20 1 
16703 VALENCIA 115.00 16712 SONOITA 115.00 1 
16700 KANTOR 115.00 16701 CANE2 115.00 1 
16701 CANE2 115.00 16702 SONOITA 115.00 1 
16101 GREENLEE 345.00 16104 SPRINGR 345.00 1 
14350 ADAMS 115.00 19221 NOGALES 115.00 I 
16103 SOUTH 345.00 16306 SO.3UP2 1 0 0 . 0 ~  1 
16702 SONOITA 115.00 16712 SONOITA 115.00 1 
16105 V A I L  345.00 16308 VAIL.3WP 100.00 1 
16101 GREENLEE 345.00 16105 V A l L  345.00 1 
16103 SOUTH 345.00 16107 WESTUING 345.00 1 
16103 SOUTH 345.00 16105 V A l L  345.00 1 
16105 V A I L  345.00 17005 BICKNELL 345.00 1 
16101 GREENLEE 345.00 17010 GREEN-AE 345.00 1 
19047 DEL BAC 115.00 19064 TUCSON 115.00 1 
19047 DEL BAC 115.00 19221 NOGALES 115.00 1 
16103 SOUTH 345.00 16108 GATEWAY 345.00 2 
16103 S W T H  345.00 16108 GATEWAY 345.00 1 
19047 DEL BAC 115.00 19201 BLACKMTN 115.00 1 
16313 GW.3WP 100.00 16704 GATEWAY 115.00 1 
16108 GATEWAY 345.00 16313 GU.3WP 100.00 1 
14350 ADAMS 115.00 17001 APACHE 115.00 1 
16313 GW.3WP 100.00 16711 GATEWAY 15.00 1 

1 s a n t a  c r u z \ r e v i s e d  6-18-02\scenario01\case06\03hs3sa~sl-c06.~avl T h u  J u n  20 It 

. - - P - - -  --4--- --MVA-- -AMPS-- - % r a t e -  - ra te- -  unit - A f  - A t  - A r  - 2 f  - 2 t  -20 -PLos: 

7.4 1.9 7.6 36.4 60.8 12.5 Mva 14 14 14 10 10 10 O.( 

-75.4 32.2 81.9 392.6 59.8 662.7 Amp 14 14 14 10 10 10 2.; 
11.0 2.9 11.4 53.8 57.0 20.0 Mva 14 14 14 10 10 10 
11.0 2.9 11.4 53.8 57.0 20.0 Mva 14 14 14 10 10 10 
-36.8 17.1 40.6 191.4 56.5 340.0 Amp 14 14 14 10 10 10 0.: 

59.5 -39.0 71.1 336.8 50.8 662.7 Amp 14 14 14 10 10 10 0.2 

70.0 -17.4 72.2 357.5 44.5 803.3 Amp 14 14 14 10 10 140 
242.5 28.7 244.2 388.1 36.4 672.0 Mva 14 14 14 10 160 160 
37.2 -17.0 40.9 192.8 29.1 662.7 Amp 14 14 14 10 10 10 0.c 
165.7 83.3 185.4 295.8 27.8 672.0 Mva 14 14 14 10 160 160 0.1 
220.9 -71.0 232.0 372.2 24.8 1499.4 Amp 14 14 14 10 10 160 2.t 

-166.8 67.7 180.0 286.1 19.0 1548.0 Amp 14 14 14 10 10 160 ::: 
-114.4 28.2 117.8 188.0 14.6 1365.1 Amp 14 14 14 10 10 170 0.1 

-10.0 -1.0 10.1 48.6 8.1 602.5 Amp 14 14 14 10 191 191 0.C 

18.4 5.6 19.2 90.8 96.2 20.0 Mva 14 14 14 10 10 10 
18.4 5.6 19.2 90.8 96.2 20.0 Mva 14 14 14 10 10 10 -:::I 
7.4 1.9 7.6 36.0 60.8 12.5 Mva 14 14 14 10 10 10 0.l 

68.0 -34.1 76.1 364.5 55.0 662.7 Amp 14 14 14 10 10 10 1.’ 

-365.0 54.9 369.1 592.1 48.4 1246.7 A W  14 14 14 IO 160 160 6.L 

-75.8 31.0 81.9 130.1 21.0 1124.6 Amp 14 14 14 10 160 160 

-84.5 20.2 86.8 139.3 10.3 1365.1 Amp 14 14 14 10 170 170 0.C 

10.0 0.2 10.0 48.1 8.0 602.5 Amp 14 14 14 10 10 140 
0.0 -63.7 63.7 101.3 6.5 1548.0 Amp 14 14 4 10 10 160 ::E I 
0.0 -63.7 63.7 101.3 6.5 1548.0 Amp 14 14 4 IO 10 160 0.C 
0.1 0.9 0.9 4.3 1.3 602.5 Amp 14 14 14 10 140 140 0.C 
0.0 -0.0 0.0 0.0 0.0 100.0 #va 14 14 14 10 10 161 -0.C 
0.0 0.0 0.0 0.0 0.0 100.0 Mva 14 14 14 10 10 161 0.C 

0.0 0.0 0.0 0.0 0.0 100.0 Mva 14 14 14 10 10 161 
-101.4 8.0 101.8 503.9 0.0 0.0 Amp 14 14 14 10 170 191 I 

1 
1 
1 
1 
1 
1 
1 
1 
1 
I 
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* *  t-zone * *  Page 1 [c:\pslf\pf-stab\citizens santa cruz\revised 6-18- 
02\scenario01\case06\03hs3sa~sl-c06.sav] 
Thu Jun 20 14:04:59 2002 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
Zone --------Zone name--------------- Loss mw 
10 SANTA CRUZ 11.00 
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** t-fLow ** Page  1 [c:\pslf\pf-stab\citizens santa c r u z \ r e v i s e d  6-18-02\scenario0l\caseO7\03hs3sa~sl-c07.~avi F r i  Jun 28 1 1  

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
--From- --NAME-- - - K V - -  - - - T o - -  --NAME-- - -KV- -  CK - - - p - - -  ---Q--- - -MVA--  -AMPS-- - % r a t e -  - ra te- -  unit - A f  - A t  - A r  - 2 f  -2t -Zo  - P L O S S  

22.0 8.0 23.4 16703 VALENCIA 115.00 
16703 VALENCIA 115.00 
16701 CANEZ 115.00 
16700 KANTOR 115.00 
16700 KANTOR 115.00 
16703 VALENCIA 115.00 
16702 SONOITA 115.00 
16702 SONOITA 115.00 
16700 KANTOR 115.00 
16701 CANEZ 115.00 
16101 GREENLEE 345.00 
14350 ADAMS 115.00 
16103 SOUTH 345.00 
16702 SONOITA 115.00 
16105 V A I L  345.00 
16101 GREENLEE 345.00 
19047 DEL BAC 115.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
19047 DEL BAC 115.00 
16105 V A I L  345.00 
16101 GREENLEE 345.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
19047 DEL BAC 115.00 
16313 GU.3WP 100.00 
16108 GATEWAY 345.00 
14350 ADAMS 115.00 
16313 GU.3WP 100.00 

16709 VALNCIAI  13.20 1 
16710 VALNCIA2 13.20 1 
16706 CANE2 13.20 1 
16705 KANTOR 13.20 1 
19221 NOGALES 115.00 1 
16712 SONOITA 115.00 

16707 SONOITAI 13.20 
16701 CANE2 115.00 
16702 SONOITA 115.00 
16104 SPRINGR 345.00 
19221 NOGALES 115.00 
16306 S0.3UP2 100.00 
16712 SONOITA 115.00 

16105 V A I L  345.00 
19221 NOGALES 115.00 
16107 WESTWING 345.00 
16105 V A I L  345.00 
19064 TUCSON 115.00 
17005 BICKNELL 345.00 
17010 GREEN-AE 345.00 

16708 SONOITAZ 13.20 

16308 VAIL.~UP 1oo.00 

16108 GATEWAY 345.00 
16108 GATEWAY 345.00 
19201 BLACKMTN 115.00 
16704 GATEWAY 115.00 
16313 GU.3UP 100.00 
17001 APACHE 115.00 
16711 GATEWAY 15.00 

22.0 
8.8 
8.8 

-90.6 
-44.0 
13.2 
13.2 
81.8 
71.4 

-366.6 
73.6 
242.8 
44.6 
165.6 
221.4 
23.1 
-78.0 
-164.9 
-19.0 
-111.9 

0.0 
0.0 
-4.1 
0.0 
0.0 

-105.0 
0.0 

-82.7 

8.0 
2.5 
2.5 
10.3 
6.5 
3.9 
3.9 

-12.8 
-20.2 
55.0 
-6.7 

-5.9 

-70.4 
17.5 
30.9 
67.8 
-12.6 

19.6 
-63.7 
-63.7 
-4.9 
-0.0 
0.0 
-2.7 
0.0 

28.7 

83.1 

28.9 

23.4 
9.2 
9.2 
91.2 
44.5 
13.8 
13.8 

74.2 
370.7 
73.9 
244.5 
45.0 

232.3 
29.0 

178.3 
22.8 
115.6 
85.0 
63.7 
63.7 
6.4 
0.0 
0.0 

105.0 
0.0 

82.8 

185.3 

83.9 

123.9 
48.0 
47.7 
474.5 
235.3 
72.1 
72.0 

594.7 
370.7 

235.7 
295.6 
372.8 
143.9 
133.4 

113.0 

136.4 
101 .2 
101.2 
31.9 
0.0 
0.0 

526.9 
0.0 

430.8 
388.4 

388. a 

283.5 

184.4 

123.9 117.2 
117.2 
73.3 
73.3 
71.7 
69.3 
68.8 

65.0 
58.6 

46.1 
36.5 
35.6 

24.9 
24.3 
21.1 

14.3 
10.0 
6.5 
6.5 
5.3 
0.0 
0.0 
0.0 
0.0 

68.8 

48.6 

27. a 

18.9 
18.8 

20.0 Mva 
20.0 Mva 
12.5 Mva 
12.5 Mva 

662.7 Amp 
340.0 Amp 
20.0 Mva 
20.0 Mva 
662.7 Amp 
662.7 Amp 
1246.7 Amp 

672.0 Mva 
662.7 Anp 
672.0 Mva 
1499.4 Amp 
602.5 Amp 
1124.6 Amp 
1548.0 Amp 
602.5 Amp 
1365.1 Amp 
1365.1 Amp 
1548.0 Amp 
1548.0 ~ m p  

100.0 Mva 
100.0 Mva 

0.0 Amp 
100.0 Mva 

803.3 ~ m p  

602.5 Amp 

14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 4 
14 14 4 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 

10 10 10 
10 10 10 
10 10 10 
IO 10 10 
10 10 10 
10 10 10 
10 10 10 
10 10 10 
10 10 10 
10 10 10 
10 160 160 
10 10 140 
10 160 160 
10 10 10 
10 160 160 
10 10 160 
10 10 140 
10 160 160 
10 10 160 
10 191 191 
10 10 170 
10 170 170 
10 10 160 
10 10 160 
10 140 140 
10 10 161 
10 10 161 
10 170 191 
10 10 161 

E I 
0.c 
0.c 
3.5 

1.5 
0.3 
6.5 

0.1 
0.0 

0.1 
0.0 
0.1 

0.0 
0.0 
0.0 

0.0 

I 
I 
I 
I 
I 
I 
I 

I 
I 
I 



I 
1 
I 
I 
1 
I 
I 
I 
I 
I 
3 
I 
I 
I 
I 
I 
I 
I 
I 

** t-zone **  Page 1 [c:\pslf\pf-stab\citizens santa cruz\revised 6-18- 
02\scenario01\case07\03hs3sa~sl-cO7.savI 
F r i  Jun 28 11:29:31 2002 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
Zone --------Zone name--------------- Loss mw 
10 SANTA CRUZ 13.34 
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** t-flow ** P a g e  1 [ c i t i z e n s  santa c r u z \ r e v i s e d  6-18-02\scenario01\case08\03hs3sa_sl 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
--From- --NAME-- - - K V - -  - - - T o - -  --NAME-- - -KV- -  CK ---P--- - - - O - - -  --MVA-- -AMPS-- - % r a t e -  
16703 VALENCIA 115.00 16709 VALNCIAI  13.20 1 17.6 93.1 88.1 
16703 VALENCIA 115.00 16710 VALNCIA2 13.20 1 17.6 93.1 88.1 
16701 CANE2 115.00 16706 CANE2 13.20 1 55.5 

55.5 
55.4 
53.7 

16700 KANTOR 115.00 
16703 VALENCIA 115.00 
16700 KANTOR 115.00 
16702 SONOITA 115.00 
16702 SONOITA 115.00 
16700 KANTOR 115.00 
16101 GREENLEE 345.00 
16701 CANE2 115.00 
14350 ADAMS 115.00 
16103 SOUTH 345.00 
16702 SONOITA 115.00 
16105 V A I L  345.00 
161 01 GREENLEE 345 .OO 
16103 S W T H  345.00 
16103 S W T H  345.00 
19047 DEL BAC 115.00 
16105 V A I L  345.00 
19047 DEL 8AC 115.00 
16101 GREENLEE 345.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
19047 DEL BAC 115.00 
16313 GW.3WP 100.00 
16108 GATEWAY 345.00 
14350 ADAMS 115.00 
16313 GU.3UP 100.00 

16705 KANTOR 13.20 1 
16712 SONOITA 115.00 1 
19221 NOGALES 115.00 1 
16708 SONOITA2 13.20 1 
16707 SONOITAI 13.20 1 
16701 CANE2 115.00 1 
16104 SPRINGR 345.00 1 
16702 SONOITA 115.00 1 
19221 NOGALES 115.00 1 
16306 SO.3WP2 100.00 1 
16712 SONOITA 115.00 1 
16308 VAIL .3UP 100.00 1 
16105 V A I L  345.00 1 
16107 WESTWING 345.00 1 
16105 V A I L  345.00 1 
19221 NOGALES 115.00 1 
17005 BICKNELL 345.00 1 
19064 TUCSON 115.00 1 
17010 GREEN-AE 345.00 1 
16108 GATEWAY 345.00 2 
16108 GATEWAY 345.00 1 
19201 BLACKMTN 115.00 1 
16704 GATEWAY 115.00 1 
16313 GU.3WP 100.00 1 
17001 APACHE 115.00 1 
16711 GATEWAY 15.00 1 

16.8 
16.8 
6.7 
6.7 

-33.5 
-68.5 
10.1 
10.1 
61.8 

-363.9 
54.2 
66.4 
242.5 
33.9 
166.1 
221 .o 
-74.7 
-167.9 

6.0 
-115.8 
-7.5 
-86.1 
0.0 
0.0 
1.4 
0.0 
0.0 

-97.8 
0.0 

5.4 
5.4 
1 .a 
1 .a 
-0.1 
2.7 
2.7 
-1.7 
54.2 
-5.7 
-7.0 
28.6 
-11.6 
82.7 
-70.3 
30.4 
68.3 
19.4 
29.9 
-14.0 
20.5 
-63.7 
-63.7 
-5.5 
-0.0 
0.0 
-2.4 
0.0 

11.8 

6.9 
6.9 
35.5 
68.5 
10.4 
10.4 
61.8 
367.9 
54.5 
66.8 
244.2 
35.8 
185.5 
231.9 
80.6 
181.2 
20.3 
119.6 
15.8 
88.5 
63.7 
63.7 
5.6 
0.0 
0.0 
97.9 
0.0 

36.5 
36.1 
187.9 
356.1 
54.9 
54.9 
321 -3 
590.4 

334.5 
388.3 
188.9 
296.0 
372.2 
128.2 
288.2 
100.6 
190.8 
78.4 
142.0 
101.2 
101.2 
28.0 
0.0 
0.0 

490.0 
0.0 

286. a 

- c 0 8 . s a v l  

- r a t e - -  unit 
20.0 Mva 
20.0 Mva 
12.5 Mva 
12.5 Mva 
340.0 Amp 
662.7 Ama 

52.1 20.0 M i a  
52.1 20.0 Mva 
48.5 662.7 Amp 
48.2 1246.7 Amp 
43.3 662.7 Amp 
41.6 803.3 Amp 
36.4 672.0 Mva 
28.5 662.7 Amp 
27.8 672.0 Mva 
24.8 1499.4 Amp 
20.8 1124.6 Amp 
19.2 1548.0 Amp 
17.4 602.5 Amp 
14.8 1365.1 Amp 
13.0 602.5 Amp 
10.4 1365.1 Amp 
6.5 1548.0 Amp 
6.5 1548.0 Amp 
4.6 602.5 Amp 
0.0 100.0 Mva 
0.0 100.0 Mva 

0.0 100.0 Mva 
0.0 0.0 Amp 

Wed Jun 26 15:09:37 2002 

- A f  
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 

- A t  
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 

- A r  - 2 f  
14 10 
14 10 
14 10 
14 10 
14 10 
14 10 
14 IO 
14 10 
14 10 
14 10 
14 10 
14 10 
14 10 
14 10 
14 10 
14 10 
14 10 
14 10 
14 10 
14 10 

- 2 t  -20 
10 10 
10 10 
10 10 
10 10 
10 10 
10 10 
10 10 
10 10 
10 10 
160 160 
10 10 
10 140 
160 160 
10 10 
160 160 
10 160 
160 160 
10 160 
10 140 
10 170 

- P l o s e  
-0.C 
-0.c 
-0.c 
0.c 
0.3 
2.2 
0.c 

-0.c 
0.8 
6.4 
0.1 
1.6 
0.1 
0.0 
0.0 
2.6 
0.5 
0.1 
0.0 
0.1 

1 
1 
1 

_ .  
14 14 14 IO  191 191 0.0 _ _ _  
14 14 14 10 170 170 0.0 
14 14 4 10 10 160 
14 14 4 10 10 160 1 14 14 14 IO ibo ihn n n - - -  
14 14 14 IO 'ID 161 n.n -.- 
14 14 14 IO I O  161 0.0 
14 14 14 10 170 191 
14 14 14 10 10 161 ::: I 

1 
1 



I 
I 
I 
I 
I 
I 
I 
I 
I 

* *  t-zone * *  Page 1 [citizens santa cruz\revised 6-18- 
02\scenario01\case08\03hs3sa~sl-c08.sav] 
Wed Jun 26 15:10:08 2002 

WESTERN SYSTEMS COORDINATING COUNCIL 

Zone - - - - - - - -  Zone name---------------  os s-mw 
10 SANTA CRUZ 9.89 

2003 HS3-SA APPROVED BASE CASE 



I 
I 
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I 
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I 
I 
I 
I 
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I 
I 
I 
I 
I 
I 
I 
I 
1 .  
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

SIR 
0 .  .V)  I - -  



16701 CANE2 115.00 
16700 KANTOR 115.00 
16700 KANTOR 115.00 
16703 VALENCIA 115.00 
16702 SONOITA 115.00 
16702 SONOITA 115.00 
14350 ADAMS 115.00 
16700 KANTOR 115.00 
16103 SOUTH 345.00 
16701 CANE2 115.00 
16105 V A I L  345.00 
16101 GREENLEE 345.00 
16702 SONOITA 115.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
16105 V A I L  345.00 
19047 DEL BAC 115.00 
16101 GREENLEE 345.00 
19047 DEL BAC 115.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
19047 DEL BAC 115.00 
16313 GW.3WP 100.00 
16108 GATEWAY 345.00 
14350 ADAMS 115.00 
16313 GU.3WP 100.00 

16706 CANEZ 13.20 1 
16705 KANTOR 13.20 1 
19221 NOGALES 115.00 1 
16712 SONOITA 115.00 1 
16708 SONOITA2 13.20 1 
16707 SONOITAI 13.20 1 
19221 NOGALES 115.00 1 
16701 CANEZ 115.00 I 
16306 SO.3WP2 100.00 1 
16702 SONOITA 115.00 1 
16308 VAIL.3WP 100.00 1 
16105 V A I L  345.00 1 
16712 SONOITA 115.00 1 
16107 UESTWING 345.00 1 
16105 V A I L  345.00 1 
17005 BICKNELL 345.00 1 
19221 NOGALES 115.00 1 
17010 GREEN-AE 345.00 1 
19064 TUCSON 115.00 1 
16108 GATEWAY 345.00 1 
16108 GATEWAY 345.00 2 
19201 BLACKMTN 115.00 1 
16704 GATEWAY 115.00 1 
16313 GW.3WP 100.00 1 
17001 APACHE 115.00 1 
16711 GATEWAY 15.00 1 

14.2 
14.2 

-362.8 
5.7 
5.7 

-57.7 
-28.4 
8.5 
8.5 
63.7 
52.1 
242.3 
45.8 
166.2 
220.7 
28.6 
-73.1 
-169.2 
-117.6 
-2.8 
-87.4 
-1.4 
0.0 
0.0 
4.3 
-0.0 
0.0 

-95.1 
0.0 

4.2 
4.2 
53.9 
1.4 
1.4 
8.5 
-8.3 
2.2 
2.1 

-11.8 
-9.9 
28.6 
-12.4 
82.7 
-70.6 
8.2 
30.4 
68.4 
29.8 
12.0 
20.9 
-9.0 
-63.7 
-63.7 
-2.9 
-0.0 
0.0 
2.4 
0.0 

I 
** t-flow ** P a g e  1 [c:\pslf\pf-stab\citizens s a n t a  c r u z \ r e v i s e d  6-18-02\scenario0l\case09\03hs3sa~sl-c09.~avl Wed J u n  26 1: 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
- -From-  --NAME-- - - K V - -  - - - T o - -  --NAME-- - - K V - -  CK - - - P - - -  - - - G I - - -  --MVA-- -AMPS-- -%rate- - rate--  unit - A f  - A t  - A r  -2f -2t -20 -PLos: 
16703 VALENCIA 115.00 16709 VALNCIAI  13.20 1 14.8 75.0 74.0 20.0 Mva 14 14 14 10 10 10 
16703 VALENCIA 115.00 16710 VALNCIAZ 13.20 1 14.8 75.0 73.9 20.0 Mva 14 14 14 10 10 10 
16101 GREENLEE 345.00 16104 SPRINGR 345.00 1 366.8 588.5 48.1 1246.7 Amp 14 14 14 10 160 160 

5.9 
5.9 
58.4 
29.6 
8.8 
8.8 
64.7 
53.0 
244.0 
47.4 
185.6 
231.7 
29.8 
79.2 
182.5 
121.3 
12.3 
89.9 
9.1 
63.7 
63.7 
5.2 
0.0 
0.0 
95.1 
0.0 

29.3 
29.2 
291.5 
150.1 
44.0 
44.0 
322.1 
264.7 
387.9 
237.7 
296.2 
371.8 
149.2 
125.9 
290.2 
193.5 
60.1 
144.2 
44.7 
101.2 
101.2 
25.4 
0.0 
0.0 

473.1 
0.0 

46.8 12.5 Mva 
46.8 12.5 Mva 
44.2 662.7 Amp 
44.1 340.0 A m  

4.2 
0.0 
0.0 
0.0 
0.0 

43.9 20.0 Mva 
43.9 20.0 Mva 
40.1 803.3 Amp 
39.9 662.7 Amp 
36.4 672.0 Mva 
35.9 662.7 Amp 
27.9 672.0 Mva 
24.8 1499.4 Amp 
22.6 662.7 Amp 
20.7 1124.6 Amp 
19.3 1548.0 Amp 
15.0 1365.1 Amp 
10.7 602.5 Amp 
10.6 1365.1 Amp 
7.4 602.5 Amp 
6.5 1548.0 Amp 
6.5 1548.0 Amp 

602.5 Amp 
100.0 Mva 
100.0 Mva 
0.0 Amp 

100.0 Mva 

14 14 14 10 10 10 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 

14 14 14 14 14 14 
14 14 14 
14 14 14 
14 14 4 
14 14 4 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 

10 10 10 
10 10 10 
10 10 10 
10 10 10 
10 10 10 
10 10 140 
10 10 10 
10 160 160 
10 70 10 
10 160 160 
10 10 160 
10 10 10 
10 160 160 
10 10 160 
10 10 170 
10 10 140 
10 170 170 
10 191 191 
10 10 160 
10 10 160 
10 140 140 
10 10 161 
10 10 161 
10 170 191 
10 10 161 

- O . (  It: I 
::; 1 
0.t :::I 
!:i I 
I;; I 
A:: I 
I 
I 
I 
1 
I 
I 
I 
1 
I 
I 
I 

-0.c 
I.! 

-0.t 
1 .f 
0.t 

2.t 
0.1 

0.1 
0.c 
0.c 

0.c 
-0.c 
-0.c 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

* *  t-zone * *  Page 1 [c:\pslf\pf-stab\citizens santa cruz\revised 6-18- 
02\scenario01\caseQ9\O3hs3sa~sl-cO9.savl 
Wed Jun 26 17:04:40 2002 
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** t-flow ** P a g e  1 [ c i t i z e n s  santa c r u z \ r e v i s e d  6-18-02\scenario01\caseO9a\O3hs3sa_sl-c09a.~avl 

16703 VALENCIA 115.00 
16703 VALENCIA 115.00 
16101 GREENLEE 345.00 
16703 VALENCIA 115.00 
16701 CANEZ 115.00 
16700 KANTOR 115.00 
16700 KANTOR 115.00 
16702 SONOITA 115.00 
16702 SONOITA 115.00 
16700 KANTOR 115.00 
14350 ADAMS 115.00 
1670'1 CANEZ 115.00 
16103 SOUTH 345.00 
16105 V A I L  345.00 
16101 GREENLEE 345.00 
16702 SONOITA 115.00 
16103 SOUTH 345.00 
19047 DEL BAC 115.00 
16103 SOUTH 345.00 
16105 V A I L  345.00 
19047 DEL BAC 115.00 
16101 GREENLEE 345.00 
19047 DEL BAC 115.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
16313 GW.3WP 100.00 
16108 GATEWAY 345.00 
14350 AOAMS 115.00 
16313 GU.3WP 100.00 

16709 
1671 0 
16104 
16712 
16706 
16705 
19221 
16708 
16707 
1 670 1 
19221 
16702 
16306 
16308 
16105 
16712 
16107 
19221 
16105 
17005 
19064 
17010 
19201 
16108 
16108 
16704 
16313 
17001 
16711 

VALNCIAI  
VALNCIA2 
SPRINGR 
SON01 TA 
CAN E 2 
KANTOR 
NOGALES 
SONOITA2 
SONOITAI 
CANEZ 
NOGALES 
SONOITA 
SO.3WP2 
VAIL.3WP 
VAI  L 
SONOITA 
WESTWING 
NOGALES 
V A I L  
B l  CKNELL 
TUCSON 
GREEN-AE 
BLACKMTN 
GATEWAY 
GATEWAY 
GATEWAY 
GU .3WP 
APACHE 
GATEUAY 

13.20 I 
13.20 1 

345.00 1 
115.00 1 
13.20 1 
13.20 1 
115.00 1 
13.20 1 
13.20 1 
115.00 1 
115.00 1 
115.00 1 
100.00 1 
100.00 1 
345.00 1 
115.00 1 
345.00 1 
115.00 1 
345.00 1 
345.00 1 
115.00 1 
345.00 1 
115.00 1 
345.00 1 
345.00 2 
115.00 1 
100.00 1 
115.00 1 
15.00 1 

14.2 
14.2 

-362.7 
-28.4 
5.7 
5.7 

-57.9 
8.5 
8.5 
52.2 
62.8 
45.8 
242.3 
166.4 
220.9 
28.7 
-73.1 
-1.7 

-169.3 
-117.6 
-2.3 
-87.8 
4.0 
0.0 
0.0 
0.0 
0.0 

-94.2 
0.0 

4.4 
4.4 
53.7 

1.5 
1.5 
-9.3 
2.2 
2.2 
7.9 
-5.1 
4.9 
28.5 
82.4 
-70.2 
8.8 
30.1 
23.8 
68.7 
30.7 
-16.9 
20.9 
-6.9 
-63.6 
-63.6 
-0.0 
0.0 
-4.3 
0.0 

-8.8 

14.9 
14.9 
366.6 
29.7 
5.9 
5.9 
58.6 
8.8 
8.8 
52.8 
63.0 
46.1 
244.0 
185.6 
231.8 
30.0 
79.0 
23.9 
182.7 
121.6 
17.1 
90.2 
7.9 
63.6 
63.6 
0.0 
0.0 
94.3 
0.0 

81.4 
81.4 
588.3 
162.8 
31.5 
30.9 
309.2 
47.5 
47.5 
278.4 
316.0 
247.8 
388.1 
296.3 
371.9 
161.9 
125.7 
118.5 
290.6 
194.0 
84.9 
144.8 
39.4 
101.2 
101.2 
0.0 
0.0 

472.9 
0.0 

74.3 
74.3 
48.1 
47.9 
46.9 
46.9 
46.7 
44.0 
44.0 
42.1 
39.3 
37.4 
36.4 
27.8 
24.8 
24.5 
20.7 
20.4 
19.3 
15.0 
14.1 
10.7 
6.5 
6.5 
6.5 
0.0 
0.0 
0.0 
0.0 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
--From- --NAME-- - - K V - -  - - - T o - -  --NAME-- - -KV--  CK ---p--- - - - Q - - -  --MVA-- -AMPS-- - % r a t e -  - r a t e - -  unit 

20.0 Mva 
20.0 Mva 

1246.7 Amp 
340.0 Amp 
12.5 Mva 
12.5 Mva 
662.7 Amp 
20.0 Mva 
20.0 Mva 
662.7 Amp 
803.3 Amp 
662.7 Amp 
672.0 Mva 
672.0 Mva 
1499.4 Amp 
662.7 h l D  

1 Ued Jun 26 17:00:23 2002 

- A f  - A t  - A r  - 2 f  - 2 t  -20 - P l o s s  
14 14 14 10 10 10 -0.C 
14 14 14 10 10 10 
14 14 14 10 160 160 -:::I 
14 14 14 10 10 10 0.2 
14 14 14 10 10 10 -0.C 
14 14 14 10 10 10 -0.C 
14 14 14 10 10 10 
14 14 14 10 10 10 -A:: 
14 14 14 10 10 10 -0.t 
14 14 14 10 10 10 0.6 
14 14 14 10 10 140 1.5 
14 14 14 10 10 10 
14 14 14 10 160 160 ::: I 
14 14 14 10 160 160 0.0 
14 14 14 10 10 160 2.0 
14 14 14 IO IO IO 0 . 0  - _ -  

1124.6 14 14 14 IO 160 160 
602.5 Amp 14 14 14 10 10 140 "0; I 
1548.0 Amp 14 14 14 10 10 160 0.2 
1365.1 Amp 14 14 14 10 10 170 0.1 
602.5 Amp 14 14 14 10 191 191 0.0 
1365.1 Amp 14 14 14 10 170 170 0.0 
602.5 Amp 14 14 14 10 140 140 

1548.0 Amp 14 14 4 10 IO 160 0.0 
100.0 Mva 14 14 14 10 10 161 0.0 
100.0 Mva 14 14 14 10 10 161 0.0 

1548.0 Amp 14 14 4 10 10 160 ::! I 
0.0 Amp 14 14 14 10 170 191 

100.0 Mva  14 14 14 10 10 161 A:! I 
1 
1 
1 
1 
1 
1 
1 
1 
1 
1 
1 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
1 
I 

* *  t-zone * *  Page 1 [citizens santa cruz\revised 6-18- 
02\scenario01\case09a\03hs3sa~s1-~09a.sav] 
Wed Jun 26 17:00:40 2002  

WESTERN SYSTEMS COORDINATING COUNCIL 

Zone --------Zone name--------------- Loss-rnw 
1 0  SANTA CRUZ 8.72 

2003 HS3-SA APPROVED BASE CASE 

I 
I 



1 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

i!  
E I *-  

+- 

d 



16703 VALENCIA 115.00 
16703 VALENCIA 115.00 
16101 GREENLEE 345.00 
16701 CANEZ 115.00 
16700 KANTOR 115.00 
16703 VALENCIA 115.00 
16700 KANTOR 115.00 
16702 SONOITA 115.00 
16702 SONOITA 115.00 
16700 KANTOR 115.00 
14350 ADAMS 115.00 
16103 SOUTH 345.00 
16701 CANEZ 115.00 
16105 V A I L  345.00 
16101 GREENLEE 345.00 
16702 SONOITA 115.00 
16103 S W T H  345.00 
16103 SOUTH 345.00 
19047 DEL BAC 115.00 
16105 V A I L  345.00 
19047 DEL BAC 115.00 
16101 GREENLEE 345.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
19047 DEL BAC 115.00 
16313 GW.3WP 100.00 
16108 GATEWAY 345.00 
14350 ADAMS 115.00 
16313 GW.3WP 100.00 

16709 
1671 0 
16104 
16706 
16705 
16712 
19221 
16708 
16707 
1670 1 
19221 
16306 
16702 
16308 
16105 
16712 
16107 
16105 
1922 1 
17005 
19064 
17010 
16108 
16108 
19201 
16704 
16313 
17001 
1671 1 

VALN C I A I  
VALNCIA2 
SPR I NGR 
CANEZ 
KANTOR 
SONOI TA 
NOGALES 
SONOITA2 
SONOI TA? 
CANEZ 
NOGALES 
SO.3WP2 
SONOI TA 
VA I L .3WP 
V A I L  
SONOITA 
WESTWI NG 
V A I L  
NOGAL E S 
B I CKNELL 
TUCSON 
GREEN-AE 
GATEUAY 
GATEWAY 
BLACKMTN 
GATEWAY 
GW.3WP 
APACHE 
GATEWAY 

13.20 1 
13.20 1 
345.00 1 
13.20 1 
13.20 1 
115.00 1 
115.00 1 
13.20 1 
13.20 1 
115.00 1 
115.00 1 
100.00 1 
115.00 1 
100.00 1 
345.00 1 
115.00 1 
345.00 1 
345.00 1 
115.00 1 
345.00 1 
115.00 1 
345.00 1 
345.00 1 
345.00 2 
115.00 1 
115.00 1 
100.00 1 
115.00 1 
15.00 1 

14.2 
14.2 

-362.7 
5.7 
5.7 

-28.4 
-57.8 
8.5 
8.5 
52.1 
63.1 
242.3 

166.3 
220.8 
28.7 
-73.1 
-169.3 
-2.1 

-117.6 
-2.0 
-87.7 
0.0 
0.0 
4.1 
0.0 
0.0 

-94.5 
0.0 

45.8 

4.3 
4.3 
53.8 
1.4 
1.4 
-8.6 
-3.8 
2.2 
2.2 
2.4 
-7.2 
28.5 
-0.4 
82.5 
-70.3 
8.6 
30.2 
68.6 
20.0 
30.4 
-14.4 
20.9 
-63.6 
-63.6 
-5.6 
0.0 
0.0 
-2.2 
0.0 

I 
** t - f l o w  ** P a g e  1 [ c i t i z e n s  santa c r u z \ r e v i s e d  6-18-O2\scenario01\caseO9b\O3hs3sa~sl-c09b.~avl Wed Jun 26 17:11:57 2002 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
--From- --NAME-- - -KV- -  - - - T o - -  --NAME-- - - K V - -  CK - - - P - - -  - - - Q - - -  --MVA-- -AMPS-- - % r a t e -  - r a t e - -  unit - A f  - A t  - A r  -2 f  -Zt -20 -PLos!  

74.2 20.0 Mva 14 14 14 10 10 10 -0.1 
74.2 20.0 Mva 14 14 14 10 10 10 
48.1 1246.7 Amp 14 14 14 10 160 160 :::I 
46.9 12.5 Mva 14 14 14 10 10 10 -O.( 
46.9 12.5 Mva 14 14 14 10 10 10 -0.f 
46.6 340.0 Amp 14 14 14 10 10 10 0.; 
45.3 662.7 Amp 14 14 14 10 10 10 
44.0 20.0 Mva 14 14 14 10 10 10 
44.0 20.0 Mva 14 14 14 10 10 10 -0.t 
40.8 662.7 Amp 14 14 14 10 10 10 0.t 
39.5 803.3 Amp 14 14 14 10 10 140 I.! 
36.4 672.0 Mva 14 14 14 10 160 160 
36.3 662.7 Amp 14 14 14 10 10 10 ::'I 
27.9 672.0 Mva 14 14 14 10 160 160 O.( 
24.8 1499.4 Amp 14 14 I4 10 10 160 2.t 
23.8 662.7 Amp 14 14 14 10 10 10 O.( 
20.7 1124.6 Amp 14 14 14 10 160 160 
19.3 1548.0 Amp 14 14 14 10 10 160 
17.2 602.5 Amp 14 14 14 10 10 140 0.t 
15.0 1365.1 AmD 14 14 14 10 10 170 0.f 

14.8 
14.8 
366.7 
5.9 
5.9 
29.7 
57.9 
8.8 
8.8 
52.2 
63.5 
244.0 

185.6 
231.8 
29.9 
79.1 
182.7 
20.1 
121.5 
14.5 
90.1 
63.6 
63.6 
6.9 
0.0 
0.0 
94.5 
0.0 

45.8 

79.2 
79.2 
588.3 
30.8 
30.4 
158.4 
300.1 
46.3 
46.3 
270.3 
317.5 
388.0 
240.6 
296.2 
371.9 
157.5 
125.7 
290.5 
99.5 
193.9 
71.9 
144.6 
101.2 
101.2 
34.4 

0.D 
0.0 

472.6 
0.0 

11.9 602.5 Ami, 
10.6 1365.1 Amp 
6.5 1548.0 Amp 
6.5 1548.0 Amp 
5.7 602.5 Amp 
0.0 100.0 Mva 
0.0 100.0 Mva 
0.0 0.0 Amp 
0.0 100.0 Mva 

14 14 14 14 14 14 

14 14 4 
14 14 4 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 

10 191 191 
IO 170 170 
10 10 I60 
10 10 760 
10 140 140 
10 10 161 
10 10 161 
10 170 191 
10 10 161 

0.t 
0.1 
0.C 
0.C 
0.c 
0.c 

-0.c 
1.2 
0.c 

I 
I 

I 
I 

I 



I 
I 
I 

I 
I 
I 

I 
1 
I 
I 
I 

* *  t-zone * *  Page 1 [citizens santa cruz\revised 6-18- 
02\scenario01\case09b\O3hs3sa~sl-cO9b.savl 
Wed Jun 26 17:12:16 2002 



'I Br.  
5 -  

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 



I 
I 
I 
I 
I 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

m 



** t-flow ** P a g e  1 [ c i t i z e n s  santa c r u z \ r e v i  

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
- -From-  --NAME-- - -KV- -  - - -To- -  --NAME-- - - K V - -  CK 
16703 VALENCIA 115.00 16709 VALNCIAI  13.20 1 
16703 VALENCIA 115.00 16710 VALNCIAZ 13.20 1 
16101 GREENLEE 345.00 16104 SPRINGR 345.00 1 
16701 CANE2 115.00 16706 CANE2 13.20 1 
16700 KANTOR 115.00 16705 KANTOR 13.20 1 
16703 VALENCIA 115.00 16712 SONOITA 115.00 1 
16700 KANTOR 115.00 19221 NOGALES 115.00 1 
16702 SONOITA 115.00 16708 SONOITA2 13.20 1 
16702 SONOITA 115.00 16707 SONOITAI 13.20 1 
16700 KANTOR 115.00 16701 CANEZ 115.00 1 
14350 ADAMS 115.00 19221 NOGALES 115.00 1 
16103 SOUTH 345.00 16306 SO.3WP2 100.00 1 
16701 CANEZ 115.00 16702 SONOITA 115.00 1 
16105 V A I L  345.00 16308 VAIL.3WP 100.00 1 
16101 GREENLEE 345.00 16105 V A I L  345.00 1 
16702 SONOITA 115.00 16712 SONOITA 115.00 1 
16103 S W T H  345.00 16107 WESTWING 345.00 1 
16103 S W T H  345.00 16105 V A I L  345.00 1 
16105 V A I L  345.00 17005 BICKNELL 345.00 1 
19047 DEL BAC 115.00 19221 NOGALES 115.00 1 
16101 GREENLEE 345.00 17010 GREEN-AE 345.00 1 
19047 DEL BAC 115.00 19064 TUCSON 115.00 1 
16103 SOUTH 345.00 16108 GATEWAY 345.00 I 
16103 SOUTH 345.00 16108 GATEWAY 345.00 2 
19047 DEL EAC 115.00 19201 BLACKMTN 115.00 1 
16313 GW.3UP 100.00 16704 GATEWAY 115.00 1 
16108 GATEWAY 345.00 16313 GW.3WP 100.00 1 
14350 ADAMS 115.00 17001 APACHE 115.00 1 
16313 GW.3WP 100.00 16711 GATEWAY 15.00 1 

sed 6-18- 

- - - p - - -  - 
14.2 
14.2 

-362.7 
5.7 
5.7 

-28.4 
-57.8 
8.5 
8.5 

45.8 

28.6 

52.1 
63.3 
242.3 

166.3 
220.8 

-73.1 
-169.3 
-117.6 
-2.5 

-1.7 
0.0 
0.0 
4.2 
0.0 
0.0 

-94.7 
0.0 

-87.6 

.OZ \scenar  i 001 \ c  

.--Q--- - -MVA- - 
4.2 14.8 

53.8 366.7 

2.1 57.8 
2.2 8.8 
2.2 8.8 

28.6 244.0 

82.6 185.6 

8.4 29.8 

68.5 182.6 

-11.8 11.9 

4.2 14.0 

1.4 5.9 
1.4 5.9 
-8.5 29.6 

-3.5 52.2 
-9.5 64.1 

-6.2 46.2 

-70.4 231.7 

30.3 79.1 

30.1 121.4 
16.1 16.3 
20.9 90.0 

-63.7 63.7 
-63.7 63.7 
-4.3 6.0 
0.0 0.0 
0.0 0.0 
0.1 94.7 
0.0 0.0 

:ase09c\03hs3sa~sl -cO9c .  s a v l  

-AMPS-- - % r a t e -  - r a t e - -  un i t  
77.1 74.1 20.0 Mva 
77.1 74.1 20.0 Mva 
588.4 48.1 1246.7 Amp 
30.0 46.8 12.5 Mva 
29.8 46.8 12.5 Mva 
154.2 45.3 340.0 Amp 
294.1 44.4 662.7 Amp 
45.2 
45.2 
265.6 
319.5 

237.1 
296.2 

153.3 

290.3 
193.7 

144.4 

101.2 
101.2 
29.6 
0.0 
0.0 

472.6 
0.0 

387.9 

371 .a 
125.8 

80.0 

58.5 

44.0 20.0 Mva 
43.9 20.0 Mva 
40.1 662.7 Amp 
39.8 803.3 Amp 
36.4 672.0 Mva 
35.8 662.7 Amp 
27.9 672.0 Mva 
24.8 1499.4 ~ m p  
23.2 662.7 Amp 
20.7 1124.6 Amp 
19.3 1548.0 Amp 
15.0 1365.1 Amp 
14.0 602.5 Amp 
10.6 1365.1 Amp 
9.7 602.5 Amp 

4.9 602.5 Amp 
0.0 100.0 Mva 
0.0 100.0 Mva 
0.0 0.0 Amp 
0.0 100.0 Mva 

6.5 1548.0 ~ m p  
6.5 1548.0 ~ m p  

Wed 

- A f  - A t  
14 14 
14 14 
14 14 
14 14 
I4 14 
14 14 
14 14 
14 14 
14 14 
14 14 
I4 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 

1 J u n  26 17:17:22 2002 

- A r  - 2 f  - 2 t  -20 -PLosr 
14 10 10 10 
14 10 10 10 
14 10 160 160 6.L 
14 10 10 10 -0.C .. 
14 10 10 10 0.c .._ 
14 10 10 10 0.; 
14 10 10 10 
14 10 10 10 -:::I 
14 IO  IO IO n r - _ -  
14 IO IO IO n c - .- 
14 IO I O  140 1.5 
14 10 160 160 
14 10 10 10 ::; 1 
14 10 160 160 0.C 
14 10 10 160 2.6 
14 10 10 10 0.C 
14 10 160 160 
14 10 10 160 
14 10 10 170 0.1 
14 10 10 140 0.C 

::: I 
14 10 170 170 0.0 
14 10 191 191 
4 ? O  10 160 ::!I 
4 10 10 160 0.0 
14 10 140 140 0.0 
14 10 10 161 0.0 
14 10 10 161 0.0 
14 10 170 191 
14 10 10 161 ::: I 

I 
I 
I 
1 
I 
I 
I 
I 
I 
I 
I 



I 
I 
I 
I 
I 
I 
I 
I 
1 
I 
I 
I 
I 
I 
I 
I 
I 

* *  t-zone * *  Page 1 [citizens santa cruz\revised 6-18- 
02\scenario01\case09c\O3hs3sa~sl-cO9c.sav] 
Wed Jun 26 17:17:41 2002 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
Zone --------Zone name--------------- Loss mw 
10 SANTA CRUZ 8.46- 

I 
I 



I 

I 

e -E- 
; '65- 

i 
I 

I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 



I 
I 
I 
1 
I 
1 
I 
I 
1. 
I 
I 
I 
1 
I 
I 
I 
I 
1 
I 

I 



16101 GREENLEE 345.00 
16700 KANTOR 115.00 
16701 CANEZ 115.00 
14350 ADAMS 115.00 
16103 SOUTH 345.00 
16105 V A I L  345.00 
16702 SONOITA 115.00 
16101 GREENLEE 345.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
19047 DEL BAC 115.00 
16105 V A I L  345.00 
19047 DEL BAC 115.00 
16101 GREENLEE 345.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
19047 DEL BAC 115.00 
16313 GW.3WP 100.00 

14350 ADAMS 115.00 
16313 GW.3WP 100.00 

16108 GATEWAY 345.00 

** t - f l o w  ** Page  1 [ c i t i z e n s  santa c r u z \ r e v i s e d  6-18-02\scenario01\caselO\O3hs3sa~sl-clO.savl Wed J u n  26 15:44:41 2002 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
- - F r o m -  --NAME-- - -KV- -  - 
16703 VALENCIA 115.00 
16703 VALENCIA 115.00 
16701 CANEZ 115.00 
16700 KANTOR 115.00 
16703 VALENCIA 115.00 
16700 KANTOR 115.00 
16702 SONOITA 115.00 
16702 SONOITA 115.00 

--To-- --NAME-- - -KV- -  CK 
16709 VALNCIAl  13.20 1 
16710 VALNCIA2 13.20 1 
16706 CANE2 13.20 1 
16705 KANTOR 13.20 1 
16712 SONOITA 115.00 1 
19221 NOGALES 115.00 1 
16708 SONOITA2 13.20 1 
16707 SONOITAI 13.20 1 
16104 SPRINGR 345.00 1 
16701 CANE2 115.00 1 
16702 SONOITA 115.00 1 
19221 NOGALES 115.00 1 
16306 SO.3WP2 100.00 I 

16712 SONOITA 115.00 1 
16105 V A I L  345.00 1 
16107 WESTWING 345.00 1 
16105 V A I L  345.00 1 
19221 NOGALES 115.00 1 
17005 BICKNELL 345.00 1 
19064 TUCSON 115.00 1 
17010 GREEN-AE 345.00 1 

16308 VAIL.SWP IOO.OO I 

16108 GATEWAY 345.00 z 
16108 GATEWAY 345.00 1 
19201 BLACKMTN 115.00 1 
16704 GATEUAY 115.00 1 
16313 GU.3WP 100.00 1 
17001 APACHE 115.00 1 
16711 GATEWAY 15.00 1 

- - - p - - -  - 
16.2 
16.2 
6.5 
6.5 

-32.3 
-66.0 
9.7 
9.7 

-363.7 
59.5 
52.3 
65.8 
242.4 
166.1 
32.7 
220.9 
-74.3 

3.9 
-116.2 
-6.0 
-86.4 
0.0 
0.0 
2.1 
0.0 
0.0 

-97.2 
0.0 

-168.2 

--Q--- - 
5.1 
5.1 
1.7 
1.7 

-10.2 
2.1 
2.6 
2.6 
54.1 

-7.5 
-3.8 

-8.2 
28.6 
82.7 
10.4 
-70.4 
30.4 
68.3 
17.5 
29.9 
-12.7 
20.6 
-63.7 
-63.7 

-0.0 
0.0 
-1.2 
0.0 

-4.8 

-MVA-- -AMPS-- - 
17.0 89.6 

6.7 34.7 
6.7 34.4 
33.9 179.2 
66.0 339.6 
10.0 52.2 
10.0 52.2 

59.6 306.7 

66.3 331.5 
244.1 388.2 

17.0 89.6 

367.7 589.9 

52.8 274.0 

185.6 296.1 
34.3 178.3 

80.3 127.6 
181.5 288.7 
17.9 88.2 

88.8 142.5 

231.9 372.1 

120.0 191.4 
14.0 69.2 

63.7 101.2 
63.7 101.2 
5.2 25.9 
0.0 0.0 
0.0 0.0 

0.0 0.0 
97.2 485.9 

% r a t e -  
84.8 
84.8 
53.5 
53.5 
52.7 
51.2 
50.2 
50.2 

46.3 
41.4 
41 -3 
36.4 

27.0 

20.8 
19.2 
15.3 

11.5 
10.5 
6.5 
6.5 
4.3 
0.0 
0.0 
0.0 
0.0 

48.2 

27.8 

24 .a 

14.8 

- r a t e - -  unit - A f  - A t  - A r  -2f -2 t  -20 - 
20.0 Mva  14 14 14 10 10 10 
20.0 Mva 14 14 14 10 10 10 
12.5 Mva 14 14 14 10 10 10 
12.5 Mva 14 14 14 10 10 10 
340.0 Amp 14 14 14 10 10 10 
662.7 Amp 14 14 14 10 10 10 
20.0 Mva 14 14 14 10 10 10 
20.0 Mva 14 14 14 10 10 10 

1246.7 Amp 14 14 14 10 160 160 
662.7 Amp 14 14 14 10 10 10 
662.7 Amp 14 14 14 10 10 10 
803.3 Amp 14 14 14 10 10 140 
672.0 Mva 14 14 14 10 160 160 
672.0 Mva 14 14 14 10 160 160 
662.7 Amp 14 14 14 10 10 10 
1499.4 Amp 14 14 14 10 10 160 
1124.6 Amp 14 14 14 10 160 160 

602.5 Amp 14 14 14 10 10 140 
1365.1 Amp 14 14 14 10 10 170 
602.5 Amp 14 14 14 10 191 191 
1365.1 Amp 14 14 14 10 170 170 
1548.0 ~ m p  14 14 4 IO IO 160 
1548.0 Amp 14 14 4 10 10 160 
602.5 Amp 14 14 14 10 140 140 
100.0 Mva 14 14 14 10 10 161 

100.0 Mva 14 14 14 10 10 161 

1548.0 ~ m p  14 14 14 IO IO 160 

P 10s: 

0.C 
-0.c 
0.; 

6.1 
0.E 

0.c 
0.c 
2.c 

0.c 
0.1 
0.C 

0.c 
0.c 
-0.0 

0.0 
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1 
** t-f low ** P a g e  1 Cc:\pslf\pf-stab\citizens santa c r u z \ r e v i s e d  6-18-02\scenario01\casell\O3hs3sa~sl-cll.sav] Wed J u n  26 1~ 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
- -From-  --NAME-- - -KV- -  - - - T o - -  --NAME-- - - K V - -  CK - - - D - - -  ---Q--- --MVA-- -AMPS-- - % r a t e -  - ra te- -  unit -Af  - A t  - A r  - Z f  - Z t  -20 -P[OCC 

16703 VALENCIA 115.00 16709 VALNCIAI  13.20 1 
16703 VALENCIA 115.00 
16703 VALENCIA 115.00 
16700 KANTOR 115.00 
16701 CANEZ 115.00 
16700 KANTOR 115.00 
16702 SONOITA 115.00 
16702 SONOITA 115.00 
16700 KANTOR 115.00 
16701 CANE2 115.00 
16101 GREENLEE 345.00 
14350 ADAMS 115.00 
16103 SOUTH 345.00 
16702 SONOITA 115.00 
16105 V A I L  345.00 
16101 GREENLEE 345.00 
19047 DEL BAC 115.00 
16103 SOUTH 345.00 
16103 S W T H  345.00 
19047 DEL BAC 115.00 
16105 V A I L  345.00 
16101 GREENLEE 345.00 
16103 S W T H  345.00 
16103 S W T H  345.00 
19047 DEL BAC 115.00 
16313 GW.3WP 100.00 

14350 ADAMS 115.00 
16313 GW.3WP 100.00 

16108 GATEWAY 345.00 

16710 VALNCIA2 13.20 1 
16712 SONOITA 115.00 1 
19221 NOGALES 115.00 1 
16706 CANEZ 13.20 1 
16705 KANTOR 13.20 1 

16707 SONOITAI 13.20 1 
16701 CANE2 115.00 1 
16702 SONOITA 115.00 1 
16104 SPRINGR 345.00 1 
19221 NOGALES 115.00 1 
16306 SO.3WP2 1CC.00 1 
16712 SONOITA 115.00 1 

16105 V A I L  345.00 1 
19221 NOGALES 115.00 1 
16107 WESTWING 345.00 1 
16105 V A I L  345.00 1 
19064 TUCSON 115.00 1 
17005 BICKNELL 345.00 1 
17010 GREEN-AE 345.00 1 

16108 GATEWAY 345.00 1 
19201 BLACKMTN 115.00 1 
16704 GATEWAY 115.00 1 
16313 GW.3WP 100.00 1 
17001 APACHE 115.00 1 
16711 GATEWAY 15.00 1 

16708 SONOITAZ 13.20 I 

16308 V A I L . ~ W P  1oo.00 I 

16108 GATEWAY 345.00 2 

18.4 
18.4 
-36.8 
-75.5 
7.4 
7.4 
11.0 
11.0 

59.6 
-364.7 

242.6 
37.3 
166.0 
221.2 
12.1 
-75.7 
-167.0 
-11.6 
-114.6 
-85.2 
0.0 
0.0 
-0.5 
-0.0 
0.0 

-99.6 
0.0 

68.1 

68.2 

6.5 
6.5 

-13.1 
-7.2 
2.1 
2.0 
3.2 
3.1 
5.2 
-0.2 
54.3 

13.6 

-70.1 
25.8 
30.4 

30.1 
20.2 
-63.6 
-63.6 
-7.6 
-0.0 
0.0 
-6.6 
0.0 

-2.8 
28.5 

82.7 

68.3 
-18.2 

19.5 
19.5 
39.0 

7.6 
7.6 
11.5 
11.5 

59.6 

68.3 
244.3 
39.7 

232.1 
28.5 

180.4 
21.6 

75 .a 

68.3 

368.7 

185.4 

ai .6 

118.5 
87.6 
63.6 
63.6 
7.6 
0.0 
0.0 

0.0 
99.8 

109.9 
109.9 

408.0 
42.0 
41.1 
63.3 
63.2 
367.6 
327.3 
591.6 
343.6 

219.8 

3a8. 6 
218.9 

129.8 

189.1 

38.2 

296.0 
372.4 
142.7 

286.9 
108.1 

140.6 
101.2 
101.2 

0.0 
0.0 

502.4 
0.0 

97.6 
97.6 
64.7 
61.6 
61.1 
61.1 
57.4 
57.4 
55.5 
49.4 
48.3 
42.8 

27.8 

36.4 
33.1 

24.8 
24.3 
20.9 
19.1 
17.9 
14.7 
10.3 
6.5 
6.5 
6.3 
0.0 
0.0 
0.0 
0.0 

20.0 Mva 
20.0 Mva 
340.0 Amp 
662.7 Amp 
12.5 Mva 
12.5 Mva 
20.0 Mva 
20.0 Mva 
662.7 Amp 
662.7 Amp 
1246.7 Amp 
803.3 Amp 
672.0 Mva 
662.7 Amp 
672.0 Mva 
1499.4 Amp 
602.5 Amp 
1124.6 Amp 
1548.0 Amp 
602.5 Amp 
1365.1 Amp 
1365.1 Amp 
1548.0 Amp 
1548.0 Amp 
602.5 Amp 
100.0 Mva 
100.0 Mva 

0.0 Amp 
100.0 Mva 

14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 4 
14 14 4 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 

l o  10 l o  
10 10 10 
10 10 10 
10 10 10 
10 10 10 
10 10 10 
10 10 10 
10 10 ID 
10 10 10 
10 10 10 
10 160 160 
10 10 140 
10 160 160 
10 10 10 
10 160 160 
10 10 160 
10 10 140 
10 160 160 
10 10 160 
10 191 191 
10 10 170 
10 170 170 
10 10 160 
10 10 160 
10 140 140 
10 10 161 
10 10 161 
10 170 191 
10 10 161 

---. 
-0.C 
0.t 
0.1 
2.5 

-0.C 
0.C 
0.C 
0.c 
1.1 
0.2 
6.4 
1 . i  
0.1 
0.1 
0.c 
2.t 
0.C 
0.5 
0.1 
0.c 
0.1 
0.c 
0.c 
0.c 
0.c 

-0.c 
0.c 
1.5 
0.0 
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APPENDIX C- Scenario 2 Power Flow Cases 
Power Flow Diagrams 
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** t-flow ** Page 1 [c i t izens santa cruz\revi 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
--From- --NAME--  - - K V - -  - - - T o - -  --NAME-- - - K V - -  CK 

16703 VALENClA 115.00 16709 V A L N C I A I  13.20 1 
16703 VALENCIA 115.00 16710 VALNClA2 13.20 1 
16101 GREENLEE 345.00 16104 SPRINGR 345.00 1 
16701 CANE2 115.00 16706 CANE2 13.20 1 
16700 KANTOR 115.00 16705 KANTOR 13.20 1 
16702 SONOITA 115.00 16708 SONOITA2 13.20 1 
16702 SONOITA 115.00 16707 SONOITAI  13.20 1 
14350 ADAMS 115.00 19221 NOGALES 115.00 1 
16103 SOUTH 345.00 16306 SO.3WP2 100.00 1 
16700 KANTOR 115.00 19221 NOGALES 115.00 1 
16700 KANTOR 115.00 16701 CANE2 115.00 1 
16105 V A I L  345.00 16308 VAIL.3WP 100.00 1 
16101 GREENLEE 345.00 16105 VAIL 345.00 1 
16108 GATEWAY 345.00 16313 GW.3WP 100.00 1 
16703 VALENCIA 115.00 16712 SONOITA 115.00 1 
16313 GW.3WP 100.00 16704 GATEWAY 115.00 1 
16701 CANE2 115.00 16702 SONOITA 115.00 1 
16103 SOUTH 345.00 16107 UESTWING 345.00 1 
16103 SOUTH 345.00 16105 VAIL 345.00 1 
16703 VALENCIA 115.00 16704 GATEWAY 115.00 1 
19047 DEL BAC 115.00 19221 NOGALES 115.00 1 
16105 VAIL 345.00 17005 BICKNELL 345.00 1 
16702 SONOITA 115.00 16712 SONOITA 115.00 1 
16101 GREENLEE 345.00 17010 GREEN-AE 345.00 1 
19047 DEL BAC 115.00 19064 TUCSON 115.00 1 
19047 DEL BAC 115.00 19201 BLACKMTN 115.00 1 
16103 SOUTH 345.00 16108 GATEUAY 345.00 2 

14350 ADAMS 115.00 17001 APACHE 115.00 1 
16313 GW.3WP 100.00 16711 GATEWAY 15.00 1 

16103 SOUTH 345.00 16108 GATEUAY 345.00 I 

ised 6-18 

- - -p.. - 
14.2 
14.2 

-362.6 
5.7 
5.7 
8.5 

58.5 
239.5 
-41 -6 
36.0 

163.5 
224.1 

15.6 
-12.8 
15.6 
30.0 

-76.1 
-179.0 
-15.5 
-14.7 

-121.3 
12.9 

-89.7 
6.5 
8.2 
7.8 

-89.9 
0.0 

8.5 

7.8 

,-02\scenar i o02\case0l\03hs3sa~s2-c01. savl 

---Q--- - 
4.1 
4.1 

51.0 
1.4 
1.4 
2.2 
2.1 

-11.8 
24.2 
3.5 

-4.9 
75.6 

-65.8 

10.0 
18.0 
-6.3 
26.4 
56.8 

-18.2 
13.0 
28.8 

-10.5 
20.6 
-9.8 
-3.2 

-53.7 
-53.7 

2.4 
0.0 

18.8 

-MVA-- -AMPS-- - 
14.8 73.8 
14.8 73.8 

366.2 588.3 
5.9 29.3 
5.9 29.1 
8.8 43.9 

59.7 296.5 
240.7 384.3 

36.3 180.7 

233.6 375.3 

8.8 43.9 

41.8 208.0 

180.1 288.3 

24.4 38.8 
16.3 81.3 
23.8 133.8 
30.6 153.2 
80.6 128.6 

187.8 299.8 
24.0 119.6 
19.7 96.1 

124.7 199.6 
16.6 83.2 
92.0 147.9 
11.8 57.6 
8.8 43.1 

54.2 86.6 
54.2 86.6 
89.9 446.8 
0.0 0.0 

%rate- - ra te - -  unit 
73.9 20.0 Mva 
73.9 20.0 Mva 
48.0 1246.7 Amp 
46.8 12.5 Mva 
46.8 12.5 Mva 
43.9 20.0 Mva 
43.9 20.0 Mva 
36.9 803.3 AT 
35.9 672.0 Mva 
31.5 662.7 Amp 
27.3 662.7 Amp 
27.0 672.0 Mva 
25.0 1499.4 Amp 
24.4 100.0 Mva 
24.2 340.0 Amp 
23.9 100.0 Mva 
23.1 662.7 Amp 
20.4 1124.6 Amp 
19.8 1548.0 Amp 
18.0 662.7 Amp 
16.4 602.5 Amp 
15.4 1365.1 Amp 
12.6 662.7 Amp 
10.9 1365.1 Amp 
9.6 602.5 Amp 
7.1 602.5 Amp 
5.6 1548.0 Amp 
5.6 1548.0 Amp 
0.0 0.0 Amp 
0.0 100.0 Hva 

Thu Jun 20 15:35:12 2002 

- A f  - A t  - A r  -2f  - 2 t  -20 -PLos 
14 14 14 10 10 10 0. 
14 14 14 10 10 10 -0. 
14 14 14 10 160 160 6. 
14 14 14 10 10 10 0. 
14 14 14 10 10 10 -0. 
14 14 14 10 10 10 0. 
14 14 14 10 10 10 -0. 
14 14 14 10 10 140 1. 
14 14 14 10 160 160 0. 
14 14 14 10 10 10 0. 
14 14 14 10 10 10 0.. 
14 14 14 10 160 160 0.1 
14 14 14 10 10 160 2. 
14 14 1 4 .  10 10 161 -0.1 
14 14 14 10 10 10 0.1 
14 14 14 10 10 161 0.1 
14 14 14 10 10 10 0.1 
14 14 14 10 160 160 0.1 
14 14 14 10 10 160 0.; 
14 14 14 10 10 10 0.1 
14 14 14 10 10 140 0.1 
14 14 14 10 10 170 0.' 
14 14 14 10 10 10 0.f 
14 14 14 10 170 170 0.t 
14 14 14 10 191 191 0.r 
14 14 14 10 140 140 0.C 
14 14 4 10 10 160 O.[ 
14 14 4 10 10 160 0.t 
14 14 14 10 170 191 1.; 
14 14 14 10 10 161 0.C 
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WESTERN SYSTEMS COORDINATING COUNCIL 

Zone - - _ _ - - - -  Zone name--------------- Loss-mw 
10 SANTA CRUZ 6.89 

2003 HS3-SA APPROVED BASE CASE 
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** t-flow ** Page  1 [ c i t i z e n s  s a n t a  c r u z \ r e v i  

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
- -From-  --NAME-- - - K V - -  - - - T O - -  - -NAME--  - - K V - -  CK 
16703 VALENCIA 115.00 16709 VALNClAl  13.20 1 
16703 VALENCIA 115.00 16710 VALNCIA2 13.20 1 
16108 GATEWAY 345.00 16313 GW.3WP 100.00 1 
16313 GW.3WP 100.00 16704 GATEWAY 115.00 1 
16101 GREENLEE 345.00 16104 SPRINGR 345.00 1 
16700 KANTOR 115.00 16705 KANTOR 13.20 1 
16701 CANEZ 115.00 16706 CANEZ 13.20 1 
16703 VALENCIA 115.00 16704 GATEWAY 115.00 1 
16702 SONOITA 115.00 16708 SONOITA2 13.20 1 
16702 SONOITA 115.00 16707 SONOITAI 13.20 1 
16703 VALENCIA 115.00 16712 SONOITA 115.00 1 
19047 DEL BAC 115.00 19221 NOGALES 115.00 1 
16103 SOUTH 345.00 16306 S0.3WP2 100.00 1 
14350 ADAMS 115.00 19221 NOGALES 115.00 1 
16101 GREENLEE 345.00 16105 V A I L  345.00 1 
16105 V A I L  345.00 16308 VAIL.3WP 100.00 1 
19047 DEL BAC 115.00 19064 TUCSON 115.00 1 
16103 SOUTH 345.00 16105 VAIL  345.00 1 
16702 SONOITA 115.00 16712 SONOITA 115.00 1 
16103 SOUTH 345.00 16107 WESTWING 345.00 1 
16105 V A I L  345.00 17005 BICKNELL 345.00 1 
19047 DEL BAC 115.00 19201 BLACKMTN 115.00 1 
16101 GREENLEE 345.00 17010 GREEN-AE 345.00 1 
16701 CANEZ 115.00 16702 SONOITA 115.00 1 
16103 SOUTH 345.00 16108 GATEWAY 345.00 2 
16103 S W T H  345.00 16108 GATEWAY 345.00 1 
16700 KANTOR 115.00 16701 CANEZ 115.00 1 
16313 GU.3WP 100.00 16711 GATEWAY 15.00 1 
14350 ADAMS 115.00 17001 APACHE 115.00 1 

i s e d  6-18 

- - - p -  - - 
14.2 
14.2 
57.2 
57.2 

-364.9 
5.7 
5.7 

-57.0 
8.5 
8.5 
28.6 
-44.4 
232.9 
45.4 
233.2 
155.2 
26.5 

-205.8 
-28.4 
-84.4 
-131.0 
18.0 
-95.3 
-11.4 

28.6 
-5.7 
0.0 

-76.8 

28.6 

---Q--- - 
4.1 
4.1 
19.1 
14.1 
49.6 
1.4 
1.4 - 14.1 
2.2 
2.2 
5.8 
14.4 
22.9 
-12.5 
-64.3 
72.9 
-10.9 
57.4 
-6.0 
25.8 
30.8 
-3.5 
21.5 
-1.9 
-53.0 
-53.0 
-1.4 
0.0 
3.1 

-MVA-- -AMPS-- . 
14.8 73.9 
14.8 73.9 
60.3 96.0 
58.9 331.1 
368.3 592.2 
5.9 29.7 
5.9 29.6 
58.7 293.7 
8.8 44.4 
8.8 44.4 
29.2 146.1 
46.7 227.2 
234.0 374.2 
47.1 233.2 
241.9 389.1 
171.5 274.9 
28.6 139.2 
213.6 341.7 
29.0 146.8 
88.2 141.1 
134.6 215.7 
18.3 89.1 
97.7 157.2 
11.5 58.3 
60.3 96.4 
60.3 96.4 
5.9 29.7 
0.0 0.0 
76.9 380.5 

. % r a t e -  - r a t e - -  unit  
73.9 20.0 Mva 
73.9 20.0 Mva 
60.3 100.0 Mva 
59.0 100.0 Mva 
48.3 1246.7 Amp 
46.8 12.5 Mva 
46.8 12.5 Mva 
44.3 662.7 Amp 
43.9 20.0 Mva 
43.9 20.0 Mva 
43.1 340.0 Amp 
37.9 602.5 Amp 
36.9 672.0 Mva 
29.0 803.3 Amp 
25.9 1499.4 Amp 
25.7 672.0 Mva 
23.1 602.5 Amp 
22.5 1548.0 Amp 
22.1 662.7 Amp 
20.9 1124.6 Amp 
16.5 1365.1 Amp 
14.8 602.5 Amp 
11.6 1365.1 Amp 
8.8 662.7 Amp 
6.2 1548.0 Amp 
6.2 1548.0 Amp 
4.5 662.7 A W  
0.0 100.0 Mva 
0.0 0.0 Amp 

Thu Jun 20 16:32:25 2002 

- A f  
14 
14 
14 
14 
14 
14 

- A t  
14 
14 
14 
14 
14 
14 

- A r  - Z f  - Z t  - Z o  - P  
14 10 10 10 
14 10 10 10 
14 10 10 161 
14 10 10 161 
14 10 160 160 
14 10 10 10 

1 oss 
-0.C 
0.0 
0.0 
0.0 
6.4 
-0.0 

14 14 14 10 10 10 -0.0 
14 14 14 10 10 10 0.1 
14 14 14 10 10 10 -0.0 
14 14 14 10 10 10 0.0 
14 14 14 10 10 10 0.1 
14 14 14 10 10 140 0.2 
14 14 14 10 160 160 0.1 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 

14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 

14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
4 
4 
14 
14 
14 

10 10 140 
10 10 160 
10 160 160 
10 191 191 
10 10 160 
10 10 10 
10 160 160 
10 10 170 
10 140 140 
10 170 170 
10 10 10 
10 10 160 
10 10 160 
10 10 10 
10 10 161 
10 170 191 

.. . 

0.8 
2.9 
0.0 
0.0 
0.2 
0.0 
0.6 
0.1 
0.0 
0.0 
0.0 
0.0 
0.0 
0.0 
0.0 
0.8 

I 
I 
I 
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WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
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** t-flow ** Page 1 [citizens santa cruz\revised 6-18-O2\scenario02\c 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
--From- --N A M E - -  --KV-- ---To-- --NAME-- --KV-- CK - - - p - - -  - - - Q - - -  --MVA-- 
16703 VALENCIA 115.00 16709 VALNCIAI 13.20 1 14.2 4.6 14.9 
16703 VALENCIA 115.00 16710 VALNCIA2 13.20 1 14.2 4.6 14.9 
16703 VALENCIA 115.00 16712 SONOITA 115.00 1 -28.4 -9.2 29.8 
16700 KANTOR 115.00 19221 NOGALES 115.00 1 -58.0 -19.2 61.1 
16101 GREENLEE 345.00 16104 SPRINGR 345.00 1 -361.9 53.4 365.8 
16701 CANE2 115.00 16706 CANE2 13.20 1 5.7 1.5 5.9 
16700 KANTOR 115.00 16705 KANTOR 13.20 1 5.7 1.5 5.9 
16700 KANTOR 115.00 16701 CANE2 115.00 1 52.4 17.8 55.3 
16702 SONOITA 115.00 16708 SDNOITA2 13.20 1 8.5 2.3 8.8 
16702 SONOITA 115.00 16707 SONOITA1 13.20 1 8.5 2.3 8.8 
16701 CANE2 115.00 16702 SONOITA 115.00 1 45.9 14.2 48.1 
14350 ADAMS 115.00 19221 NOGALES 115.00 1 62.4 -0.9 62.4 
16103 SOUTH 345.00 16306 SD.3WP2 100.00 1 242.5 28.5 244.1 
16105 VAIL 345.00 16308 VAIL.3WP 100.00 1 166.7 82.2 185.8 
19047 DEL BAC 115.00 19221 NOGALES 115.00 1 -0.8 30.9 30.9 
16702 SONOITA 115.00 16712 SONOITA 115.00 1 28.7 9.3 30.2 
16101 GREENLEE 345.00 16105 VAIL 345.00 1 221.2 -69.8 231.9 
16103 SOUTH 345.00 16107 WESTWING 345.00 1 -73.3 30.0 79.2 
16103 SOUTH 345.00 16105 VAIL 345.00 1 -169.2 68.8 182.7 
79047 DEL BAC 115.00 19064 TUCSON 115.00 1 -2.9 -21.7 21.9 
16105 VAIL 345.00 17005 BICKNELL 345.00 1 -117.6 31.3 121.7 
16101 GREENLEE 345.00 17010 GREEN-AE 345.00 1 -87.9 20.9 90.4 
19047 DEL BAC 115.00 19201 BLACKMTN 115.00 1 3.7 -9.2 9.9 
16103 SWTH 345.00 16108 GATEWAY 345.00 1 0.0 -63.6 63.6 
16103 SWTH 345.00 16108 GATEWAY 345.00 2 0.0 -63.6 63.6 
16313 GW.3WP 100.00 16704 GATEWAY 115.00 1 0.0 0.0 0.0 
16108 GATEWAY 345.00 16313 GW.3UP 100.00 1 0.0 0.0 0.0 
14350 ADAMS 115.00 17001 APACHE 115.00 1 -93.8 -8.5 94.2 
16313 GW.3WP 100.00 16711 GATEWAY 15.00 1 0.0 0.0 0.0 

-AMPS- - 
85.9 
85.9 
171.9 
334.2 
587.0 
33.1 
32.1 
302.2 
50.0 
50.0 
270.5 
314.4 
388.3 
296.6 
155.2 
171 .O 
372.2 
126.0 
290.6 
109.9 
194.2 
145.0 
49.9 
101.2 
101.2 
0.0 
0.0 

474.5 
0.0 

-%rate- 
74.6 
74.6 
50.6 
50.4 
48.0 
47.0 
46.9 
45.8 
44.1 
44.1 
40.9 
39.1 
36.4 
27.9 
26.4 
25.9 
24.8 
20.7 
19.3 
18.2 
15.1 
10.7 
8.3 
6.5 
6.5 
0.0 
0.0 
0.0 
0.0 

-rate-- unit 
20.0 Mva 
20.0 Mva 
340.0 Amp 
662.7 Amp 
1246.7 Amp 
12.5 Mva 
12.5 Mva 
662.7 Amp 
20.0 Mva 
20.0 Mva 
662.7 Amp 
803.3 Amp 
672.0 Mva 
672.0 Mva 
602.5 Amp 
662.7 Amp 
1499.4 Amp 
1124.6 Amp 
1548.0 Amp 
602.5 Amp 
1365.1 Amp 
1365.1 Amp 
602.5 Amp 
1548.0 Amp 
1548.0 Amp 
100.0 Mva 
100.0 Mva 

0.0 Amp 
100.0 Mva 

Thu Jun 20 16:41:01 2002 

-Af -At -Ar -7.f -7.t - 2 0  
14 14 14 10 10 10 
14 14 14 10 10 10 
14 14 14 10 10 10 
14 14 14 10 10 10 
14 14 14 10 160 160 
14 14 14 10 10 10 
14 14 14 10 10 10 
14 14 14 10 10 10 
14 14 14 10 10 10 
14 14 14 10 10 10 
14 14 14 10 10 10 
14 14 14 10 10 140 
14 14 14 10 160 160 
14 14 14 10 160 160 
14 14 14 10 10 140 
14 14 14 10 10 10 
14 14 14 10 10 160 
14 14 14 10 160 160 
14 14 14 10 10 160 
14 14 14 10 191 191 
14 14 14 10 10 170 
14 14 14 10 170 170 
14 14 14 10 140 140 
14 14 4 10 10 160 
14 14 4 10 10 160 
14 14 14 10 10 161 
14 14 14 10 10 161 
14 14 14 10 170 191 
14 14 14 10 10 161 

-Plos 
-0. 
-0. 
0. 

’ 1. 
6. 
0. 
-0. 
0. 
-0. 
-0. 
0. 
1 .I 
0. 
0. 
0.1 ~~ 

0.1 
2.1 
0.1 
0.; 
0.1 
0. 
0.1 
0.1 
0.1 
0.1 
-0.1 
40.1 
1 .: 
0.1 

I 
I 
I 
I 
I 

I 
I 



* *  t-zone * *  Page 1 [citizens santa cruz\revised 6-18- 
02\scenario02\case01b\O3hs3sa~s2-cO1b.sav] 
Thu Jun 20 16:41:24 2002 

WESTERN SYSTEMS COORDINATING COUNCIL 

Zone --------Zone name--------------- Los s-mw 
10 SANTA CRUZ 9.21 

2003 HS3-SA APPROVED BASE CASE 
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** t-flow ** P a g e  1 [ c i t i z e n s  s a n t a  c r u z \ r e v i s e d  6-18-O2\scenario02\caseOlc\03hs3sa~s2-c0lc.savl Thu Jun 20 16:46:49 2002 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 

--MVA--  -AMPS-- - % r a t e -  - r a t e - -  unit  - A f  - A t  - A r  - 2 f  - 2 t  -20  - P L o s s  
1 16709 VALNCIAI 13.20 1 14.2 4.1 14.8 73.5 73.9 20.0 Mva 14 1L i L  In i n  i n  n r 

- - F r o m -  --NAME-- - - K V - -  - - -To- -  --NAME-- - - K V - -  CK - - - p - - -  ---Q--- 

16703 VALENCIA 115.00 
16703 VALENCIA 115.00 
16101 GREENLEE 345.00 
16701 CANE2 115.00 
16700 KANTOR 115.00 
16702 SONOITA 115.00 
16702 SONOITA 115.00 
16103 SOUTH 345.00 
14350 ADAMS 115.00 

16313 GW.3WP 100.00 
16105 V A I L  345.00 
16101 GREENLEE 345.00 
19047 DEL BAC 115.00 
16700 KANTOR 115.00 
16703 VALENCIA 115.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
16700 KANTOR 115.00 
16105 V A I L  345.00 
19047 DEL BAC 115.00 
16701 CANEZ 115.00 
16101 GREENLEE 345.00 
19047 DEL EAC 115.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
16702 SONOITA 115.00 
16313 GW.3WP 100.00 
14350 ADAMS 115.00 

16108 GATEWAY 345.00 

16710 VALNCIAZ 13.20 1 
16104 SPRINGR 345.00 1 
16706 CANEZ 13.20 1 - 
16705 G N i o R  13.20 1 
16708 SONOITA2 13.20 1 
16707 SONOITAI 13.20 1 
16306 SO.3WP2 100.00 1 
19221 NOGALES 115.00 1 
16313 GW.3WP 100.00 1 
16704 GATEWAY 115.00 1 

16105 VAIL  345.00 1 
19221 NOGALES 115.00 1 
19221 NOGALES 115.00 1 
16704 GATEWAY 115.00 1 
16105 VAIL  345.00 1 
16107 WESTWING 345.00 1 
16701 CANE2 115.00 1 
17005 BICKNELL 345.00 1 
19064 TUCSON 115.00 1 
16702 SONOITA 115.00 1 
17010 GREEN-AE 345.00 1 
19201 ELACKMTN 115.00 1 

16308 VAIL.JWP 1oo.00 I 

16108 GATEWAY 345.00 2 
16108 GATEWAY 345.00 1 
16712 SONOITA 115.00 1 
16711 GATEWAY 15.00 1 
17001 APACHE 115.00 1 

14.2 
-363.3 

5.7 
5.7 
8.5 
8.5 

237.6 
54.0 
28.4 
28.4 

-28.5 
-28.4 
-187.9 
-78.2 
22.8 

160.9 
227.5 
-23.9 

-124.4 
12.6 
17.1 
-91.6 
11.2 
14.2 
14.2 
-0.0 
0.0 

-85.4 

4.1 
51.7 
1.4 
1.4 
2.2 
2.2 

-9.5 
9.2 

77.9 
-67.4 

-6.2 

63.4 

25.8 

8.0 

18.1 

-8.2 

28.0 
4.8 
30.7 
-13.3 
3.9 
21.3 
-4.8 
-58.6 
-58.6 
-0.3 
0.0 
0.1 

14.8 

8.8 
8.8 

54.8 

178.7 

367.0 
5.9 
5.9 

239.0 

29.9 
29.5 

237.2 
30.0 
29.2 
29.6 
198.3 
83.0 

18.3 

23.3 
128.2 

17.5 
94.0 
12.2 
60.3 
60.3 
0.3 
0.0 
85.4 

73.5 

29.9 
29.6 
44.9 
44.9 

272.7 
47.3 
163.3 

381 .O 
147. I 
147.6 
146.9 
316.2 
132.4 

205.0 

89.2 

60.0 
96.2 
96.2 
1.4 
0.0 

589.4 

381. I 

285.9 

118.0 

89.9 

151 .a 

424.8 

73.9 
48. I 
46.8 
46.8 
43.9 
43.9 
35.6 
34.0 
29.9 
29.6 
26.8 
25.4 

22.3 
22.2 
20.9 

24.8 

20.8 
18.0 
15.8 
14.9 
13.5 
11.1 
10.0 
6.2 
6.2 
0.2 
0.0 
0.0 

20.0 Mva 
1246.7 Amp 
12.5 Mva 
12.5 Mva 
20.0 Mva 
20.0 Mva 
672.0 Mva 
803.3 Amp 
100.0 Mva 
100.0 Mva 
672.0 Mva 
1499.4 Amp 
602.5 Amp 
662.7 Amp 
662.7 Amp 
1548.0 Amp 
1124.6 Amp 
662.7 Amp 
1365.1 Amp 
602.5 Amp 
662.7 Amp 
1365.1 Amp 
602.5 Amp 
1548.0 Amp 
1548.0 Amp 
662.7 Amp 
100.0 Mva 

0.0 Amp 

-... 
14 14 14 10 i 0  10 -0.c 
14 14 14 10 160 160 6.4 
14 14 14 10 10 10 -0.0 
14 14 14 10 10 IO -0.0 
14 14 14 10 10 10 0.0 
14 14 14 10 10 10 -0.0 
14 14 14 10 160 160 0.1 
14 14 14 IO 10 140 1.1 
14 14 14 10 10 161 -0.0 
14 14 14 10 10 161 -0.0 
14 14 14 10 160 160 0.0 

14 14 14 10 10 140 0.0 
14 14 14 10 10 10 0.3 
14 14 14 10 10 10 0.0 
14 14 14 10 10 160 0.2 
14 14 14 10 160 160 0.5 
14 14 14 10 10 10 0.1 
14 14 14 10 10 170 0.1 
14 14 14 10 191 191 0.0 
14 14 14 10 10 10 0.0 
14 14 14 10 170 170 0.0 
14 14 14 10 140 140 0.0 
14 14 4 10 10 160 0.0 
14 14 4 10 10 160 0.0 
14 14 14 10 10 10 0.0 
14 14 14 10 10 161 0.0 
14 14 14 10 170 191 1.1 

14 14 14 IO  io 160 2.8 

I 
I 
I 
I 
I 
I 
I 



** t-zone * *  Page 1 [citizens santa cruz\revised 6-18- 
02\scenario02\case01c\O3hs3sa_s2-c01c.savJ 
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WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 

10 SANTE CRUZ 6.12 
Los s-mw Zone - _ _ _ _ _ _ _  Zone name--------------- 
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** t-flow ** P a g e  1 [citizens s a n t a  c r u z \ r e v i s e d  6-18-02\scenarioO2\case02\03h~3~a~s2-c02.~av] T h u  Jun 20 16: 19:50 2002 

16703 VALENCIA 115.00 
16703 VALENCIA 115.00 
16701 CANEZ 115.00 
16700 KANTOR 115.00 
16702 SONOITA 115.00 
16702 SONOITA 115.00 
16108 GATEWAY 345.00 
16313 GW.3WP 100.00 
16101 GREENLEE 345.00 
16703 VALENCIA 115.00 
16700 KANTOR 115.00 
14350 ADAMS 115.00 
16700 KANTOR 115.00 
16103 SOUTH 345.00 
16703 VALENCIA 115.00 
16701 CANE2 115.00 
16105 V A I L  345.00 
16101 GREENLEE 345.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
16702 SONOITA 115.00 
16105 V A I L  345.00 
19047 DEL BAC 115.00 
16101 GREENLEE 345.00 
19047 DEL BAC 115.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
19047 DEL BAC 115.00 
16313 GW.3WP 100.00 
14350 ADAMS 115.00 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
- - F r o m -  --NAME-- - - K V - -  - - -To--  --NAME-- - - K V - -  CK . 

16709 VALNCIAI  13.20 1 
16710 VALNCIA2 13.20 1 
16706 CANE2 13.20 1 
16705 KANTOR 13.20 1 
16708 SONOITAZ 13.20 1 
16707 SONOITAI 13.20 1 
16313 GW.3WP 100.00 1 
16704 GATEWAY 115.00 1 
16104 SPRINGR 345.00 1 
16704 GATEWAY 115.00 1 
19221 NOGALES 115.00 1 
19221 NOGALES 115.00 1 
16701 CANEZ 115.00 1 
16306 SO.3WP2 100.00 1 

- 
24.4 
24.4 
9.8 
9.8 

14.7 
14.7 
43.0 
43.0 

-368.4 
-42.8 
-55.6 
62.4 
45.8 

235.3 
16712 SONOITA 115.00 1 -6.0 
16702 SONOITA 115.00 1 35.6 
16308 VAIL.3WP 100.00 1 157.3 
16105 VAIL  345.00 1 230.6 
16107 WESTWING 345.00 1 -87.3 
16105 VAIL  345.00 1 -191.1 
16712 SONOITA 115.00 1 6.2 
17005 BICKNELL 345.00 1 -120.9 
19221 NOGALES 115.00 1 -3.9 
17010 GREEN-AE 345.00 1 -87.6 
19064 TUCSON 115.00 1 -0.9 
16108 GATEWAY 345.00 2 21.5 
16108 GATEWAY 345.00 1 21.5 

16711 GATEWAY 15.00 1 0.0 
17001 APACHE 115.00 1 -93.8 

19201 BLACKMTN 115.00 1 4.8 

--Q--- - 
8.9 
8.9 
2.8 
2.8 
4.3 
4.3 

42.7 
37.6 
48.6 

-37.6 
5.1 

-10.6 
-7.9 
18.1 
19:8 

-11.5 
66.8 

-59.6 
22.1 
41.5 

-20.2 
25.9 
13.4 
18.9 

-10.0 
-40.8 
-40.8 
-3.4 
0.0 
1.2 

-MVA-- -AMPS-- - % r a t e -  - r a t e - -  unit 
26.0 130.2 130.1 20.0 Mva 
26.0 130.1 130.0 20.0 Mva 
10.2 51 .4  81.5 12.5 Mva 
10.2 
15.3 
15.3 
60.6 
57.1 

371.6 
57.0 

- .. . 
51.3 
77.3 
77.2 
97.1 

335.0 
598.1 
285.1 

81 -4 
76.5 
76.5 
60.6 
57.4 
48.8 
43.0 

12:5 Mva 
20.0 Mva 
20.0 Mva 

100.0 Mva 
100.0 Mva 

1246.7 Amp 
662.7 Amp 

55.8 281.1 42.5 662.7 Amp 
63.3 315.1 39.2 803.3 Amp 
46.5 234.1 35.3 662.7 Amp 

236.0 378.9 35.2 672.0 Mva 
20.7 103.5 
37.4 188.8 

171.0 274.9 
238.2 383.4 
90.1 144.6 

195.5 313.8 
21.1 106.5 

123.7 198.9 
14.0 68.6 
89.6 144.3 
10.1 49.5 
46.1 74.0 
46.1 74.0 
5.8 28.7 
0.0 0.0 

93.8 467.1 

30.9 
28.5 
25.6 
25.6 
20.7 
20.6 
16.1 
15.3 
12.1 
10.6 
8.2 
4.8 
4.8 
4.8 
0.0 
0.0 

340.0 Amp 
662.7 Amp 
672.0 Mva 

1499.4 Amp 
1124.6 Amp 
1548.0 Amp 
662.7 Amp 

1365.1 Amp 
602.5 Amp 

1365.1 Amp 
602.5 Amp 

1548.0 Amp 
1548.0 Amp 
602.5 Amp 
100.0 Mva 

0.0 Amp 

- A f  - 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 
14 

. A t  - A r  . 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 
14 14 

. Z f  - 2 t  -20 - P L o s s  
10 10 10 -0.0 
10 10 10 0.0 
10 10 10 0.0 
10 10 10 0.0 
10 10 10 0.0 
10 10 10 -0.0 
10 10 161 -0.0 
10 10 161 -0.0 
10 160 160 6.6 
10 10 10 0.1 
10 10 10 1.3 
10 10 140 1.4 

10 10 160 10 160 10 0.1 0.4 _ _  
14 14 14 10 10 10 0.0 
14 14 14 10 10 10 0.0 
14 14 14 10 160 160 0.0 
14 14 14 10 10 160 2.9 
14 14 14 10 160 160 0.6 
14 14 14 10 10 160 0.2 
14 14 14 10 10 10 0.0 
14 14 14 10 10 170 0.1 
14 14 14 10 10 140 0.0 
14 14 14 10 170 170 0.0 
14 14 14 10 191 191 0.0 
14 14 4 10 10 160 0.0 
14 14 4 10 10 160 0.0 
14 14 14 10 140 140 0.0 
14 14 14 10 10 161 0.0 
14 14 14 10 170 191 1.3 



* *  t-zone * *  Page 1 [citizens santa cruz\revised 6-18- 
02\scenario02\case02\03hs3sa~s2-c02.sav] 
Thu Jun 20-16:20:11 2002 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 

Zone name--------------- Los s-mw Zone _ _ _ _ _ _ _ _  - 
10 SANTA CRUZ 8.38 
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** t - f t o w  ** P a g e  1 [citizens santa cruz\revi 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
- -From-  --NAME-- - - K V - -  - - - T o - -  --NAME-- - - K V - -  CK 
16703 VALENCIA 115.00 16709 VALNCIAI  13.20 1 
16703 VALENCIA 115.00 16710 VALNCIAZ 13.20 1 
16108 GATEWAY 345.00 76313 GU.3UP 100.00 1 
16313 GW.3WP 100.00 16704 GATEWAY 115.00 1 
16700 KANTOR 115.00 16705 KANTOR 13.20 1 
16701 CANE2 115.00 16706 CANEZ 13.20 1 
16703 VALENCIA 115.00 16704 GATEWAY 115.00 1 
16703 VALENCIA 115.00 16712 SONOITA 115.00 1 
16702 SONOITA 115.00 16708 SONOlTA2 13.20 1 
16702 SONOITA 115.00 16707 SONOlTAl 13.20 1 
16101 GREENLEE 345.00 16104 SPRINGR 345.00 1 
16702 SONOITA 115.00 16712 SONOITA 115.00 1 
19047 DEL BAC 115.00 19221 NOGALES 115.00 1 
16103 SOUTH 345.00 16306 SO.3WP2 100.00 1 
14350 ADAMS 115.00 19221 NOGALES 115.00 1 
16101 GREENLEE 345.00 16105 V A I L  345.00 1 
16103 SOUTH 345.00 16105 VAIL  345.00 1 
16105 V A I L  345.00 16308 VAIL.3WP 100.00 1 
19047 DEL BAC 115.00 19064 TUCSON 115.00 1 
16103 SOUTH 345.00 16107 WESTWING 345.00 1 
16105 V A I L  345.00 17005 BICKNELL 345.00 1 
16701 CANEZ 115.00 16702 SONOITA 115.00 1 
19047 DEL BAC 115.00 19201 BLACKMTN 115.00 1 
16101 GREENLEE 345.00 17010 GREEN-A€ 345.00 1 
16700 KANTOR 115.00 16701 CANEZ 115.00 1 
16103 S W T H  345.00 16108 GATEWAY 345.00 2 
16103 SOUTH 345.00 16108 GATEWAY 345.00 1 
16313 GW.3WP 100.00 16711 GATEWAY 15.00 1 
14350 ADAMS 115.00 17001 APACHE 115.00 1 

,sed 6-18-02\scenario02\case02a\03hs3sa~s2-c02a.savl F r i  Jun 21 08:31:27 2002 

- - - P - - -  ---13--- --MVA-- -AMPS-- - % r a t e -  - r a t e - -  unit - A f  - A t  - A r  -2 f  -2t -20 -PLoss  
24.4 9.0 26.0 131.1 130.2 20.0 Mva 14 14 14 10 10 10 0.C 
24.4 8.9 26.0 131.0 130.1 20.0 Mva 14 14 14 10 10 10 0.c 
99.2 50.5 111.3 179.3 111.3 100.0 Mva 14 14 14 10 10 161 -0.c 
99.2 33.1 104.5 618.7 104.9 100.0 Mva 14 14 14 10 10 161 ' 0.c 
9.8 2.9 10.2 52.8 81.6 12.5 Mva 14 14 14 10 10 10 0.c 

-98.6 -32.3 103.7 522.1 78.8 662.7 Amp 14 14 14 10 10 IO  0-6 
9.8 2.9 10.2 52.5 81.6 12.5 Mva 14 14 14 10 10 10 0.c 

49.7 
14.7 
14.7 

-372.1 

-43.9 
226.1 
44.9 
242.4 
-226.7 
146.0 
26.0 
-98.7 
-133.9 
-19.6 
17.9 
-95.3 
-9.8 
49.6 
49.6 
0.0 

-76.3 

-48.9 

14.4 
4.4 
4.4 
45.8 
-13.5 
14.0 
14.4 
-12.3 
-55.9 
37.3 
60.5 
-10.7 
19.8 
27.7 
-4.9 
-3.3 
19.7 
-2.9 
-35.7 
-35.7 
0.0 
2.9 

51.7 
15.3 
15.3 

374.9 
50.8 
46.1 
226.6 
46.5 
248.7 
229.8 
158.0 
28.1 
100.6 
136.7 
20.2 
18.2 
97.3 
10.2 
61.2 
61.2 
0.0 
76.3 

260.3 
78.8 
78.7 
604.6 
261.2 
224.3 
365.2 
230.3 
401.1 
370.3 
255.0 
136.7 
162.2 
220.7 
104.0 
88.7 
156.9 
52.8 
98.6 
98.6 
0.0 

377.8 

76.7 
76.6 
76.5 
49.2 
39.4 
37.4 
33.8 
28.7 
26.7 
24.2 
23.6 
22.7 
21.4 
16.8 
15.7 
14.7 
11.5 

6.4 
6.4 
0.0 
0.0 

8.0 

340.0 Amp 
20.0 Mva 
20.0 Mva 

1246.7 Amp 
662.7 Amp 
602.5 Amp 
672.0 Mva 
803.3 Amp 
1499.4 Amp 
1548.0 Amp 
672.0 Mva 
602.5 Amp 
1124.6 Amp 
1365.1 Amp 
662.7 Amp 
602.5 Amp 
1365.1 Amp 
662.7 Amp 
1548.0 ~ m p  
1548.0 Amp 
100.0 Mva 

0.0 Amp 

- - -  
0.5 

-0.c 
0.C 

14 14 14 10 10 10 
14 14 14 10 10 10 
14 14 14 10 10 10 
14 14 14 10 160 160 6.7 
14 14 14 10 10 10 0.1 
14 14 14 10 70 140 0.1 
14 14 14 10 160 160 0.1 
14 14 14 10 10 140 0.7 
14 14 14 10 10 160 3.2 
14 14 14 10 10 160 0.3 
14 14 14 10 160 160 0.0 
14 14 14 10 191 191 0.0 
14 14 14 10 160 160 0.8 
14 14 14 10 10 170 0.1 
14 14 14 10 10 10 0.0 
14 14 14 10 140 140 0.0 
14 14 14 10 170 170 0.0 
14 14 14 10 10 10 0.0 
14 14 4 10 10 160 0.0 
14 14 4 10 10 160 0.0 
14 14 14 10 10 161 0.0 
14 14 14 10 170 191 0.8 



* *  t-zone **  Page 1 [ c i t i z e n s  s a n t a  c r u z \ r e v i s e d  6-18- 
02\scenario02\cas,e02a\O3hs3sa_s2-c02a.sav] 
F r i  Jun 2 1  08:31:47 2002 

WESTERN SYSTEMS COORDINATING COUNCIL 

Zone - - - - - - - -  Zone name---------------  Los  s-mw 
1 0  SANTA CRUZ 7.09 

2003 HS3-SA APPROVED BASE CASE 
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** t-f low ** P a g e  1 [ c i t i z e n s  s a n t a  c r u z \ r e v i s e d  6-18-02\scenario02\caseO2b\O3hs3sa~S~-cO2b.savl F r i  Jun 21 10:11:24 2002 

16703 VALENCIA 115.00 
16703 VALENCIA 115.00 
16701 CANE2 115.00 
16700 KANTOR 115.00 
16702 SONOITA 115.00 
16702 SONOITA 115.00 
16108 GATEWAY 345.00 
16313 GW.3WP 100.00 
16101 GREENLEE 345.00 
16700 KANTOR 115.00 
16703 VALENCIA 115.00 
14350 AOAMS 115.00 
16103 SOUTH 345.00 
16700 KANTOR 115.00 
16105 V A I L  345.00 
16101 GREENLEE 345.00 
16701 CANE2 115.00 
19047 DEL BAC 115.00 
16103 S W T H  345.00 
16103 S W T H  345.00 
19047 DEL BAC 115.00 
16105 V A I L  345.00 
16101 GREENLEE 345.00 
19047 DEL BAC 115.00 
16103 SOUTH 345.00 
16103 SOUTH 345.00 
'16702 SONOITA 115.00 
16313 GW.3WP 100.00 
14350 ADAMS 115.00 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
--From- --NAME-- - -KV- -  - - - T o - -  --NAME-- - -KV- -  CK 

16709 VALNCIAl  13.20 1 
16710 VALNCIAZ 13.20 1 
16706 CANEZ 13.20 1 
16705 

16707 
16313 
16704 
16104 
19221 
16704 
19221 
16306 

16708 
KANTOR 
SONOITAZ 
SONOITAI 
GW .3WP 
GATEWAY 
SPR I NGR 
NOGALES 
GATEWAY 
NOGALES 
so. 3wP2 

13.20 1 
13.20 1 
13.20 1 
100.00 1 
115.00 1 
345.00 1 
115.00 1 
115.00 1 
115.00 1 
100.00 1 

16701 CANEZ 115.00 1 

16105 V A I L  345.00 1 
16702 SONOITA 115.00 1 
19221 NOGALES 115.00 1 
16105 V A I L  345.00 1 
16107 WESTWING 345.00 1 
19064 TUCSON 115.00 1 
17005 BICKNELL 345.00 1 
17010 GREEN-AE 345.00 1 
19201 BLACKMTN 115.00 1 

16308 V A I L . ~ W P  1oo.00 1 

16108 GATEWAY 345.00 I 
16108 GATEWAY 345.00 2 
16712 SONOITA 115.00 1 
16711 GATEWAY 15.00 1 
17001 APACHE 115.00 1 

. - - p - - -  ---Q--- - 
24.4 8.8 
24.4 8.8 
9.8 3.0 
9.8 3.0 
14.7 4.6 
'14.7 4.6 
49.0 21.6 
49.0 17.6 

-369.5 51.0 
-49.4 -15.6 

59.4 -3.6 
-48.9 -17.6 

234.8 22.1 
39.6 
156.0 

29.4 
-7.3 

-195.2 

1.3 
-122.5 
-89.0 
5.9 
24.5 
24.5 
-0.0 
0.0 

231 .a 

-88.7 

-90.8 

12.6 
73.2 
-64.0 
9.0 
26.5 
55.5 
26.1 

29.3 

-7.7 
-51.9 
-51.9 
-0.2 
0.0 

-18.8 

19.8 

-5.8 

-MVA-- 
26.0 
26.0 
10.2 
10.2 
15.4 
15 -4 
53.6 
52.1 
373.0 

52.0 
59.5 
235.8 

51 .a 

-AMPS- - 
128.9 
128.9 
55.7 
54.4 
84.0 
84.0 

294.1 

275.9 

298.3 
377.2 

85.2 

599. a 
257.8 

41.6 
172.3 
240.4 
30.7 
27.5 
202.9 
92.5 

126.0 
91.1 
9.7 
57.4 
57.4 
0.2 
0.0 
90.9 

18.8 

221.5 
276.3 
386.7 
167.3 
137.0 
324.5 

93.9 
202.0 
146.6 
48.5 
91.8 

1.3 
0.0 

456.3 

148.0 

91 .a 

- % r a t e -  - 
129.9 
129.9 
ai .a 
ai .7 
76.8 

48.9 

38.9 

76.9 

53.6 
52.2 

41.6 

37.1 
35.2 

, r a t e - -  unit 
20.0 Mva 
20.0 Mva 
12.5 Mva 
12.5 Mva 
20.0 Mva 
20.0 Mva 
100.0 Mva 
100.0 Mva 
1246.7 Amp 
662.7 Amp 
662.7 Amp 

672.0 Mva 
803.3 ~ m p  

33.6 662.7 Amp 
25.8 672.0 Mva 
25.8 1499.4 Amp 
25.3 662.7 Amp 
23.4 602.5 Amp 
21.4 1548.0 Amp 
21.3 1124.6 Amp 
15.6 602.5 Amp 
15.6 1365.1 Amp 

8.1 602.5 Amp 

0.2 662.7 Amp 
0.0 100.0 Mva 
0.0 0.0 Amp 

10.8 1365.1 ~ m p  

5.9 1548.0 ~ m p  
5.9 1548.0 ~ m p  

- A f  - A t  - A r  - 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 
14 14 14 

. Z f  - 2 t  - 2 0  -Ploss 
10 10 10 0.c 
10 10 10 0.c 
10 10 10 -0.c 
10 10 10 -0.c 
10 10 10 -0.c 
10 10 10 0.c 
10 10 161 0.C 
10 10 161 0.C 
10 160 160 6-15 
10 10 10 1.3 
10 10 10 0.1 
10 10 140 1.3 
10 160 160 0.1 . _ .  

14 14 14 10 10 10 0.4 
14 14 14 10 160 160 0.0 
14 14 14 10 10 160 2.F 
14 14 14 10 10 10 0.0 
14 14 14 10 10 140 0.0 
14 14 14 10 10 160 0.2 
14 14 14 10 160 160 0.7 
14 14 14 10 191 191 0.0 
14 14 14 10 10 170 0.1 
14 14 14 10 170 170 0.0 
14 14 14 10 140 140 0.0 
14 14 4 10 10 160 0.0 
14 14 4 10 10 160 0.0 
14 14 14 10 10 10 0.0 
14 14 14 10 10 161 0.0 
14 14 14 10 170 191 1.2 



* *  t-zone * *  Page 1 [citizens santa cruz\revised 6-18- 
02\scenario02\case02b\O3hs3sa~~2-cO2b.sav] 
Fri Jun 21 10:11:38 2002 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
Zone -_ - - - - - -  Zone name--------------- Loss-mw 
10 SANTA CRUZ 8.02 
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I 
** t-flow ** Page 1 [c:\pslf\pf-stab\citizens santa cruz\revised 6-18-02\scenarioO2\caseO3\03hs3sa~s2-c03.~av] 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
--From- --NAME-- - - K V - -  - - -To--  - -NAME--  - 

16703 VALENCIA 115.00 
16703 VALENCIA 115.00 
16701 CANE2 115.00 
16700 KANTOR 115.00 

16702 SONOITA 115.00 
16702 SONOITA 115.00 
16313 GW.3UP 100.00 
16703 VALENCIA 115.00 
16700 KANTOR 115.00 
16101 GREENLEE 345.00 
16703 VALENCIA 115.00 
16700 KANTOR 115.00 
14350 AOAMS 115.00 
16701 CANEZ 115.00 
16103 SWTH 345.00 
16101 GREENLEE 345.00 
16702 SONOITA 115.00 
16105 V A I L  345.00 
16103 SWTH 345.00 
16103 SOUTH 345.00 
19047 DEL BAC 115.00 
19047 DEL BAC 115.00 
16105 V A I L  345.00 
16101 GREENLEE 345.00 
16103 SOUTH 345.00 
16103 SWTH 345.00 
19047 DEL BAC 115.00 
16313 GW.3WP 100.00 
14350 ADAMS 115.00 

16108 GATEWAY 345.00 

16709 V A L N C I A I  13.20 1 
16710 VALNCIAZ 13.20 1 
16706 CANE2 13.20 1 
16705 KANTOR 13.20 1 
16313 GW.3WP 100.00 1 
16708 SONOITA2 13.20 1 
16707 SONOITAI 13.20 1 
16704 GATEWAY 115.00 1 
16704 GATEWAY 115.00 1 
19221 NOGALES 115.00 1 
16104 SPRINGR 345.00 1 
16712 SONOITA 115.00 1 
16701 CANEZ 115.00 1 
19221 NOGALES 115.00 1 
16702 SONOITA 115.00 1 
16306 SO.3WP2 100.00 1 
16105 VAIL 345.00 I 
16712 SONOITA 115.00 1 

16105 V A I L  345.00 1 
16107 WESTUING 345.00 1 
19221 NOGALES 115.00 1 
19064 TUCSON 115.00 1 
17005 BICKNELL 345.00 1 
17010 GREEIJ-AE 345.00 1 
16108 GATEWAY 345.00 1 
16108 GATEWAY 345.00 2 
19201 BLACKMTN 115.00 1 
16711 GATEWAY 15.00 1 
17001 APACHE 115.00 1 

16308 VAIL.~WP 1oo.00 1 

- K V - -  CK - - - p - - -  - 
38.6 

15.4 
15.4 

23.1 
23.1 

-79.5 
-76.0 

-377.4 
2.4 

60.6 

38.6 

80.2 

80.2 

- -Q- - - - - M V A - -  -AMPS-- -%rate- - ra te - -  u n i t  -Af - A t  - A r  . 
19.7 43.3 224.2 216.5 20.0 Mva 14 14 14 
19.6 43.3 224.0 216.3 20.0 Mva 14 14 14 
5.6 16.4 86.8 131.4 12.5 Mva 14 14 14 
5.6 16.4 86.0 131.3 12.5 Mva 14 14 14 

94.7 124.1 202.9 124.1 100.0 Mva 14 14 14 
8.7 24.7 130.5 123.6 20.0 Mva 14 14 14 
8.7 24.7 130.4 123.5 20.0 Mva 14 14 14 

72.4 108.1 699.9 109.0 100.0 Mva 14 14 14 
-71.6 107.1 554.2 83.6 662.7 Amp 14 14 14 

1.2 76.0 398.5 60.1 662.7 Amp 14 14 14 
42.9 379.9 613.9 49.9 1246.7 Amp 14 14 14 
32.3 32.4 167.6 49.8 340.0 Amp 14 14 14 
-6.8 60.9 319.6 48.2 662.7 Amp 14 14 14 

67.8 -5.6 
44.3 -14.7 

229.2 4.4 

-2.1 -32.3 

-206.4 8.1 
-103.2 12.3 

-12.2 -13.9 
-120.1 20.4 
-84.8 15.6 
40.2 -12.4 
40.2 -12.4 
-0.5 -5.4 
0.0 0.0 

-99.2 -3.8 

238.6 -46.6 

148.9 47.9 

12.8 19.3 

68.1 341.4 
46.6 246.4 

229:3 372.3 
243.1 392.9 
32.3 170.7 

206.6 335.5 
103.9 168.7 
23.2 115.2 

121.8 197.8 
86.3 139.4 

156.4 253.8 

18.5 92.2 

42.0 68.3 
42.0 68.3 
5.4 27.0 
0.0 0.0 

99.3 498.2 

42.5 803.3 Amp 
37.2 662.7 Amp 
34.1 672.0 Mva 
26.2 1499.4 Amp 
25.8 662.7 Amp 
23.4 672.0 Mva 
21.8 1548.0 Amp 
21.0 1124.6 Amp 
19.7 602.5 Amp 
15.3 602.5 Amp 
15.1 1365.1 Amp 
10.2 1365.1 Amp 
6.6 1548.0 Amp 
6.6 1548.0 Amp 
4.5 602.5 Amp 
0.0 100.0 Mva 
0.0 0.0 Amp 

Wed Jun 26 17 

Z f  - 2 t  -20 -Ploss 
10 10 10 0.0 
10 10 10 -0.0 
10 10 10 -0.0 
10 10 10 0.0 
10 10 161 0.0 
10 10 10 -0.0 
10 10 10 0.0 
10 10 161 0.0 
10 10 10 0.6 
10 10 10 2.7 
10 160 160 6.9 

10 10 10 10 10 10 0.2 0 R 
14 14 14 I O  10 140 1.7 
14 14 14 10 10 10 0.1 
14 14 14 10 160 160 0.1 
14 14 14 10 10 160 3.1 
14 14 14 10 10 10 0.0 
14 14 14 10 160 160 0.0 
14 14 14 10 10 160 0.2 

14 14 14 10 10 140 0.0 
14 14 14 10 191 191 0.0 
14 14 14 10 10 170 0.1 
14 14 14 10 170 170 0.0 
14 14 4 10 10 160 0.0 
14 14 4 I D  10 160 0.0 
14 14 14 10 140 140 0.0 
14 14 14 10 10 161 0.0 
14 14 14 10 170 191 1.5 

14 14 14 IO 160 160 0.8 
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* *  t-zone * *  Page 1 [c:\pslf\pf-stab\citizens santa cruz\revised 6-18- 
02\scenario02\case03\03hs3sa~s2-cQ3.sav] 
Wed Jun 26-  1 7  : 3 7  : 19 2002 

WESTERN SYSTEMS COORDINATING COUNCIL 

Zone --------Zone name--------------- Los s-mw 
10 SANTA CRUZ 11.75 

2003 HS3-SA APPROVED BASE CASE 
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** t-flow ** P a g e  1 [ c : \ p s l f \ p f - s t a b \ c i  t i z e n s  s a n t a  c r u z \ r e v i s e d  6-18-02\scenario02\caseO3a\O3hs3sa~s2-c03a.~avl wed J u n  26 

WESTERN SYSTEMS COORDINATING COUNCIL 
2003 HS3-SA APPROVED BASE CASE 
- - F r o m -  --NAME-- - - K V - -  - - - T o - -  --NAME-- 
16703 VALENCIA 115.00 16709 VALNClAl  
16703 VALENCIA 115.00 16710 VALNClA2 
16108 GATEWAY 345.00 16313 GW.3WP 
16313 GW.3WP 100.00 16704 GATEWAY 
16703 VALENCIA 115.00 16704 GATEWAY 
16700 KANTOR 115.00 16705 KANTOR 
16701 CANEZ 115.00 16706 CANE2 
16703 VALENCIA 115.00 16712 SONOITA 
16702 SONOITA 115.00 16708 SONOITA2 
16702 SONOITA 115.00 16707 SONOITAI 
16702 SONOITA 115.00 16712 SONOITA 
16101 GREENLEE 345.00 16104 SPRINGR 
19047 DEL BAC 115.00 19221 NOGALES 
16103 SOUTH 345.00 16306 SO.3WP2 
14350 ADAMS 115.00 19221 NOGALES 
16101 GREENLEE 345.00 16105 V A I L  
16103 SOUTH 345.00 16105 V A I L  
16701 CANEZ 115.00 16702 SONOITA 
19047 DEL BAC 115.00 19064 TUCSON 
16103 SOUTH 345.00 16107 WESTWING 
16105 V A I L  345.00 16308 VAIL.3WP 
16105 V A I L  345.00 17005 BICKNELL 
19047 DEL BAC 115.00 19201 BLACKMTN 

- -KV- - 
13.20 
13.20 
100.00 
115.00 
115.00 
13.20 
13.20 
115.00 
13.20 
13.20 
115.00 
345.00 
115.00 
100.00 
115.00 
345.00 
345.00 
115.00 
115.00 
345.00 
100.00 
345.00 
115.00 

16700 KANTOR 115.00 16701 CANE2 115.00 1 
16101 GREENLEE 345.00 17010 GREEN-AE 345.00 1 
16103 SOUTH 345.00 16108 GATEWAY 345.00 I 
16103 SOUTH 345.00 16108 GATEWAY 345.00 2 
14350 ADAMS 115.00 17001 APACHE 115.00 1 
16313 GW.3WP 100.00 16711 GATEWAY 15.00 1 

33.8 

138.3 
138.3 
-136.9 
13.5 
13.5 
69.3 
20.3 
20.3 
-67.7 

-43.5 
219.4 
44.4 

-246.0 
-27.1 
25.6 

-112.0 
137.6 
-136.6 
17.9 
-13.5 
-95.3 
69.3 
69.3 

0.0 

33.8 

-378.6 

250.8 

-75.8 

T5.8 
15.7 
102.8 
59.2 
-57.5 
4.8 

26.0 
7.3 
7.3 

-23.4 
39.4 
13.6 
-0.1 
-12.0 

3.7 
-8.9 
-10.4 

40.6 
22.6 
-3.2 

17.2 
-6.7 
-6.7 
2.6 
0.0 

4.8 

-42.8 

9.8 

-4.8 

37.3 194.3 
37.3 194.1 
172.3 283.4 
150.4 977.8 
148.5 773.5 

14.3 77.7 
74.1 385.7 
21.6 116.4 
21.5 116.3 
71.6 386.7 
380.7 616.3 
45.5 221.8 
219.4 357.7 
46.0 227.7 
254.4 411.9 
246.0 401.1 

27.6 134.5 
112.4 183.3 
143.4 233.6 

14.3 78.3 

28.5 154.5 

138.5 225.5 
18.2 88.5 

96.8 156.7 
14.3 78.3 

69.6 113.5 
69.6 113.5 
75.9 375.5 
0.0 0.0 

186.5 
186.4 
172.3 
151.5 
116.7 
114.8 
114.7 
113.6 
107.8 
107.7 
58.4 
50.0 
37.0 
32.6 

27.5 
26.0 
23.3 
22.3 
21.6 
21.4 
17.1 
14.7 

11.5 
9.2 
9.2 
0.0 
0.0 

28.3 

11.8 

i 

. .  

20.0 Mva 
20.0 Mva 
100.0 Mva 
100.0 Mva 
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I. SUMMARY 

This Report provides an update to  our previous (2000) study regarding 
the projected loads for Citizens Utilities Company, Arizona Electric 
Division (“Citizens”). The first part of this Summary provides a 
comparison with the prior projection, before continuing with the 
discussion of the latest results. 

1 .I. 

The 2002 Load Forecast is based upon the same basic utility data, 
updated to reflect data not previously available. New projections and 
updated data have also been used for the external demographic and 
economic data upon which the forecast is based. New weather data, 
from different weather stations, has been incorporated. Finally, the 
underlying equations used to  project energy and peak demand values 
have been updated to  reflect the more recent data now available. 

The primary qualitative change to the load forecast reflects the 
treatment of projected electricity prices. The 2002 study incorporates 
the effects of a significant temporary surcharge, projected to be first 
imposed during 2002 and removed in late 2008. While there are no 
projected long-term impacts from the temporary surcharge, load growth 
patterns are disturbed by the intermediate changes. 

COMPARISON TO 2000 STUDY 

The following graphs visually depict the comparison between the two 
projections, showing both the levels (actual values) and percentage 
changes (annual growth) for both forecasts. 
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1.2. 2002 RESULTS 

Citizens’ loads, as measured by the system’s annual peak demand, are 
projected to  grow at an average compound annual rate of about 4% 
over the next decade, increasing about 152 MW. Energy consumption 
is expected to follow suit, increasing by over 550 GWh over that same 
period. 

Long-term load growth projections should be considered as indicative of 
the overall trend in growth. Load additions occur in discrete amounts 
that do not precisely follow such projections, but may be above or below 
the trend for a year or two. 

Planning must remain flexible so as to be able to accommodate load 
additions that may be larger than forecast. Weather conditions will also 
cause planners difficulty, as mi ld or severe weather causes the actual 
load growth to  deviate substantially from the smooth, weather-normal 
projection. For example, we estimate that “hot” weather conditions can 
boost the summer peak demand by about 15% compared to “normal” 
weather conditions. Thus, even for a relatively rapidly growing system 
such as Citizens, a single “hot” summer can result in approximately 
three years’ load growth. 
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Energy sales to t esidential customer class are projected to  continue 
to be the largest major classification of electricity sales, averaging about 
45% of the system's total sales. All of the major classes' growth rates 
are projected to be approximately the same. 

The load forecast is based on the continued growth in population and 
the economy (e.g. employment) in the region as projected by Woods & 
Poole, Inc. a nationally recognized f i rm specializing in economic and 
demographic projections at the county level. We have modified the near 
term (through 2003) values to account for the 2001 recession and 
projected recovery. The graphics below illustrate the historical and 
projected growth for two of the major indicators in Mohave and Santa 
Cruz counties. 
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2. METHODOLOGY 

2.1. DESCRIPTION 

This Section presents the outlook for load growth on the Citizens system 
and documents the load forecasting methodology. Citizens’ customer 
loads for the period 2002 through 2011 were forecast using an 
econometric load-forecasting model. This model was developed and 
tested on its ability to  estimate the historical electrical requirements of 
Citizens’ customers. 

”In simple terms, econometrics deals with the application of 
statistical methods to economics. More broadly, it is 
concerned with (1) estimating economic relationships, (2) 
confronting economic theory with facts and testing hypotheses 
involving economic behavior, and (3) forecasting the behavior 
of economic variables. (P. 3) 

“Every analysis of an economic, social, political, or physical 
system is based on some underlying structure (known as a 
model) that describes the behavior of agents in the system, 
and is the basic framework of analysis. In economics, as in the 
physical sciences, this model is set up in the form of 
equations, which, in this case, describe the behavior of 
economic and related variables. ” (P. 61 

Introductory Econometrics with Applications, 2”* Ed., 
Ramu Ramanathan 

Separate equations were developed to evaluate and weigh the factors 
affecting customer-class-level electrical consumption. Individual customer 
classes examined included residential, commercial, industrial, public 
authority, streetlights, irrigation (where applicable), and “other”. Primary 
attention was given to the electricity sales to residential, commercial, 
industrial, and public authority. Together, these four classes account for 
well over 90% of Citizens’ total energy sales. 

The load-forecast model includes variables that measure changes in the 
economy (e.g. income per household and employment), the price of 
electricity, the number of customers, and weather conditions. The 
primary econometric equations are provided in Section 5. 

Peak demands were modeled through the use of a load-factor approach. 
This procedure was based on an examination of changes in seasonal peak 
demands, energy sales, and weather conditions. Coincidence factors were 
developed on a monthly basis to derive coincident peak demands. 
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Like all forecasts based on econometric methods, there are three primary 
risks to consider. First, there is the possibility that the equations that 
comprise the model are in some way inaccurate. We attempt to minimize 
this problem by comparing our results to a long enough history so that we 
can be reasonably assured that the model is a good representation of what 
has happened. Second, it is possible that the underlying historical 
relationships will be somehow different in the future from what they have 
been. We attempt to minimize this problem through a rigorous 
examination of the statistical results of our modeling efforts, looking 
particularly for signs of incipient change or instability in the relationships. 
Third, the projections used to generate the load forecast may themselves 
be in error. We try to minimize this problem by using projections provided 
by reputable firms that specialize in the provision of well-documented 
forecasts. 

One of the major strengths of an econometric model is its ability to project 
a future that is not simply a continuation of present or historical trends. 
When the future is believed to be significantly different from the past, a load 
forecast should reflect those differences. Moreover, an econometric model 
can also be used to show the effects of different plausible futures. For 
example, comparing our Weather-Normal and Severe weather scenarios 
illustrates and clarifies the magnitude of variation that should be expected 
in loads due to weather fluctuations. 

2.2. WEATHER NORMALIZATION 

3 

I 
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Variations in weather conditions can have a significant effect on a 
customer’s use of electricity; therefore, mild or severe weather can have 
a dramatic effect on electric utility operations. A hot summer or a cold 
winter can cause a major increase in the use of electric energy, 
compared to  what would have been consumed under normal (average) 
conditions. Peak demands are especially susceptible to  weather 
fluctuations where, for example, a summer heat wave or winter cold 
spell can cause the peak demand to be significantly above what it 
otherwise would have been. System planning, including generation, 
transmission, and distribution, must take into account the likely 
impacts of various weather conditions. Our studies included factors 
that enabled us to  estimate the general impact of historical weather 
variations on customer demands. 

In recognition of these impacts, we prepared a separate projection 
related to varying weather conditions. For this projection, we assumed 
“severe” summer conditions. Normal weather is, for our purposes, 
defined as the long-term average of temperature and rainfall conditions 
experienced in the region. We defined “severe” conditions to be those 
that would be expected to occur for the summer season only once in 
twenty years. Weather values determined using this method were in 
close agreement with the most severe weather values found in the 
historical series over the period 1990-2001. 
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COMPUTER CONSULTING, INC. 



CITIZENS UTILITY COMPANY - ARIZONA ELECTRIC DIVISION 

Degree-days are a measure of temperature commonly used in analyzing 
utility sales. Degree-days are calculated from a base value, usually 
65" F. (NOAA standard). Specifically, degree-days are calculated by 
taking the highest and lowest temperatures for a given day, averaging 
these two values, and comparing the result to the base value (65). The 
result is the number of "degree days" for that particular day. This 
procedure is repeated for each day during the month, and the daily 
results are summed to determine the monthly degree-days. 

Heating degree-days are calculated by taking the base value (65) and 
subtracting the daily averages, ignoring negative results. Cooling 
degree-days are calculated by taking the daily average and subtracting 
the base value (65), again ignoring negative results. For example, if a 
given day had a maximum temperature of 50" and a minimum 
temperature of 30°, that day's average temperature would be 40". 
Comparing this value to the base (65"), we get 25 HDD and 0 CDD. 
Similarly, for another day that averages 75", we would get 10 CDD and 
0 HDD, because the average is above the base value. No individual day 
can have both CDD and HDD because each day's average must be either 
above or below the base value. However, a month can have both CDD 
and HDD because the monthly value is the simple sum of the daily 
value 

Finally, we' used 11-year averages as the basis for the weather- 
normalized load forecast. Recent weather has been above these 
averages. 

Table 1 below summarizes our assumptions for the two cases. 

WEATHER VARIABILITY 

District Case Annual Heating Annual Cooling 

N oga I es Normal 2696 1604 

Severe Summer 2305 1995 

Kingman Normal 2785 2347 

Degree Days Degree Days 

.................................................. ~ .,.._I._._-._--_....___._.._.___._______, "" I ._I.,._.,._._.. .__,_...,I__.._.__ ~ ..,, 

Severe Summer 2241 3124 ~ ". .. 

Lake Havasu Normal 1104 4582 

Severe Summer 645 5236 
Table 1 
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2.3. ASSUMPTIONS 

Like any modeling effort, many assumptions underlie the load-forecast 
results presented in this report. These assumptions range from global, 
over-arching issues to very specific, technical ones. The purpose of this 
section is to  outline these assumptions and provide descriptions for the 
more significant assumptions that directly impact on the results. 

In part, this is true precisely because of their matter-of-course nature. 
The following list is meant to be suggestive of the kinds of 
commonplace assumptions that underlie most forecasts of this nature. 

Global, broad, or customary assumptions are difficult to list inclusively. 

1 
I 
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Among the global assumptions we have made are the following: 

There will be no global, national, or local disasters that 
would significantly impact on the electrical usage of 
customers in the Southwest region. 

The historically observed cyclical nature of the US 
economy will continue, but no major recession or 
above-normal growth will occur. 

The provision of electricity will continue t o  be made 
primarily by local distributors. 

Electricity distributors will continue to  purchase energy 
from generators that will be increasingly free from 
traditional rate regulation. 

There will be no critical technological breakthrough 
that alters the current fundamental relationships 
among the various competing fuels. 

Specific assumptions fall into two general categories. First, there are 
assumptions related to the use of econometric methods. An example of 
such an assumption would be that the error terms are not serially 
correlated. We will not list such assumptions here, as they are well 
described in many statistical and econometric texts. The second 
category of specific assumptions includes those related to the derivation 
of the values that form the basis of the projections that are used in the 
load forecasting effort. The major assumptions from this second 
category are provided on the following page. 
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The following list of major specific assumptions contains descriptions of 
both the assumptions themselves and how each assumption affects the 
load-forecast results. Please see Section 3.2.2, page 3-12 for additional 
detail. 

Assu m pt i on 

1. Demographic projections (population 
and the number of households) are 
based on projections made by Woods 
& Poole, Inc. 

2. Economic projections (employment, 
income, and other economic factors) 
are based on projections made by 
Woods & Poole, Inc. modified in the 
near term to reflect the 2001 recession 
and projected recovery. 

3. Electricity prices for Citizens’ 
customers will increase by 2% less 
than the rate of general inflation during 
the period 2002-201 1, excluding 
temporary changes or surcharges. 

4. Weather conditions will be seasonally 
normal. 

Description of Effect 

Demographic projections form the basis for the 
numbers of customers in various customer 
classes. Changes in the numbers of customers 
directly affect the load-forecast results. 

Economic projections affect the usage of certain 
customer classes. Changes in the economy 
directly affect the load-forecast results. 

The decline in the projected real price of 
electricity increases energy sales for several 
customer classes. 

Milder or more severe weather has a significant 
effect upon peak demands and, to a lesser 
extent, energy sales. Please see the alternative 
scenario entitled “Severe Weather” for an 
illustration of the impact. 

Table 2 
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3. BASICDATA 

In preparing the load forecast for Citizens, we utilized various data 
relating to electric utility operations. We obtained electricity sales, 
revenues, and number of customers for the major customer rate 
classifications: by month, generally for the period January 1990 through 
most of 2001. We also obtained data for that same period for monthly 
District (non-coincident) peak demands. Citizens (coincident) peak 
demands were also obtained for the latter part of this period. Citizens 
provided these data in response to our data requests. 

Subsequent to  our econometric analysis, data for the remainder of 2001 
became available and was provided for purposes of comparison. Data 
for 2001 was not used in the development of the econometric 
equations, but is shown as the last historical observation. 

and Santa Cruz counties were obtained from Woods & Poole, Inc. a 
private economic services firm specializing in county-level data. The 
historical data obta am Woods & Poole, Inc. is identical to that 
provided by US gov ntal sources, such as the Bureau of Economic 
Analysis and the Bu Labor Statistics. 

Climatological data relating specifically to Citizens’ area was obtained 
from Citizens for weather stations that report to the National 
Oceanographic and Atmospheric Administration (NOAA). We used three 
weather stations, one for each District. This data was used to estimate 
historical relationships between weather, energy sales and peak 
demand, as well as to develop the alternative severe weather case. 

3.1. HISTORICAL TRENDS 

3.1.1. ENERGY REQUIREMENTS 

I 
I 
I 
I 

I 
1 
1 
B 

Historical and projected economic and demographic data for Mohave 

Historical load trends provide a reasonable starting point in reviewing 
the electrical energy requirements of a utility system. The data for 
Citizens is shown in Table 3, page 3-1 1. The data is shown by calendar 
year for the period 1995 through 2001. 

As shown in Table 3, growth in total energy sales averaged 5*1% 
annually from 1995 through 2001. This is greater than the average 
growth in energy sales forecast over the period 2002-201 1 of about 4%- 

I 
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I 
",... . . , ... ,~.~.. . ._/- .  . . ,. 

~ ;,. 
2001 

252.8 

270.2 

268.0 

294.2 

311.8 
Table 3 

Over this same period (1995-2001) at the customer class level, residential 
sales growth averaged 6.3%, commercial sales growth was 4.1%, industrial 
sales declined by 7.2%,l and public authority sales growth was 8.5%. 
(Customer class level detail can be found in the Attachments.) 

3.1.2. PEAK DEMAND 

Table 3 also lists annual peak demands for the years 1995-2001. Changes 
in historical annual peak demand are more erratic than energy sales due to 
the critical impact of short-duration weather conditions. 

Table 3 above shows peak demands have grown at  a compound rate of 
4.5% annually over the historical period shown above. This growth rate 
is close to  the comparable growth rate in system energy sales of 5.1%. 
The load factor has not materially changed over this period, averaging 
about 47%. 

C IT lZEN S 
A N N U A L  L O A D  F A C T O R  

5 0% 

4 9% 
4 8% 

4 7% 

4 6% 

4 5% 

4 4% 

4 3% 

4 2% 

4 1% 
40% Y 

1996 199 7 199 8 1999 2000 200 1 

Industrial sales fell in both Kingman and Lake Havasu districts during this period. 
In total, Industrial sales Our projection assumes that both have bottomed-out. 

account for less than 7% of Citizens' energy sales. 
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3.2. EXPLANATORY VARIABLES 

3.2.1. DISCUSSION 
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Although many events combine to influence consumers in their use of 
electricity, a relatively small number of explanatory factors can be used 
to project electricity sales. This occurs for two main reasons: First, by 
choosing explanatory factors carefully, one or two data series can 
represent the combined influence of many factors. For example, one 
data series may be used to represent the general level of economic 
activity and vitality in the local area, replacing several more detailed 
explanatory series each of which is highly correlated with the general 
level of economic activity. 

The second reason that a small number of explanatory factors can be 
used is that many factors, while affecting electricity usage to  some 
extent, have only a minor effect. The major discretionary uses of 
electricity are relatively few in number. For example, space heating, 
space cooling, and water heating are typically the three principal uses in 
the residential class. 
3.2.2. PROJECTION - RASE CASE 

economy IS projected to grow at rates that are significant1 
e of the 1990s. As measured by total personal income in 

constant, inflation-adjusted dollars, Woods & Poole project growth at 
annual rates of from 2.9% (Santa Cruz) to 3.6% (Mohave) when 
averaged over the period 2002-2011. Nearly half of this growth (about 
45%) is related to demographic growth (Le. increasing population) as 
compared to increasing income per capita. Growth in employment is 
projected at the relatively modest rates of 1.5% (Santa Cruz) to 2.6% 
(Mohave) when averaged throughout the forecast horizon. 

Given the assumption of no significant recessions or above-normal 
growth, the economic projections should be considered as “trends”. We 
would expect more variation in the growth rate of the economy than 
projected, due to cyclical economic conditions that are likely to  occur. 

Growth in the number of new households is projected to decline very 
slowly over the forecast horizon, starting from annual growth rates of 
1.6% (Santa Cruz) and 1.9% (Mohave). Again, these projected growth 
rates are significantly below those experienced during the 1990s. 

The price of electricity to all customer classes is projected to  increase, 
on average by about 1% per year over the forecast period, excluding 
temporary surcharges. The real (inflation-adjusted) price of electricity is 
therefore projected to decline at the rate of about 2% annually. Our 
projection of electricity prices is also based on the likely impact of 
continuing deregulation in the industry as well as information provided 
by Citizens. 
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Citizens has indicated that a significant but temporary rate increase is 
expected to go into effect during the first several years of the forecast 
horizon. Economic theory suggests that customer response to 
temporary changes, particularly when announced as such, will be 
muted. If customers do react more extensively to the temporary 
surcharges, the load growth during the first few years of the forecast will 
be dampened further, while the growth following the removal of the 
surcharge would be increased. There should be no net effect on load 
growth over the period 2002-201 1 due to temporary surcharges. 

We projected the number of residential and commercial customers on 
the basis of historical relationships with the number of households in 
each county. The number of residential customers is projected to 
increase at a rate of about 2.0%, with this rate declining to about 1.6% 
by 201 1. The number of commercial customers increases at a rate that 
is about 3/4 of the rate of the residential class. 

We projected weather related data series on the basis of long-term 
normal conditions. Whether or not weather conditions return to those 
long-term values or continue at the more recent (hotter) levels remains to 
be seen. We also developed a forecast based on weather conditions that 

more extreme conditions. A discussion of these alternatives ca 
d in the section entitled WEATHER NORMALIZATION, on page 2.6. 

3.2.3. PROJECTION - ALTERNATIVE EXTERNAL CONDITIONS 

In addition to the base case projections described above, we also 
prepared an alternative projection to  illustrate the potential for variation 
in the load forecast. Demographic and economic projections can vary, 
and while we believe that those provided by Woods & Poole, Inc. are 
among the best available, even they have noted that the future often 
unfolds differently than forecast. Based on information provided by 
Woods & Poole, Inc. regarding the accuracy of their county-level 
projections over periods whose length approximates that of this load 
forecast, we have developed an alternative projection of energy and 
demand. 

In the alternative case, we have increased the annual growth rates for 
population and number of households by one percentage point. We 
have also increased the annual growth rates for employment and real 
personal income by one percentage point. Such variances are within 
the historically observed differentials reported by Woods & Poole, Inc. 
using their projections. While we have chosen to increase the annual 
growth rates, decreases of a similar magnitude are as likely to occur. 
Therefore, the important point to understand about this alternative 
projection is the variance from the base case. 
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3.2.4. PROJECTION - SEVERE WEATHER 

Weather conditions can significantly impact both energy and peak 
demand for electric systems. By changing the weather variable values 
in the load-forecasting model, the impact of alternative weather 
conditions can be examined. Changing these values will have the effect 
of increasing the load during the particular year examined, but would 
not affect the overall growth rate of energy of peak demand over longer 
time spans. Since summer weather conditions are responsible for 
Citizens’ current annual peak demands, we prepared a separate case to 
determine the impact of above-normal temperatures on Citizens’ loads. 

The alternative case’s results for 2002 are presented below. For this 
case, we assumed hotter than normal summer and winter conditions 
which, in the aggregate, could be expected to occur about once in every 
twenty years. However, peak demands are strongly influenced by 
relatively short-duration weather conditions, which would be expected to  
occur more frequently. We therefore believe that this “severe” weather 
case is a useful planning tool for weather variation and the related 
impact on Citizens’ loads. 

COINCIDENT PEAK DEMANDS -SEVERE 

CITIZENS DATE NOGALES KINGMAN L. HAVASU 

Jan-02 
Feb-02 
Mar-02 
Apr-02 
May-02 
Jun-02 
Jul-02 
Aug-02 
Sep-02 
Oct-02 
NOV-02 
Dec-02 

40.1 
39.7 
39.8 
42.8 
51.9 
51.7 
52.1 
54.0 
45.5 
41.6 
38.9 
43.6 

64.4 
75.7 
69.8 
73.5 
89.7 

104.7 
117.3 
122.8 
110.8 
81.3 
69. I 
80.7 

77.0 
85.0 
75.4 
88.5 

11 3.7 
147.0 
163.5 
177.7 
145.3 
106.0 
65.1 
78.8 

181.5 
200.4 
185.0 
204.8 
255.3 
303.4 
332.9 
354.5 
301.6 
228.9 
173.1 
203.1 

Table 4 

To illustrate the impact of hot weather, we note that the annual peak 
demand for Citizens shown in Table 4 is 354.5 MW, compared to a 
normal weather estimated (2002) peak of 322.5 MW, a difference of 
32 MW or about 10%. If the additional uncertainty in load factor and 
coincidence factor were then included, the difference between normal 
weather and this “severe” case would be about 15%. 
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Finally, Arizona weather has been atypically warm, particularly in the 
last five years. Therefore, the “normal” conditions assumed in the base 
case are cooler than recent experience. For example, we applied the 
estimated weather coefficients to the difference between normal 
weather and the actual weather for 2001. The results showed that, 
under normal weather, total energy sales would have been about 4% 
lower and Citizen’s peak demand would have been over 9% lower. 

3.3. SPECIAL LOADS 

In addition to  the econometric analysis of historical data, Citizens 
provided us with “special” future load additions. These additions are 
based on specific local knowledge available to Citizens. “Special” loads 
were only included when the load addition was believed to be unrelated 
to general economic development in the area and when the relative size 
of the load exceeded the 1MW peak demand threshold. 

These “special” loads, which account for about 5% of Citizens’ total 
energy sales in the year 2011, are separately identified in the Report’s 
tabulations. “Special” loads as incorporated in the load-forecast model 
do not respond to changes in the weather or to  changes in demographic 
or economic conditions. 

“Special” loads include the following seven specific developments: h < V  I 

+ Black Mountain Prison facilities - Kingman 

+ American Woodmart - Kingman 

+ Copperfield Manufacturing facilities - Nogales 

+ SuperWalMart - Nogales 

+ Expansion of sewage facilities - Nogales 

+ Hospital facilities - Lake Havasu 

+ Water well facilities - Lake Havasu 
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4. Results 

A complete tabulation of the annual results of the load forecasting effort 
can be found attached to this Report. Monthly results have been provided 
directly in the Excel@ forecasting model provided. The following list 
describes some of the various tabulations available in the base case and 
the data contained therein. Data generally covers the historical period 
1995-2001 and the projected period 2002-201 1. Weather-normalized 
values for 2001 are denoted “2001a.” All projected values are based on 
normal weather conditions, unless otherwise noted. 

Page Data Series Units 
Number 

1 System (Citizens) Annual Peak Demand MW 
Citizens Annual Energy Sales, by Customer Class 

2 Nogales Annual NCP Demand MW 
Nogales Annual Energy Sales, by Customer Class 
Nogales Annual Growth in En s, Ly Customer Class % 
Nogales Annual Number of # 
Commercial Customers 
Nogales Annual Growth in the Number of Irrigation, % 
Resjdentja!,-and_Comm-ercial Custo-mers __ ____ . 

MWh 
._ - . _._. - _. . - ._._ Annual - - ._ - __ Growth . .!! Enew Sal_e_S,_!?Y C!?~9-T2~r_c!3SS. ._ . ._. %. __ 

MWh 

I 
1 
I 

5 Annual Demographic and Economic Data for Mohave and # 

Excel Files Monthly Data 

Santa Cruz Counties* (Woods & Poole, Inc.) 

“Special” Load data, by location and District-totals, energy MWh; 
and peak demand MW 
Citizens Coincident Peak Demands, by District, including MW 
and separating “special” loads 
District-level peaks, NCP and CP, including and excluding MW 
“special” loads 
District-level coincidence and load factors # 
District-level energy values, total and by customer class, MWh 
including and excluding “special” loads 
District-level numbers of customers # 

Table 5 

The information shown in Table 5 is also provided for the alternative 
economic case that is described in section 3.2.3 above. 

Irrigation class data is relevant only to  Nogales. 
Arizona data is also provided. 

I 
I 
1 
I 
1 
I 
I 
I 
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5. SPECIFICATIONS & STATISTICS 

Shown below are the general equations for the four primary customer 
classes (Residential, Commercial, Industrial, and Public Authority) for 
which econometric regressions were developed. Irrigation, street lighting, 
and all other customer classifications were projected on the basis of 
seasonal factors and trends, if any. These classifications account for a 
very small percentage of total energy sales for Citizens. As described 
previously, “special” loads were projected by Citizens on the basis of 
information available to them regarding future development of relatively 
large loads. 

The generalized specifications shown below provide information regarding 
the explanatory variables contained in each regression as well as related 
statistical information. The statistical information provided is the average 
for the District equations, and not all variables shown are included in every 
District’s equation. However, the information below provides a useful 
itemization of the approach used for each customer class. 

DEFINITION OF VARIABLES USED: 

XMWh ..................... 
Peak Demand ......... 
PY96 ...................... 
POP ........................ 
HH ......................... 

PelecX .................... 

xcus  ...................... 
HDD, CDD ............... 
For additional information regarding these equations and statistics, 
please see page 5-20. 

Energy sales to custorner C I ~ S  “X” 
System Feak Demand 
County Personal Income, inflation-adjusted 
County Popu I at i on 
County Number of Households 

12-month (rolling) revenue per kWh for 
custom e r c I ass “ X” 
Number of Customers in class “X” 
Heating or Cooling Degree Days 

EMPL ..................... County Employment 

5.1. RESIDENTIAL ENERGY SALES 

RMWh = f (RCus, PelecR, HDD, CDD) 

Standard Error of Regression 6.3% 
Adjusted R2 0.89 

Durbin-Watson Statistic 1.89 

Period Analyzed 1990-2000 

T-Statistics: 

PelecR 6.2 

HDD 11 

CDD 13 

ECONOMIC MODELING & 5 1  7 R. W. BECK, INC. 
COMPUTER CONSULTING, INC. 



CITIZENS UTILITY COMPANY - ARIZONA ELECTRIC DIVISION 

5.2. COMMERCIAL ENERGY SALES 

CMWh = f (CCUS, PY96/HH, PelecC, HDD, CDD) 

Standard Error of Regression 7.0% T-Statistics: 

Adjusted RZ 0.80 PelecC 6.4 
Durbin-Watson Statistic 1.57 PY96/HH 4.7 
Period Analyzed 1990-2000 HDD 2.8 

CDD 7.6 

5.3. INDUSTRIAL ENERGY SALES 

lMWh = f (POP or EMPL, HDD, CDD) 

Standard Error of Regression 
Adjusted R2 
Durbin-Watson Statistic 

T-Statistics: 

POP or EMPL 8.0 

HDD 3.3 

PMWh = f (POP or EMPL, PelecP, HDD, CDD) 

Adjusted R2 
Durbin-Watson Statistic 
Period Analyzed 

0.83 
1.32 

1992-2000 

PelecP 
POP or EM PL 

HDD 

CDD 

5.2 
14.5 

3.8 

6.6 

ECONOMIC MODELING & 5-18 R. W. BECK, INC. 
COMPUTER CONSULTING, INC. 
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CITIZENS UTILITY COMPANY - ARIZONA ELECTRIC DIVISION 

Shown below are the equations used to project energy sales for each of the 
major customer classes. The initial subscript (N, K, or L) refers to 
Nogales, Kingman, or Lake Havasu data. Other abbreviations are 
described following the equation list. 

RESIDENTIAL 
RMW" = RCUS e"(1.63 + .00059CDD + .00072CDD 1 + .00050HDD + 

RMWHK = RCUS e"(1.84 + .00047CDD + .00096CDD.1 + .00034HDD + 

RMWHL = RCUS e"(1.58 + .00044CDD + .00073CDD.1+ .00060HDD + 

.00043HDD.1) PEMA"-.56 

.00048HDD.1) PEMA"-.64 

.00105HDD.1+ aSEAS,) PEMA"-.51 

COMMERCIAL 
CMW" = CCUS e"(4.78 + .00049CDD - .00016CDD.1 - .00012HDD + 

CMWHK = CCUS e"(-1.25 + .00020CDD + .00057CDD.1+ .00014HDD) 

CMWHL = CCUS e"(5.46 + .00020CDD + .00045CDD.1+ .00012HDD + 

.00019HDD.1) PEMA"-.75 

PEMA"-.68 YPHH"1.39 

OIOHD@,+ (?SEAS,)* PEMA"- 31 
.., 

INDUSTRIAL 
IMW" = e"(6.39 + .00023CDD) EMPL".38 

IMWHK = e"(4.31 + .00022CDD) P0PA.71 

IMWHL = e"(-1.57 + .00013CDD.1 . .00033HDD.1) EMPL"2.45 

PUBLIC AUTHORITY 
PMW" = 1562 + .48CDD.1 

PMWHK = e"(-4.88 + .00003CDD + .00047CDD.1 + .00013HDD . .00044HDD.1) 

PMWHL = e"(8.03 + .00039CDD.1 - .00039HDD.l) PEMA"-1.36 EMPL"1.45 

POP"2.61 

CCUS ... number of commercial customers 
CDD ... cooling degree days 
EMPL ... employment 
HDD ... heating degree days 
PEMA ... real price of electricity, 12-month moving average for the class 
POP.. . popu tat ion 
RCUS ... number of residential customers 
YPHH ... real income per household 

ECONOMIC MODELING & 
COMPUTER CONSULTING, INC. 

5-19 R. W. BECK, INC. 



CITIZENS UTILITY COMPANY - ARIZONA ELECTRIC DIVISION I 
I INFORMATION REGARDING STATISTICS PROM DED: 

Standard Error of 
Regression: 

Adjusted R2: 

Durbin-Watson 
Statistic: 

Period Analyzed: 

T-Statistic 

A measure of the equation’s absolute 
error in matching the historical data. 
Monthly values are shown; to convert 
to expected annual values, divide the 
figure shown by approximately 3. 
( C f .  Adjusted R2.) 

A measure of the equation’s ability to 
explain variations in the historical data. 
Values lie between 0 4 1; 1.0 would 
be perfect. 
( C f .  Standard Error of Regression.) 

equation’s errors to  be related to  the 
error immediately preceding the 
current observation. 
These values are “centered” on 2.0. 

The data range used in the estimation. 

A measure of the particular variable’s 
(data series) ability to explain the 
historical data. 
Generally speaking, a value of 2.0 or 
larger is desired. 

I 

I 
I 
I 
I 
I 

A measure of the tendency of the 
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NOGALES MWh Energy Sales 
Irrigation Residential Commercial Industrial 

1995 890 64,382 83,711 20,374 
1996 1,164 69,444 84,210 19,743 
1997 483 72,846 87,713 20,746 
1998 416 78,165 90,354 20,742 
I999 485 83,483 93,865 20,599 
2000 574 85,453 102,088 20,794 
2001 294 92,089 108,018 12,971 

2001a 480 91,243 107,705 12,902 
2002 480 94,980 106,641 8,043 
2003 480 93,557 103,510 8,133 
2004 480 96,098 106,002 8,191 
2005 480 98,677 108,535 8,232 
2006 480 101,286 111,105 8,271 
2007 480 103,926 113,713 8,309 
2008 480 106,637 116,409 8,345 
2009 480 112,823 124,026 8,381 
2010 480 118,015 130,238 8,415 
2011 480 120,927 133,195 8,448 

StLgt 
1,445 
1,404 
1,376 
1,812 
1,955 

732 
1,088 
1,088 
1,496 
1,496 
1,496 
1,496 
1,496 
1,496 
1,496 
1,496 
1,496 
1,496 

PubAuth 
21,781 
20,374 
19,156 
20,830 
18,689 
20,940 
31,177 
31,078 
29,515 
29,515 
29,515 
29,515 
29,515 
29,515 
29.515 
29,515 
29,515 
29,515 

OwnUse 
1,369 
1,523 
1,629 
1,380 
1,827 
2,000 
2,050 
2,036 
1,918 
1,985 
2,049 
2,114 
2,178 
2,243 
2,307 
2,372 
2,436 
2,501 

Special 

6,745 
20,947 
26,149 
26,149 
26,149 
26,149 
26,149 
26,149 
26,149 
26,149 

Total 
193,952 
197,862 
203,949 
213,699 
220,903 
232,581 
247,687 
246,532 
249,818 
259,624 
269,980 
275,198 
280,480 
285,830 
291,339 
305,242 
316,743 
322,711 

N C P  
41.6 
41.5 
42.5 
45.3 
50.5 
53.3 
54.2 
55.7 
57.2 
59.2 
60 4 
61.6 
62.8 
64.1 
65.4 
69.1 
71.3 
72.7 

NOGALES MWh Energy Sales ANNUAL GROWTH 
Irrigation Residential Commercial Industrial StLgt PubAuth OwnUse Special Total N C P  

1995 
1996 
1997 
1998 
1999 
2000 
2001 

2001a 

2003 
2004 
2005 
2006 
2007 
2008 
2009 
2010 
201 1 

1995 
1996 
1997 
1996 
1999 
2000 
2001 
2002 
2003 
2004 
2005 
2006 
2007 
2008 
2009 
2010 
201 1 

30.8% 7.9% 
-58.5% 4.9% 
-13.9% 7.3% 

18.4% 2.4% 
-48.8% 7.8% 
63.3% -0.9% 
0.0% 4.1% 
0.0% -1.5% 
0.0% 2.7% 
0.0% 2.7% 
0.0% 2.6% 
0.0% 2.6% 
0.0% 2.6% 
0.0% 5.8% 
0.0% 4.6% 
0.0% 2.5% 

-'C "i 5 3 %  

0.6% 
4.2% 
3.0% 
3.3% 
8.8% 
5.8% 

-0.3% 
-1.0% 
-2.9% 
2.4% 
2.4% 
2.4% 
2.3% 
2.4% 
6.5% 
5.0% 
2.3% 

NOGALES Customers 
Irrigation Residential Commercial 

41 9,466 1,785 
41 9,745 1,780 
38 10,037 1,836 
36 10,372 1,938 
34 10,878 2,020 
35 11,483 1,997 
31 11,867 2,439 
35 12,273 2,023 
35 12,468 2,040 
35 12,663 2,058 
35 12,858 2,075 
35 13,050 2,092 
35 13,240 2,109 
35 13,428 2,125 
35 13,613 2,141 
35 13,797 2,157 
35 13,979 2,173 

-3 1% 
5.1% 
0.0% 

0.9% 
-37.6% 
-0.5% 

37.7% 
1.1% 
0.7% 
0.5% 
0.5% 
0.5% 
0.4% 
0.4% 
0.4% 
0.4% 

r, ' i l l  Y I /"  

-2 8% 
-2 0% 
31.7% 

-62.6% 
48 6% 
0 0% 

37 5% 
0 0% 
0 0% 
0 0% 
0.0% 
0.0% 
0.0% 
0.0% 
0.0% 
0.0% 

-, CI 

-6 5% 
-6.0% 
8 7% 

?? 3": 
12.0% 
48.9% 
-0 3% 
-5 0% 
0 0% 
0 0% 
0.0% 
0.0% 
0.0% 
0.0% 
0.0% 
0.0% 
0 0% 

11 2% 
7 0% 

-15 3% 
3: 4% 
9.5% 
2.5% 

-0 7% 
-5 8% 
3 5% 
3 3% 
3 1% 
3.1% 
3.0% 
2.9% 
2.8% 
2 7% 
2 6% 

) ( w u E I ~ l l w I u L o R o ) y M  

Irrigation Residential Commercial 

-0.2% 
-7.3% 
-5.7% 
-6.7% 
4.7% 

-13.0% 
13.8% 
0.0% 
0.0% 
0.0% 
0.0% 
0.0% 
0.0% 
0.0% 
0.0% 
0.0% 

2.9% 
3.0% 
3.3% 
4.9% 
5.6% 
3.3% 
3.4% 
1.6% 
1.6% 
1.5% 
1.5% 
1.5% 
1.4% 
1.4% 
1.3% 
1.3% 

-0.3% 
3.2% 
5.5% 
4.2% 

-1.2% 
22.2% 

-17.1% 
0.9% 
0.9% 
0.8% 
0.8% 
0.8% 
0.8% 
0.8% 
0.7% 
0.7% 

#NIA 
#NIA 
#NIA 
::>:!A 
#N/A 
#NIA 

#NIA 
210.6% 
24.8% 
0.0% 
0.0% 
0.0% 
0.0% 
0.0% 
0.0% 
0.0% 

2 0% 
3.1% 
4 8% 

5.3% 
6 5% 

-0.5% 
1.3% 
3.9% 
4.0% 
1.9% 
1.9% 
1.9% 
1.9% 
4.8% 
3.8% 
1.9% 

-7 8"' " * "  

-0 3% 
2.5% 
6.6% 

11 4% 
5.5% 
1.7% 
2 7% 
2.8% 
3.5% 
2.0% 
2.0% 
2.0% 
2.0% 
2.0% 
5.7% 
3.3% 
2.0% 

1 
1 
1 

1 
1 
1 
1 
1 
1 
I 
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1995 
1996 
1997 
1998 
1999 
2000 
2001 

2001a 
2002 
2003 
2004 
2005 
2006 
2007 
2008 
2009 
2010 
201 1 

KINGMAN MWh Energy Sales 
Irrigation Residential Commercial Industrial StLgt PubAuth 

231 129,008 99,403 63,948 516 26,124 
254 142,058 105,911 76,762 500 27,729 
158 147,931 115,092 57,668 496 30,430 
155 155,829 120,722 49,701 489 32,746 
- 164,644 123,204 38,398 427 32,926 
- 180,415 123,885 31,185 415 36,370 
- 187,426 126,613 28,919 518 39,069 

175,980 123,493 28,756 518 38.778 
- 184,415 134,859 31,287 480 38,882 
- 180,188 135,674 31,645 480 40,744 
- 185,876 143,397 32,004 480 42,471 
- 191,670 149,984 32,358 480 44,223 
- 197,566 156,833 32,714 480 46,038 
- 203,562 163,953 33.068 480 47,901 
- 209,734 171,449 33,420 480 49,803 
- 224,316 187.132 33,772 480 51,762 
- 236,278 200,608 34,125 480 53,780 
- 243,085 209,576 34,477 480 55,846 

Transm. 
26.1 59 
37,176 
42,533 
33,042 
45,987 
71,926 
89.973 
89,973 
90,000 
90,000 
90,000 
90,000 
90,000 
90,000 
90,000 
90,000 
90,000 
90,000 

1995 
1996 
1997 
1998 
1939 
2000 
2001 

2001a 
2002 
2003 
2004 
2005 
2006 
2007 
2008 
2009 
2010 
2011 

1995 
1996 
1997 
1998 
1999 
2000 
2001 
2002 
2003 
2004 
2005 
2006 
2007 
2008 
2009 
2010 
201 1 

KINGMAN MWh Energy Sales ANNUAL GROWTH 
I Irrigation Residential Commercial Industrial S&t PubAuth Transm. 

10 0% 
-37.8% 
-1 9% .",. 3:: 

#N/A 
#N/A 

#N/A 
#NIA 
$NlA 
#NIA 
#N/A 
#N/A 
#N/A 
#NIA 
#NIA 
#N/A 

10.1% 
4.1% 
5.3% 
5.7% 
9.6% 
3.9% 

-6.1% 
4.8% 

-2.3% 
3.2% 
3.1% 
3.1% 
3.0% 
3.0% 
7.0% 
5.3% 
2.9% 

KINGMAN Customers 
ResidentialCommerciaI 

19,308 
20,144 
20,914 
21,401 
22,407 
23,201 
23,862 
24,106 
24,557 
25,009 
25,460 
25,908 
26,354 
26,796 
27,235 
27,671 
28,105 

2,093 
2,169 
2,224 
2,205 
2,466 
2,610 
2,701 
2,715 
2,740 
2,765 
2,790 
2,814 
2,838 
2,862 
2,885 
2.908 
2,931 

6.5% 
8.7% 
4.9% 

0.6% 
2.2% 

-2.5% 
9.2% 
0 6% 
5 7% 
4.6% 
4.6% 
4.5% 
4 6% 
9.1% 
7.2% 
4.5% 

n I n ,  
i. I *Y 

20.0% -3.1% 

-13.8% -1.4% 
-24.9% -0.8% 

11 ' 0 1  I n  7 0 ,  ..& , ," ~. I_ 

-18.8% -2.8% 
-7.3% 24.8% 
-0.6% 0.0% 
6.8% -7.3% 
1.1% 0.0% 
1.1% 0.0% 
1.1% 0.0% 
1.1% 0.0% 
1.1% 0.0% 
1.1% 0.0% 
1.1% 0.0% 
1.0% 0.0% 
1.0% 0.0% 

61% 421% 
9.7% 144% 
76% -223% 
05% 392% 

105% 564% 
74% 251% 

-0 7% 0 0% 
0 3% 0 0% 
4 8% 0 0% 
4 2% 0 0% 
4 1% 0 0% 
4.1% 0 0% 
4 0% 0.0% 
4 0% 0 0% 
3.9% 0 0% 
3 9% 0 0% 
3 8% 0 0% 

~ o w I c u ~ * w I u A L o m  
ResidentialCommerciaI 

4.3% 
3.8% 
2.3% 
4.7% 
3.5% 
2.8% 
1 .O% 
1.9% 
1.8% 
1.8% 
1.8% 
1.7% 
1.7% 
1.6% 
1.6% 
1.6% 

3.6% 
2.5% 

-0.9% 
11.8% 
5.9% 
3.5% 
0.5% 
0.9% 
0.9% 
0.9% 
0.9% 
0.9% 
0.8% 
0.8% 
0.8% 
0.8% 

Special 

5,256 
7,008 

11,096 
30,368 
45,552 
49,056 
49,056 
49,056 
49,056 
49,056 

Special 

#NIA 
#NIA 
#NIA 
':P1 ' 
#N/A 
#N/A 

#N/A 
33 3% 
58 3% 

173 7% 
50.0% 
7 7% 
0 0% 
0 0% 
0 0% 
0 0% 

Total 
345,389 
390,390 
394.308 
392,684 
405,586 
444,196 
472,518 
457,497 
485,179 
485,740 
505,324 
539,082 
569,183 
588,021 
603,942 
636,519 
664,327 
682,519 

Total 

13.0% 
1 .O% 

-0 4% 

9.5% 
6.4% 

-3.2% 
6.1% 
0.1% 
4 0% 
6.7% 
5.6% 
3.3% 
2.7% 
5.4% 
4.4% 
2.7% 

- 

N C P  
76.1 
81.2 
90.5 
85 0 
84.3 
99.7 

104.8 
104.6 
110.1 
110.3 
115.0 
122.5 
127.1 
130.8 
134.6 
143.2 
149.2 
153.6 

N C P  

6.7% 
11.5% 
-6.1% 
0 8% 

18.3% 
5.1% 

-0.2% 
5.2% 
0.2% 
4.3% 
6.5% 
3.7% 
2.9% 
2.9% 
6.4% 
4.2% 
2.9% 
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1995 
1996 
1997 
1998 
1999 
2000 
2001 

2001a 
2002 
2003 
2004 
2005 
2006 
2007 
2008 
2009 
2010 
201 1 

1995 
1996 
1997 
1998 
1999 
2000 
2001 

2001a 
2002 
2003 
2004 
2005 
2006 
2007 
2008 
2009 
2010 
201 1 

1995 
1996 
1997 
1998 
1999 
2000 
2001 
2002 
2003 
2004 
2005 
2006 
2007 
2008 
2009 
2010 
2011 

Irrigation 
8 
5 

6 

LAKE HAVASU MWh Energy Sales 
Residentiai Commercial Industrial StLgt PubAuth Transm 

234,417 113,716 43,225 20,316 
253,500 118,031 48,713 23,315 
257,063 118,690 48,097 27,087 
271,115 124,450 39,703 28,910 10,991 
287,997 131,036 43,101 31.538 308 
317,133 138,043 40,652 36,497 
338,948 142,058 39,812 41,078 
307,403 136,324 39,847 40,541 
339,349 140,528 46,743 37,745 
333,223 140,309 51,574 36,855 
342,867 143,453 55,948 39,752 
352,656 146,604 59,322 42,301 
362,579 149,816 62,800 44,972 
372,634 153,064 66,396 47,775 
382,912 156,365 70,115 50,754 
406,181 162,844 73,956 58,651 
424,862 168,150 77,922 65,468 
435,990 171,666 82,026 69,370 

LAKE HAVASU MWh Energy Sales ANNUAL GROWTH 
Irrigation Residential Commercial Industrial StLgt PubAuth Transm. 

-37.5% 
-100.0% 
#NIA 
:2:: 3 %  
#N/A 
#NIA 
#NIA 
#N/A 
#NIA 
#N/A 
#N/A 
#NiA 
#NIA 
#NIA 
#NIA 
#N/A 
#NIA 

8 1% 3 8% 
1 4 %  0 6% 
5 5% 4 9% 

5 30' c 2Y" 
10 1% 5 3% 
6 9% 2 9% 

-93% -40% 
10 4% 3 1% 
-1 8% -0 2% 
2 9% 2 2% 
2 9% 2 2% 
2 8% 2 2% 
2 8% 2 2% 
2 8% 2 2% 
6 1% 4 1% 
4 6% 3 3% 
2 6% 2 1% 

LHAVASU Customers 
Residentialcommercial 

21,560 2,656 
22.223 2,715 
22,821 3,036 
23,578 2,565 
24,789 3,030 
25,922 3,155 
26,949 3,265 
27,754 3,285 
28.274 3.322 
28,794 3,358 
29,313 3,395 
29,829 3,430 
30,343 3,466 
30.852 3,500 
31,357 3,535 
31,859 3,569 
32,358 3,602 

12.7% 
-1.3% 

-17.5% 
8 E O '  

-5 7% 
-2.1% 
0.1% 

17.3% 
10 3% 
6.5% 
6.0% 
5.9% 
5.7% 
5.6% 
5.5% 
5.4% 
5.3% 

#NIA 
#N/A 
#NIA 
, h  A 

#NIA 
#NIA 
#NIA 
#NIA 
#NIA 
#NiA 
#NIA 
#N/A 
#N!A 
#NIA 
#NIA 
#N/A 
#NIA 

J l  ,! 

14.8% 
16.2% 
6.7% 
9.1 oi. 

15.7% 
12.6% 
-1.3% 
-6.9% 
-2.4% 
7.9% 
6.4% 
6.3% 
6.2% 
6.2% 

15.6% 
11.6% 
6.0% 

#NIA 
#N/A 
#N/A 

37 2% 
-100.0% 
#NIA 
#NIA 
#N/A 
#N!A 
#N/A 
#NIA 
#NiA 
#N/A 
#N/A 
#N/A 
#NIA 
#NIA 

UAV1611 cubn*n ArmML 
ResidentialCommerciaI 

3.1% 2.2% 
2.7% 11.8% 
3.3% -15.5% 
5.1% 18.1% 
4.6% 4.1% 
4.0% 3.5% 
3.0% 0.6% 
1.9% 1.1% 
1.8% 1.1% 
1.8% 1.1% 
1.8% 1.1% 
1.7% 1.0% 
1.7% 1.0% 
1.6% 1.0% 
1.6% 1.0% 
1.6% 0.9% 
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Special 

7,592 
14,892 
14.892 
14,892 
14,892 
14,892 
14,892 
14,892 
14,892 
14,892 

Special 

#NIA 
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